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KEY PLAN - NOT TO SCALE

FLOOR PLAN GENERAL NOTES

A. NOT ALL KEYED NOTES USED ON EACH SHEET

B.  ADDITIONAL GC WORK ON AQ SHEETS

C.  CONTRACTOR TO FIELD VERIFY EXISTING FINISH FLOOR
ELEVATIONS.  ELEVATIONS NOTED ON DRAWINGS ARE
APPROXIMATE.  NEW FINISH FLOOR ELEVATIONS SHOULD MATCH
EXISTING.

D. ALL TOILET ROOMS WITH FLOOR DRAINS TO HAVE 1" SLAB
DEPRESSION PER STRUCTURAL DETAIL AND PER OUTLINE.
SLOPE TOPPING TO DRAIN.  EDGE OF FILLED SLAB TO MATCH
ADJACENT.
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 1/4" = 1'-0"F1 THIRD FLOOR ICU FLOOR PLAN - AREA 1

KEYED NOTES - PLAN
1 CRYOGEN RELIEF. SEE MECHANICAL
2 ALIGN
3 NOT USED
4 MECHANICAL SHAFT ABOVE
5 NEW MECHANICAL UNIT (SEE MECH)
7 WINDOW FILM TO 7'-0" AFF
9 2 HR FIRE RATED SHAFTWALL
10 EXPANSION JOINT
11 BORROWLITE ABOVE.  SEE KEYED

DETAILS A3,A4/AE611
12 INFILL EXISTING WINDOW OPENING
13 CONCRETE SLAB ON GRADE
14 INTEGRAL BLIND UNIT MOUNTED TO

INTERIOR OF CURTAIN WALL
15 EXISTING GALVANIZED STEEL GRATING

TO REMAIN
16 APPLY GYP. BD. TO EXISTING FRAMING
17 EXTEND EXISTING KICKER STRUCTURE

TO PERPENDICULAR WALL
18 STEEL GRATING
19 LIMIT OF DEPRESSED STRUCTURAL SLAB
20 EXISTING TO REMAIN
21 PATCH EXISTING GYP BD AT AREA OF

PARTITION DEMOLITION
22 PROTECT EXISTING ROOFING SYSTEM
23 MRI FENCE
24 DEPRESSED SLAB PER STRUCTURAL,

FOR GROUT FILL SLOPE TO FLOOR DRAIN
25 AREA OF DEPRESSED SLAB.  INFILL

DEPRESSED SLAB WITH NON-SHRINKING
SELF-LEVELING OVERLAYMENT,
SEPARATED FROM STRUCTURAL SLAB BY
FORMBREAK MATERIAL.  PROVIDE
ISOLATION JOINT AT EDGES.  INFILL OF
DEPRESSED AREA SHOULD PROVIDE A
HARD, LEVEL WEAR SURFACE TO MATCH
LEVEL AND FINISH OF SURROUNDING
SLAB

26 FLOAT FLOOR AS NECESSARY TO SLOPE
FLOOR TO DRAIN

EXPANSION JOINT SUBSCRIPT LEGEND
A - FLOOR TO FLOOR
B - FLOOR TO WALL
C - WALL TO WALL
D - CEILING TO CEILING
E - CEILING TO WALL
F - WALL TO ROOF

DOOR SCHEDULE-THIRD FLOOR ICU-Base Bid (See AE610 for balance of doors)

Mark

DOOR

Material

DOOR FRAMES AND BORROW LIGHTS

Frame
Guard

Fire
Rating

Hardware
Group

Glazing
Type Notes Revisions

HARDWARE
FUNCTIONType

SIZE

Elevation
Profile
Group

PERIMETER
DETAILS

Width
(DW)

Height
(DH) Thickness Head Jamb Sill

G348 N1 WD 3' - 6" 7' - 0" 1 3/4" F1 UR JP JP --- 113 GT-3 OFFICE
G349 N1 WD 3' - 6" 7' - 0" 1 3/4" F1 UR JP JP --- LTS 108 GT-1 CLASSROOM,

CARD READER
G351A F WD 4' - 0" 7' - 0" 1 3/4" F3 UR HP JP BP LTS 114 GT-3 PASSAGE
G351B F WD 4' - 0" 7' - 0" 1 3/4" F1 UR HP JP --- LTS 114 --- PASSAGE
G352 F WD 3' - 6" 7' - 0" 1 3/4" F1 UR JP JP --- 119 --- PRIVACY LOCK

WITH OVERRIDE
G353 F WD 3' - 6" 7' - 0" 1 3/4" F1 UR JP JP --- 119 --- PRIVACY LOCK

WITH OVERRIDE
G354 F RVS 4' - 0" 7' - 0" 1 3/4" F1 UR HP JP --- 45

MIN
115 --- STOREROOM
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AREA 3

KEY PLAN - NOT TO SCALE

FLOOR PLAN GENERAL NOTES

A. NOT ALL KEYED NOTES USED ON EACH SHEET

B.  ADDITIONAL GC WORK ON AQ SHEETS

C.  CONTRACTOR TO FIELD VERIFY EXISTING FINISH FLOOR
ELEVATIONS.  ELEVATIONS NOTED ON DRAWINGS ARE
APPROXIMATE.  NEW FINISH FLOOR ELEVATIONS SHOULD MATCH
EXISTING.

D. ALL TOILET ROOMS WITH FLOOR DRAINS TO HAVE 1" SLAB
DEPRESSION PER STRUCTURAL DETAIL AND PER OUTLINE.
SLOPE TOPPING TO DRAIN.  EDGE OF FILLED SLAB TO MATCH
ADJACENT.
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 1/4" = 1'-0"F1 THIRD FLOOR ICU Floor Plan - Deduct Alternate 1

KEYED NOTES - PLAN
1 CRYOGEN RELIEF. SEE MECHANICAL
2 ALIGN
3 NOT USED
4 MECHANICAL SHAFT ABOVE
5 NEW MECHANICAL UNIT (SEE MECH)
7 WINDOW FILM TO 7'-0" AFF
9 2 HR FIRE RATED SHAFTWALL
10 EXPANSION JOINT
11 BORROWLITE ABOVE.  SEE KEYED

DETAILS A3,A4/AE611
12 INFILL EXISTING WINDOW OPENING
13 CONCRETE SLAB ON GRADE
14 INTEGRAL BLIND UNIT MOUNTED TO

INTERIOR OF CURTAIN WALL
15 EXISTING GALVANIZED STEEL GRATING

TO REMAIN
16 APPLY GYP. BD. TO EXISTING FRAMING
17 EXTEND EXISTING KICKER STRUCTURE

TO PERPENDICULAR WALL
18 STEEL GRATING
19 LIMIT OF DEPRESSED STRUCTURAL SLAB
20 EXISTING TO REMAIN
21 PATCH EXISTING GYP BD AT AREA OF

PARTITION DEMOLITION
22 PROTECT EXISTING ROOFING SYSTEM
23 MRI FENCE
24 DEPRESSED SLAB PER STRUCTURAL,

FOR GROUT FILL SLOPE TO FLOOR DRAIN
25 AREA OF DEPRESSED SLAB.  INFILL

DEPRESSED SLAB WITH NON-SHRINKING
SELF-LEVELING OVERLAYMENT,
SEPARATED FROM STRUCTURAL SLAB BY
FORMBREAK MATERIAL.  PROVIDE
ISOLATION JOINT AT EDGES.  INFILL OF
DEPRESSED AREA SHOULD PROVIDE A
HARD, LEVEL WEAR SURFACE TO MATCH
LEVEL AND FINISH OF SURROUNDING
SLAB

26 FLOAT FLOOR AS NECESSARY TO SLOPE
FLOOR TO DRAIN

EXPANSION JOINT SUBSCRIPT LEGEND
A - FLOOR TO FLOOR
B - FLOOR TO WALL
C - WALL TO WALL
D - CEILING TO CEILING
E - CEILING TO WALL

DOOR SCHEDULE-THIRD FLOOR ICU-Deduct Alternate 1 (See AE610 for balance of doors)
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BUILDING 1

AREA 1

AREA 2

AREA 3

KEY PLAN - NOT TO SCALE

FLOOR PLAN GENERAL NOTES

A. NOT ALL KEYED NOTES USED ON EACH SHEET

B.  ADDITIONAL GC WORK ON AQ SHEETS

C.  CONTRACTOR TO FIELD VERIFY EXISTING FINISH FLOOR
ELEVATIONS.  ELEVATIONS NOTED ON DRAWINGS ARE
APPROXIMATE.  NEW FINISH FLOOR ELEVATIONS SHOULD MATCH
EXISTING.

D. ALL TOILET ROOMS WITH FLOOR DRAINS TO HAVE 1" SLAB
DEPRESSION PER STRUCTURAL DETAIL AND PER OUTLINE.
SLOPE TOPPING TO DRAIN.  EDGE OF FILLED SLAB TO MATCH
ADJACENT.
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 1/4" = 1'-0"F1 THIRD FLOOR ICU Floor Plan - Deduct Alternate 2

KEYED NOTES - PLAN
1 CRYOGEN RELIEF. SEE MECHANICAL
2 ALIGN
3 NOT USED
4 MECHANICAL SHAFT ABOVE
5 NEW MECHANICAL UNIT (SEE MECH)
7 WINDOW FILM TO 7'-0" AFF
9 2 HR FIRE RATED SHAFTWALL
10 EXPANSION JOINT
11 BORROWLITE ABOVE.  SEE KEYED

DETAILS A3,A4/AE611
12 INFILL EXISTING WINDOW OPENING
13 CONCRETE SLAB ON GRADE
14 INTEGRAL BLIND UNIT MOUNTED TO

INTERIOR OF CURTAIN WALL
15 EXISTING GALVANIZED STEEL GRATING

TO REMAIN
16 APPLY GYP. BD. TO EXISTING FRAMING
17 EXTEND EXISTING KICKER STRUCTURE

TO PERPENDICULAR WALL
18 STEEL GRATING
19 LIMIT OF DEPRESSED STRUCTURAL SLAB
20 EXISTING TO REMAIN
21 PATCH EXISTING GYP BD AT AREA OF

PARTITION DEMOLITION
22 PROTECT EXISTING ROOFING SYSTEM
23 MRI FENCE
24 DEPRESSED SLAB PER STRUCTURAL,

FOR GROUT FILL SLOPE TO FLOOR DRAIN
25 AREA OF DEPRESSED SLAB.  INFILL

DEPRESSED SLAB WITH NON-SHRINKING
SELF-LEVELING OVERLAYMENT,
SEPARATED FROM STRUCTURAL SLAB BY
FORMBREAK MATERIAL.  PROVIDE
ISOLATION JOINT AT EDGES.  INFILL OF
DEPRESSED AREA SHOULD PROVIDE A
HARD, LEVEL WEAR SURFACE TO MATCH
LEVEL AND FINISH OF SURROUNDING
SLAB

26 FLOAT FLOOR AS NECESSARY TO SLOPE
FLOOR TO DRAIN

EXPANSION JOINT SUBSCRIPT LEGEND
A - FLOOR TO FLOOR
B - FLOOR TO WALL
C - WALL TO WALL
D - CEILING TO CEILING
E - CEILING TO WALL

DOOR SCHEDULE-THIRD FLOOR ICU-Deduct Alternate 2 (See AE610 for balance of doors)

Mark

DOOR

Material
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Group
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G348 F WD 4' - 0" 7' - 0" 1 3/4" F1 UR HP JP --- 108 GT-3
G351A F WD 4' - 0" 7' - 0" 1 3/4" F3 UR HP JP BP 114 GT-3
G351B F WD 4' - 0" 7' - 0" 1 3/4" F1 UR HP JP --- 114 --- PASSAGE
G352 F WD 3' - 6" 7' - 0" 1 3/4" F1 UR JP JP --- 119 --- PRIVACY LOCK WITH OVERRIDE
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BUILDING 1

AREA 1

AREA 2

AREA 3

KEY PLAN - NOT TO SCALE

FLOOR PLAN GENERAL NOTES

A. NOT ALL KEYED NOTES USED ON EACH SHEET

B.  ADDITIONAL GC WORK ON AQ SHEETS

C.  CONTRACTOR TO FIELD VERIFY EXISTING FINISH FLOOR
ELEVATIONS.  ELEVATIONS NOTED ON DRAWINGS ARE
APPROXIMATE.  NEW FINISH FLOOR ELEVATIONS SHOULD MATCH
EXISTING.

D. ALL TOILET ROOMS WITH FLOOR DRAINS TO HAVE 1" SLAB
DEPRESSION PER STRUCTURAL DETAIL AND PER OUTLINE.
SLOPE TOPPING TO DRAIN.  EDGE OF FILLED SLAB TO MATCH
ADJACENT.

CONSTRUCTION DOCUMENTS
FULLY SPRINKLERED

Drawing Title

DIRECTOR OF
SPECIALTY
CARE

Project Title

Revisions

Location

Checked

Building Number

Project Number

Drawing Number

Approved

Dwg.          ofNo.

Date

CONSULTANTS: ARCHITECT/ENGINEERS: Office of
Construction
and Facilities
Management

o
n
e 
ei
g
h
th
 
in
ch
 
=
 
o
n
e

fo
o
t

1
6

8
4

0

B

A

E

th
re
e 
in
ch
es
 
=
 
o
n
e

fo
o
t

6
"

1
0

6
"

o
n
e 
a
n
d
 
o
n
e 
h
a
lf
 
in
ch
es
 
=
 
o
n
e

fo
o
t

o
n
e 
in
ch
 
=
 
o
n
e

fo
o
t

2
0

6
"

6
"

0
2

th
re
e 
q
u
a
rt
er
s 
in
ch
 
=
 
o
n
e

fo
o
t

o
n
e 
h
a
lf
 
in
ch
 
=
 
o
n
e

fo
o
t

4
0

th
re
e 
ei
g
h
th
s 
in
ch
 
=
 
o
n
e

fo
o
t

4
0

0
4

8

o
n
e 
q
u
a
rt
er
 
in
ch
 
=
 
o
n
e

fo
o
t

VA FORM 08-6231

5 6 87

F

D

C

94321

5 6 87 94321

B

A

E

F

D

C

201

HARRY S. TRUMAN VAMC

TEL  314 725 2927   |   FAX  314 725 2928   |
CHRISTNERINC.COM

168  N  MERAMEC,  SUITE  400   |   ST. LOUIS,  MISSOURI  63105

ARCHITECTS  |  DESIGNERS  |  PLANNERS  |  LANDSCAPE  ARCHITECTS

THE SEAL (S) AND SIGNATURE(S)
APPLY ONLY TO THE DOCUMENT TO
WHICH THEY ARE AFFIXED, AND WE
EXPRESSLY DISCLAIM ANY
RESPONSIBILITY FOR ALL OTHER
PLANS, SPECIFICATIONS,
ESTIMATES, REPORTS, OR OTHER
DOCUMENTS OR INSTRUMENTS
RELATING TO OR INTENDED TO BE
USED FOR ANY PART OF PARTS OF
THE PROJECT.
© COPYRIGHT 2012 CHRISTNER INC.

STRUCTURAL ENGINEER:
KPFF CONSULTING ENGINEERS - ST. LOUIS
1630 DES PERES RD, SUITE 100
SAINT LOUIS, MO 63131

MECHANICAL/ELECTRICAL:
KJWW ENGINEERING CONSULTANTS - ST. LOUIS
#15 SUNNEN DRIVE, SUITE 104
ST. LOUIS, MO    63141

PLUMBING:
303RD ENGINEERING GROUP, LLC
1935 ARSENAL STREET
ST. LOUIS, MO      63118

ESTIMATING:
KWAME BUILDING GROUP
1204 WASHINGTON AVE.  SUITE 200
ST. LOUIS, MO    63103

PRINTED ON ORIGINAL SIZE OF SHEET IS 30" X 42"

Department of
Veterans AffairsDate

LIFE SAFETY/FIRE PROTECTION:
CODE CONSULTANTS, INC.
2043 WOODLAND PARKWAY, SUITE 300
ST. LOUIS, MO 63146

ACOUSTICAL ENGINEERS:
ACOUSTICONTROL LLC
1709 WASHINGTON AVENUE, LOFT 300
ST. LOUIS, MO 63103

COMMISSIONING:
ZODIAC INTERNATIONAL
16100 CHESTERFIELD PARKWAY, SUITE 365
CHESTERFIELD, MO 63017

ENVIROMENTAL:
EVIRONMENTAL CONSULTANTS, LLC
#6 MEADOW HEIGHTS PROFESSIONAL PARK DR.
COLLINSVILLE, IL
62234 Drawn

INFECTION
CONTROL
PRACTITIONER

CHIEF
ENGINEER

ASSISTANT
DIRECTOR

ASSOCIATE
DIRECTOR OF
PATIENT
SERVICES

CHIEF OF
STAFF

ASSOCIATE
DIRECTOR

MEDICAL
CENTER
DIRECTOR

INTENSIVE CARE UNIT

1

12/30/13

589-330

AE403.3
jw

THIRD FLOOR PLAN - AREA 1 - DEDUCT
ALTERNATE 3

34ew

 1/4" = 1'-0"F1 THIRD FLOOR ICU Floor Plan - Deduct Alternate 3

KEYED NOTES - PLAN
1 CRYOGEN RELIEF. SEE MECHANICAL
2 ALIGN
3 NOT USED
4 MECHANICAL SHAFT ABOVE
5 NEW MECHANICAL UNIT (SEE MECH)
7 WINDOW FILM TO 7'-0" AFF
9 2 HR FIRE RATED SHAFTWALL
10 EXPANSION JOINT
11 BORROWLITE ABOVE.  SEE KEYED

DETAILS A3,A4/AE611
12 INFILL EXISTING WINDOW OPENING
13 CONCRETE SLAB ON GRADE
14 INTEGRAL BLIND UNIT MOUNTED TO

INTERIOR OF CURTAIN WALL
15 EXISTING GALVANIZED STEEL GRATING

TO REMAIN
16 APPLY GYP. BD. TO EXISTING FRAMING
17 EXTEND EXISTING KICKER STRUCTURE

TO PERPENDICULAR WALL
18 STEEL GRATING
19 LIMIT OF DEPRESSED STRUCTURAL SLAB
20 EXISTING TO REMAIN
21 PATCH EXISTING GYP BD AT AREA OF

PARTITION DEMOLITION
22 PROTECT EXISTING ROOFING SYSTEM
23 MRI FENCE
24 DEPRESSED SLAB PER STRUCTURAL,

FOR GROUT FILL SLOPE TO FLOOR DRAIN
25 AREA OF DEPRESSED SLAB.  INFILL

DEPRESSED SLAB WITH NON-SHRINKING
SELF-LEVELING OVERLAYMENT,
SEPARATED FROM STRUCTURAL SLAB BY
FORMBREAK MATERIAL.  PROVIDE
ISOLATION JOINT AT EDGES.  INFILL OF
DEPRESSED AREA SHOULD PROVIDE A
HARD, LEVEL WEAR SURFACE TO MATCH
LEVEL AND FINISH OF SURROUNDING
SLAB

26 FLOAT FLOOR AS NECESSARY TO SLOPE
FLOOR TO DRAIN

EXPANSION JOINT SUBSCRIPT LEGEND
A - FLOOR TO FLOOR
B - FLOOR TO WALL
C - WALL TO WALL
D - CEILING TO CEILING
E - CEILING TO WALL

DOOR SCHEDULE-THIRD FLOOR ICU-Deduct Alternate 3 (See AE610 for balance of doors)

Mark

DOOR

Material

DOOR FRAMES AND BORROW LIGHTS

Frame
Guard

Fire
Rating

Hardware
Group

Glazing
Type Notes RevisionsType

SIZE
Elevation

Profile
Group

PERIMETER
DETAILS

Width (DW) Height (DH) Thickness Head Jamb Sill

G351A F RVS 4' - 0" 7' - 0" 1 3/4" F1 UR HP JP --- 114 ---
G351B F RVS 4' - 0" 7' - 0" 1 3/4" F1 UR HP JP --- 114 ---
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ELEVATIONS.  ELEVATIONS NOTED ON DRAWINGS ARE
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THIRD FLOOR ICU FLOOR PLAN - AREA 1

KEYED NOTES - PLAN
1 CRYOGEN RELIEF. SEE MECHANICAL

2 ALIGN

3 NOT USED

4 MECHANICAL SHAFT ABOVE

5 NEW MECHANICAL UNIT (SEE MECH)

7 WINDOW FILM TO 7'-0" AFF

9 2 HR FIRE RATED SHAFTWALL

10 EXPANSION JOINT

11 BORROWLITE ABOVE.  SEE KEYED
DETAILS A3,A4/AE611

12 INFILL EXISTING WINDOW OPENING

13 CONCRETE SLAB ON GRADE

14 INTEGRAL BLIND UNIT MOUNTED TO
INTERIOR OF CURTAIN WALL

15 EXISTING GALVANIZED STEEL GRATING
TO REMAIN

16 APPLY GYP. BD. TO EXISTING FRAMING

17 EXTEND EXISTING KICKER STRUCTURE
TO PERPENDICULAR WALL

18 STEEL GRATING

19 LIMIT OF DEPRESSED STRUCTURAL SLAB

20 EXISTING TO REMAIN

22 PROTECT EXISTING ROOFING SYSTEM

24 DEPRESSED SLAB PER STRUCTURAL,
FOR GROUT FILL SLOPE TO FLOOR DRAIN

25 AREA OF DEPRESSED SLAB.  INFILL
DEPRESSED SLAB WITH NON-SHRINKING
SELF-LEVELING OVERLAYMENT,
SEPARATED FROM STRUCTURAL SLAB BY
FORMBREAK MATERIAL.  PROVIDE
ISOLATION JOINT AT EDGES.  INFILL OF
DEPRESSED AREA SHOULD PROVIDE A
HARD, LEVEL WEAR SURFACE TO MATCH
LEVEL AND FINISH OF SURROUNDING
SLAB

26 FLOAT FLOOR AS NECESSARY TO SLOPE
FLOOR TO DRAIN

27 TOILET ROOM ELIMINATED IN BID ITEM VI,
DEDUCT ALTERNATE 5

28 OPEN TO BELOW

29 FACE OF EXTERIOR WALL ABOVE

30 EXISTING EXTERIOR WALL TO REMAIN
EXPANSION JOINT SUBSCRIPT LEGEND

A - FLOOR TO FLOOR
B - FLOOR TO WALL
C - WALL TO WALL
D - CEILING TO CEILING
E - CEILING TO WALL
F - WALL TO ROOF
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KEY PLAN - NOT TO SCALE

FLOOR PLAN GENERAL NOTES

A. NOT ALL KEYED NOTES USED ON EACH SHEET

B.  ADDITIONAL GC WORK ON AQ SHEETS

C.  CONTRACTOR TO FIELD VERIFY EXISTING FINISH FLOOR
ELEVATIONS.  ELEVATIONS NOTED ON DRAWINGS ARE
APPROXIMATE.  NEW FINISH FLOOR ELEVATIONS SHOULD
MATCH EXISTING.

D. ALL TOILET ROOMS WITH FLOOR DRAINS TO HAVE 1" SLAB
DEPRESSION PER STRUCTURAL DETAIL AND PER OUTLINE.
SLOPE TOPPING TO DRAIN.  EDGE OF FILLED SLAB TO MATCH
ADJACENT.

E. AT ALL RATED PARTITIONS TERMINATING AT EXTERIOR
WALLS, RATED ASSEMBLY SHALL BE CONTINUOUS TO BACK
FACE OF EXTERIOR SHEATHING
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THIRD FLOOR ICU FLOOR PLAN - DEDUCT ALTERNATE 5

KEYED NOTES - PLAN
1 CRYOGEN RELIEF. SEE MECHANICAL

2 ALIGN

3 NOT USED

4 MECHANICAL SHAFT ABOVE

5 NEW MECHANICAL UNIT (SEE MECH)

7 WINDOW FILM TO 7'-0" AFF

9 2 HR FIRE RATED SHAFTWALL

10 EXPANSION JOINT

11 BORROWLITE ABOVE.  SEE KEYED
DETAILS A3,A4/AE611

12 INFILL EXISTING WINDOW OPENING

13 CONCRETE SLAB ON GRADE

14 INTEGRAL BLIND UNIT MOUNTED TO
INTERIOR OF CURTAIN WALL

15 EXISTING GALVANIZED STEEL GRATING
TO REMAIN

16 APPLY GYP. BD. TO EXISTING FRAMING

17 EXTEND EXISTING KICKER STRUCTURE
TO PERPENDICULAR WALL

18 STEEL GRATING

19 LIMIT OF DEPRESSED STRUCTURAL SLAB

20 EXISTING TO REMAIN

22 PROTECT EXISTING ROOFING SYSTEM

24 DEPRESSED SLAB PER STRUCTURAL,
FOR GROUT FILL SLOPE TO FLOOR DRAIN

25 AREA OF DEPRESSED SLAB.  INFILL
DEPRESSED SLAB WITH NON-SHRINKING
SELF-LEVELING OVERLAYMENT,
SEPARATED FROM STRUCTURAL SLAB BY
FORMBREAK MATERIAL.  PROVIDE
ISOLATION JOINT AT EDGES.  INFILL OF
DEPRESSED AREA SHOULD PROVIDE A
HARD, LEVEL WEAR SURFACE TO MATCH
LEVEL AND FINISH OF SURROUNDING
SLAB

26 FLOAT FLOOR AS NECESSARY TO SLOPE
FLOOR TO DRAIN

27 TOILET ROOM ELIMINATED IN BID ITEM VI,
DEDUCT ALTERNATE 5

28 OPEN TO BELOW

29 FACE OF EXTERIOR WALL ABOVE

30 EXISTING EXTERIOR WALL TO REMAIN

EXPANSION JOINT SUBSCRIPT LEGEND
A - FLOOR TO FLOOR
B - FLOOR TO WALL
C - WALL TO WALL
D - CEILING TO CEILING
E - CEILING TO WALL
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KEY PLAN - NOT TO SCALE

FLOOR PLAN GENERAL NOTES

A. NOT ALL KEYED NOTES USED ON EACH SHEET

B.  ADDITIONAL GC WORK ON AQ SHEETS

C.  CONTRACTOR TO FIELD VERIFY EXISTING FINISH FLOOR
ELEVATIONS.  ELEVATIONS NOTED ON DRAWINGS ARE
APPROXIMATE.  NEW FINISH FLOOR ELEVATIONS SHOULD
MATCH EXISTING.

D. ALL TOILET ROOMS WITH FLOOR DRAINS TO HAVE 1" SLAB
DEPRESSION PER STRUCTURAL DETAIL AND PER OUTLINE.
SLOPE TOPPING TO DRAIN.  EDGE OF FILLED SLAB TO MATCH
ADJACENT.

E. AT ALL RATED PARTITIONS TERMINATING AT EXTERIOR
WALLS, RATED ASSEMBLY SHALL BE CONTINUOUS TO BACK
FACE OF EXTERIOR SHEATHING
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F3

Third Floor ICU Floor Plan - Area 2

KEYED NOTES - PLAN
1 CRYOGEN RELIEF. SEE MECHANICAL

2 ALIGN

3 NOT USED

4 MECHANICAL SHAFT ABOVE

5 NEW MECHANICAL UNIT (SEE MECH)

7 WINDOW FILM TO 7'-0" AFF

9 2 HR FIRE RATED SHAFTWALL

10 EXPANSION JOINT

11 BORROWLITE ABOVE.  SEE KEYED
DETAILS A3,A4/AE611

12 INFILL EXISTING WINDOW OPENING

13 CONCRETE SLAB ON GRADE

14 INTEGRAL BLIND UNIT MOUNTED TO
INTERIOR OF CURTAIN WALL

15 EXISTING GALVANIZED STEEL GRATING
TO REMAIN

16 APPLY GYP. BD. TO EXISTING FRAMING

17 EXTEND EXISTING KICKER STRUCTURE
TO PERPENDICULAR WALL

18 STEEL GRATING

19 LIMIT OF DEPRESSED STRUCTURAL SLAB

20 EXISTING TO REMAIN

22 PROTECT EXISTING ROOFING SYSTEM

24 DEPRESSED SLAB PER STRUCTURAL,
FOR GROUT FILL SLOPE TO FLOOR DRAIN

25 AREA OF DEPRESSED SLAB.  INFILL
DEPRESSED SLAB WITH NON-SHRINKING
SELF-LEVELING OVERLAYMENT,
SEPARATED FROM STRUCTURAL SLAB BY
FORMBREAK MATERIAL.  PROVIDE
ISOLATION JOINT AT EDGES.  INFILL OF
DEPRESSED AREA SHOULD PROVIDE A
HARD, LEVEL WEAR SURFACE TO MATCH
LEVEL AND FINISH OF SURROUNDING
SLAB

26 FLOAT FLOOR AS NECESSARY TO SLOPE
FLOOR TO DRAIN

27 TOILET ROOM ELIMINATED IN BID ITEM VI,
DEDUCT ALTERNATE 5

28 OPEN TO BELOW

29 FACE OF EXTERIOR WALL ABOVE

30 EXISTING EXTERIOR WALL TO REMAIN

EXPANSION JOINT
SUBSCRIPT LEGEND

A - FLOOR TO FLOOR
B - FLOOR TO WALL
C - WALL TO WALL
D - CEILING TO CEILING
E - CEILING TO WALL

No. Date Revisions

1 1/14/15 Amendment #4
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FLOOR PLAN GENERAL NOTES

A. NOT ALL KEYED NOTES USED ON EACH SHEET

B.  ADDITIONAL GC WORK ON AQ SHEETS

C.  CONTRACTOR TO FIELD VERIFY EXISTING FINISH FLOOR
ELEVATIONS.  ELEVATIONS NOTED ON DRAWINGS ARE
APPROXIMATE.  NEW FINISH FLOOR ELEVATIONS SHOULD
MATCH EXISTING.

D. ALL TOILET ROOMS WITH FLOOR DRAINS TO HAVE 1" SLAB
DEPRESSION PER STRUCTURAL DETAIL AND PER OUTLINE.
SLOPE TOPPING TO DRAIN.  EDGE OF FILLED SLAB TO MATCH
ADJACENT.

E. AT ALL RATED PARTITIONS TERMINATING AT EXTERIOR
WALLS, RATED ASSEMBLY SHALL BE CONTINUOUS TO BACK
FACE OF EXTERIOR SHEATHING
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THIRD FLOOR PLAN - AREA 2 - DEDUCT
ALTERNATE 5

58EL

 1/4" = 1'-0"
F1

THIRD FLOOR ICU FLOOR PLAN - AREA 2 - DEDUCT ALTERNATE 5

KEYED NOTES - PLAN
1 CRYOGEN RELIEF. SEE MECHANICAL

2 ALIGN

3 NOT USED

4 MECHANICAL SHAFT ABOVE

5 NEW MECHANICAL UNIT (SEE MECH)

7 WINDOW FILM TO 7'-0" AFF

9 2 HR FIRE RATED SHAFTWALL

10 EXPANSION JOINT

11 BORROWLITE ABOVE.  SEE KEYED
DETAILS A3,A4/AE611

12 INFILL EXISTING WINDOW OPENING

13 CONCRETE SLAB ON GRADE

14 INTEGRAL BLIND UNIT MOUNTED TO
INTERIOR OF CURTAIN WALL

15 EXISTING GALVANIZED STEEL GRATING
TO REMAIN

16 APPLY GYP. BD. TO EXISTING FRAMING

17 EXTEND EXISTING KICKER STRUCTURE
TO PERPENDICULAR WALL

18 STEEL GRATING

19 LIMIT OF DEPRESSED STRUCTURAL SLAB

20 EXISTING TO REMAIN

22 PROTECT EXISTING ROOFING SYSTEM

24 DEPRESSED SLAB PER STRUCTURAL,
FOR GROUT FILL SLOPE TO FLOOR DRAIN

25 AREA OF DEPRESSED SLAB.  INFILL
DEPRESSED SLAB WITH NON-SHRINKING
SELF-LEVELING OVERLAYMENT,
SEPARATED FROM STRUCTURAL SLAB BY
FORMBREAK MATERIAL.  PROVIDE
ISOLATION JOINT AT EDGES.  INFILL OF
DEPRESSED AREA SHOULD PROVIDE A
HARD, LEVEL WEAR SURFACE TO MATCH
LEVEL AND FINISH OF SURROUNDING
SLAB

26 FLOAT FLOOR AS NECESSARY TO SLOPE
FLOOR TO DRAIN

27 TOILET ROOM ELIMINATED IN BID ITEM VI,
DEDUCT ALTERNATE 5

28 OPEN TO BELOW

29 FACE OF EXTERIOR WALL ABOVE

30 EXISTING EXTERIOR WALL TO REMAIN

EXPANSION JOINT
SUBSCRIPT LEGEND

A - FLOOR TO FLOOR
B - FLOOR TO WALL
C - WALL TO WALL
D - CEILING TO CEILING
E - CEILING TO WALL

No. Date Revisions

1 1/14/15 Amendment #4
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KEY PLAN - NOT TO SCALE

FLOOR PLAN GENERAL NOTES

A. NOT ALL KEYED NOTES USED ON EACH SHEET

B.  ADDITIONAL GC WORK ON AQ SHEETS

C.  CONTRACTOR TO FIELD VERIFY EXISTING FINISH FLOOR
ELEVATIONS.  ELEVATIONS NOTED ON DRAWINGS ARE
APPROXIMATE.  NEW FINISH FLOOR ELEVATIONS SHOULD
MATCH EXISTING.

D. ALL TOILET ROOMS WITH FLOOR DRAINS TO HAVE 1" SLAB
DEPRESSION PER STRUCTURAL DETAIL AND PER OUTLINE.
SLOPE TOPPING TO DRAIN.  EDGE OF FILLED SLAB TO MATCH
ADJACENT.

E. AT ALL RATED PARTITIONS TERMINATING AT EXTERIOR
WALLS, RATED ASSEMBLY SHALL BE CONTINUOUS TO BACK
FACE OF EXTERIOR SHEATHING
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 1/4" = 1'-0"
F3

Third Floor ICU Floor Plan - Area 3

KEYED NOTES - PLAN
1 CRYOGEN RELIEF. SEE MECHANICAL

2 ALIGN

3 NOT USED

4 MECHANICAL SHAFT ABOVE

5 NEW MECHANICAL UNIT (SEE MECH)

7 WINDOW FILM TO 7'-0" AFF

9 2 HR FIRE RATED SHAFTWALL

10 EXPANSION JOINT

11 BORROWLITE ABOVE.  SEE KEYED
DETAILS A3,A4/AE611

12 INFILL EXISTING WINDOW OPENING

13 CONCRETE SLAB ON GRADE

14 INTEGRAL BLIND UNIT MOUNTED TO
INTERIOR OF CURTAIN WALL

15 EXISTING GALVANIZED STEEL GRATING
TO REMAIN

16 APPLY GYP. BD. TO EXISTING FRAMING

17 EXTEND EXISTING KICKER STRUCTURE
TO PERPENDICULAR WALL

18 STEEL GRATING

19 LIMIT OF DEPRESSED STRUCTURAL SLAB

20 EXISTING TO REMAIN

22 PROTECT EXISTING ROOFING SYSTEM

24 DEPRESSED SLAB PER STRUCTURAL,
FOR GROUT FILL SLOPE TO FLOOR DRAIN

25 AREA OF DEPRESSED SLAB.  INFILL
DEPRESSED SLAB WITH NON-SHRINKING
SELF-LEVELING OVERLAYMENT,
SEPARATED FROM STRUCTURAL SLAB BY
FORMBREAK MATERIAL.  PROVIDE
ISOLATION JOINT AT EDGES.  INFILL OF
DEPRESSED AREA SHOULD PROVIDE A
HARD, LEVEL WEAR SURFACE TO MATCH
LEVEL AND FINISH OF SURROUNDING
SLAB

26 FLOAT FLOOR AS NECESSARY TO SLOPE
FLOOR TO DRAIN

27 TOILET ROOM ELIMINATED IN BID ITEM VI,
DEDUCT ALTERNATE 5

28 OPEN TO BELOW

29 FACE OF EXTERIOR WALL ABOVE

30 EXISTING EXTERIOR WALL TO REMAIN

EXPANSION JOINT SUBSCRIPT LEGEND

A - FLOOR TO FLOOR
B - FLOOR TO WALL
C - WALL TO WALL
D - CEILING TO CEILING
E - CEILING TO WALL

No. Date Revisions
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THIRD FLOOR PLAN - AREA 3 - DEDUCT
ALTERNATE 5

60EL

 1/4" = 1'-0"
1

THIRD FLOOR ICU FLOOR PLAN - AREA 3 - DEDUCT ALTERNATE 5

KEYED NOTES - PLAN
1 CRYOGEN RELIEF. SEE MECHANICAL

2 ALIGN

3 NOT USED

4 MECHANICAL SHAFT ABOVE

5 NEW MECHANICAL UNIT (SEE MECH)

7 WINDOW FILM TO 7'-0" AFF

9 2 HR FIRE RATED SHAFTWALL

10 EXPANSION JOINT

11 BORROWLITE ABOVE.  SEE KEYED
DETAILS A3,A4/AE611

12 INFILL EXISTING WINDOW OPENING

13 CONCRETE SLAB ON GRADE

14 INTEGRAL BLIND UNIT MOUNTED TO
INTERIOR OF CURTAIN WALL

15 EXISTING GALVANIZED STEEL GRATING
TO REMAIN

16 APPLY GYP. BD. TO EXISTING FRAMING

17 EXTEND EXISTING KICKER STRUCTURE
TO PERPENDICULAR WALL

18 STEEL GRATING

19 LIMIT OF DEPRESSED STRUCTURAL SLAB

20 EXISTING TO REMAIN

22 PROTECT EXISTING ROOFING SYSTEM

24 DEPRESSED SLAB PER STRUCTURAL,
FOR GROUT FILL SLOPE TO FLOOR DRAIN

25 AREA OF DEPRESSED SLAB.  INFILL
DEPRESSED SLAB WITH NON-SHRINKING
SELF-LEVELING OVERLAYMENT,
SEPARATED FROM STRUCTURAL SLAB BY
FORMBREAK MATERIAL.  PROVIDE
ISOLATION JOINT AT EDGES.  INFILL OF
DEPRESSED AREA SHOULD PROVIDE A
HARD, LEVEL WEAR SURFACE TO MATCH
LEVEL AND FINISH OF SURROUNDING
SLAB

26 FLOAT FLOOR AS NECESSARY TO SLOPE
FLOOR TO DRAIN

27 TOILET ROOM ELIMINATED IN BID ITEM VI,
DEDUCT ALTERNATE 5

28 OPEN TO BELOW

29 FACE OF EXTERIOR WALL ABOVE

30 EXISTING EXTERIOR WALL TO REMAINEXPANSION JOINT SUBSCRIPT LEGEND

A - FLOOR TO FLOOR
B - FLOOR TO WALL
C - WALL TO WALL
D - CEILING TO CEILING
E - CEILING TO WALL

PLAN

No. Date Revisions

1 1/14/15 Amendment #4



N

N

N N N N

N

N

N

2 2

CAM

S

S S S
S

S
SS

S

S S

S

S
S

S S

S

S

S

S

S

SS SS

J

J

B222

B221

B219

B214

B213

B

B211

C

C2

C

C218

C216

C214

C220

C211

B216

B218

B
2
1
2

UP

UP

D

5-
8 3

/4
26

-5
28

-5
28

-4
47

-4
14

-0
6-

0
10

-0
24

-5
18

-3
8-

0

10' 0" 33' 2" 33' 2" 13' 6"

L01M02
L01M03

L01D02

L01D01

L01M01

F

S

SV

S

T

T

U

U

V

W

W.4XZ

Z

2.8

3.6 3.6

3.7

4.1

4.6
4.7

5.1

5.5

6.1

6.3 6.3

7.1
7.2

7.6

8.2
8.3

8.9

9.1

9.8
10

10.2

10.5

3.2

2.7

1.6

0.5

X.2 U.2

0.9

1.9

1.0

Y

Y

1.66

X.3 U.8U.9 T.5V.1

9.2

S.9

S.9

1.1

1.65

EXIT
ACCESS

G201
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AE301

C4
AE900

AFF+ 7' - 4"

AFF+ 7' - 4"

5'
-0

"

5'
-0
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T.9

C4
AE900

MECH RM
G202

SV

RECESSED DOWNLIGHT

1x4 RECESSED  LIGHT FIXTURE -
EMERGENCY POWER

2x4 RECESSED  LIGHT FIXTURE -
EMERGENCY POWER

1x4 RECESSED  LIGHT FIXTURE

2x4 RECESSED  LIGHT FIXTURE

2x2 SUPPLY AIR DIFFUSER

2x2 RETURN AIR/EXHAUST

FLUSH MOUNTED PUBLIC
ADDRESS VISUAL/ SPEAKER

EXIT LIGHT

OCCUPANCY SENSOR

REFLECTED CEILING PLAN AND MEPFP SYMBOL LEGEND

FIRE ALARM SPEAKER / VISUAL

FIRE ALARM SPEAKER

SMOKE DETECTOR

SPRINKLER HEAD

OC

FIRE ALARM VISUAL

2'X2' ACOUSTICAL CEILING
PANELS AND GRID

2'X4' ACOUSTICAL CEILING
PANELS AND GRID

BRACING (ABOVE CEILING)

SUPPORT

GYPSUM BOARD CEILING
(UNO)

CEILING MOUNTED
EQUIPMENT SUPPORT

CEILING MOUNTED
(CONCEALED)
PROJECTION SCREEN

TYPE
WIDTH
HEIGHT

PS1 - 116 87

2x6" WALL MOUNTED  LIGHT
FIXTURE - EMERGENCY
POWER

SUPPLY AIR DIFFUSER

CEILING DOME CAMERA

SYNCHRONIZED CLOCK SYSTEM

SPRINKLER HEAD

POWER SUPPLYPS

RADIANT CEILING PANEL

SP

2x4 SUPPLY AIR DIFFUSER

CEILING MOUNTED PROJECTOR

A. CEILING HEIGHTS ARE 9'-0" AFF UNO
B. NOT ALL KEYED NOTES USED THIS SHEET

REFLECTED CEILING PLAN GENERAL NOTES

VW.4XZ

3.6

4.1

STAIR
(EXIST)

1-B

3.2

Y X.3

F3
AE300

STAIR
(EXIST)

1-B

AFF+12' - 0"

5

T.9

F5
AE303

EQ
8'

-2
"

EQ

6'-6" 9'-5" 9'-5"

AE200

F1

UWZ

10.2 10.2

10.5

Y T.5

F8
AE300

S.9

B5
AE303

F8
AE304
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INTERSTITIAL MECHANICAL LEVEL AND
PARTIAL FIRST FLOOR REFLECTED CEILING
PLAN

37ew

 3/32" = 1'-0"F3 INTERSTITIAL MECH. LEVEL REFLECTED CEILING PLAN

REFLECTED CEILING PLAN KEYED NOTES
1 CEILING SYSTEM GRID LINE
2 CEILING-RECESSED PATIENT LIFT TRACK SYSTEM

COMPATIBLE WITH EXISTING GOULDMAN LIFTS WITH (1)
30 DEGREE BEND AND (1) 60 DEGREE BEND, TYP ALL
PATIENT ROOMS

3 CUBICLE CURTAIN TRACK, TYP ALL PATIENT ROOMS
4 EXPANSION JOINT
5 VERIFY HEIGHT OF SOFFIT WITH EXISTING CONDITIONS

AS REPRESENTED IN F3/AE300
6 ALIGN
7 TIE INTO EXISTING CEILING GRID, PATCH/MATCH

EXISTING
8 REWORK EXISTING CEILING GRID AND CEILING PANELS

AS DISTURBED BY PARTITION DEMOLITION, REPLACE
CEILING PANELS WHERE DAMAGED, TO MATCH EXISTING

9 LIGHT COVE, SEE DETAIL
10 LINEAR LIGHT FIXTURE RECESSED IN CEILING.  SEE

ELECTRICAL
11 EIFS SOFFIT

 1/8" = 1'-0"C1 PARTIAL FIRST FLOOR REFLECTED CEILING PLAN AT ENTRYWAY

 3/32" = 1'-0"F1 PARTIAL FIRST FLOOR REFLECTED CEILING PLAN AT INTERSTITAIL MECHANICAL LEVEL OVERHANG
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 3/32" = 1'-0"
F3

INTERSTITIAL MECH. LEVEL REFLECTED CEILING PLAN

REFLECTED CEILING PLAN KEYED NOTES
1 CEILING SYSTEM GRID LINE

2 CEILING-RECESSED PATIENT LIFT TRACK SYSTEM
COMPATIBLE WITH EXISTING GOULDMAN LIFTS WITH (1)
30 DEGREE BEND AND (1) 60 DEGREE BEND, TYP ALL
PATIENT ROOMS

3 CUBICLE CURTAIN TRACK, TYP ALL PATIENT ROOMS

4 EXPANSION JOINT

5 VERIFY HEIGHT OF SOFFIT WITH EXISTING CONDITIONS
AS REPRESENTED IN F3/AE300

6 ALIGN

7 TIE INTO EXISTING CEILING GRID, PATCH/MATCH
EXISTING

8 REWORK EXISTING CEILING GRID AND CEILING PANELS
AS DISTURBED BY PARTITION DEMOLITION, REPLACE
CEILING PANELS WHERE DAMAGED, TO MATCH EXISTING

9 LIGHT COVE, SEE DETAIL

10 LINEAR LIGHT FIXTURE RECESSED IN CEILING.  SEE
ELECTRICAL

11 EIFS SOFFIT

12 REPAIR/REPLACE GRID WHERE DISTURBED BY
ABOVE-CEILING WORK. REMOVE, PROTECT, AND
REPLACE LIGHT FIXTURES AND OTHER CEILING DEVICES
AS NECESSARY TO PERFORM WORK. COORDINATE WITH
PLUMBING DRAWINGS. MAINTAIN/REPAIR INTEGRITY OF
SMOKE AND RATED PARTITIONS ABOVE CEILING.

13 PAINTED STEEL LINTEL

14 OPEN TO ABOVE

15 RETURN EXPANSION JOINT VERTICALLY UP WALL.
PROVIDE PREFABRICATED MITERED CORNERS AT
CHANGES IN DIRECTION, TYP.

 1/8" = 1'-0"
C1

PARTIAL FIRST FLOOR REFLECTED CEILING PLAN AT ENTRYWAY

 3/32" = 1'-0"
F1

PARTIAL FIRST FLOOR REFLECTED CEILING PLAN AT INTERSTITAIL MECHANICAL LEVEL OVERHANG
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2x4 RECESSED  LIGHT FIXTURE

2x2 SUPPLY AIR DIFFUSER
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OC
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POWER

SUPPLY AIR DIFFUSER

CEILING DOME CAMERA

SYNCHRONIZED CLOCK SYSTEM
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POWER SUPPLYPS
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SP
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CEILING MOUNTED PROJECTOR
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THIRD FLOOR REFLECTED CEILING PLAN –
AREA 1 – DEDUCT ALTERNATES 4,5

67Approver

 1/4" = 1'-0"
F1

THIRD FLOOR - AREA 1 - DEDUCT ALTERNATE 4,5

PLAN

REFLECTED CEILING PLAN KEYED NOTES
1 CEILING SYSTEM GRID LINE

2 CEILING-RECESSED PATIENT LIFT TRACK SYSTEM
COMPATIBLE WITH EXISTING GOULDMAN LIFTS WITH (1)
30 DEGREE BEND AND (1) 60 DEGREE BEND, TYP ALL
PATIENT ROOMS

3 CUBICLE CURTAIN TRACK, TYP ALL PATIENT ROOMS

4 EXPANSION JOINT

5 VERIFY HEIGHT OF SOFFIT WITH EXISTING CONDITIONS
AS REPRESENTED IN F3/AE300

6 ALIGN

7 TIE INTO EXISTING CEILING GRID, PATCH/MATCH
EXISTING

8 REWORK EXISTING CEILING GRID AND CEILING PANELS
AS DISTURBED BY PARTITION DEMOLITION, REPLACE
CEILING PANELS WHERE DAMAGED, TO MATCH EXISTING

9 LIGHT COVE, SEE DETAIL

10 LINEAR LIGHT FIXTURE RECESSED IN CEILING.  SEE
ELECTRICAL

11 EIFS SOFFIT

12 REPAIR/REPLACE GRID WHERE DISTURBED BY
ABOVE-CEILING WORK. REMOVE, PROTECT, AND
REPLACE LIGHT FIXTURES AND OTHER CEILING DEVICES
AS NECESSARY TO PERFORM WORK. COORDINATE WITH
PLUMBING DRAWINGS. MAINTAIN/REPAIR INTEGRITY OF
SMOKE AND RATED PARTITIONS ABOVE CEILING.
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RECESSED DOWNLIGHT

1x4 RECESSED  LIGHT FIXTURE -
EMERGENCY POWER

2x4 RECESSED  LIGHT FIXTURE -
EMERGENCY POWER

1x4 RECESSED  LIGHT FIXTURE

2x4 RECESSED  LIGHT FIXTURE

2x2 SUPPLY AIR DIFFUSER

2x2 RETURN AIR/EXHAUST

FLUSH MOUNTED PUBLIC
ADDRESS VISUAL/ SPEAKER

EXIT LIGHT

OCCUPANCY SENSOR

REFLECTED CEILING PLAN AND MEPFP SYMBOL LEGEND

FIRE ALARM SPEAKER / VISUAL

FIRE ALARM SPEAKER

SMOKE DETECTOR

SPRINKLER HEAD

OC

FIRE ALARM VISUAL

2'X2' ACOUSTICAL CEILING
PANELS AND GRID

2'X4' ACOUSTICAL CEILING
PANELS AND GRID

BRACING (ABOVE CEILING)

SUPPORT

GYPSUM BOARD CEILING
(UNO)

CEILING MOUNTED
EQUIPMENT SUPPORT

CEILING MOUNTED
(CONCEALED)
PROJECTION SCREEN

TYPE

WIDTH

HEIGHT

PS1 - 116 87

2x6" WALL MOUNTED  LIGHT
FIXTURE - EMERGENCY
POWER

SUPPLY AIR DIFFUSER

CEILING DOME CAMERA

SYNCHRONIZED CLOCK SYSTEM

SPRINKLER HEAD

POWER SUPPLYPS

RADIANT CEILING PANEL

SP

2x4 SUPPLY AIR DIFFUSER

CEILING MOUNTED PROJECTOR

A. CEILING HEIGHTS ARE 9'-0" AFF UNO
B. NOT ALL KEYED NOTES USED THIS SHEET

REFLECTED CEILING PLAN GENERAL NOTES

BUILDING 1

AREA 1

AREA 2

AREA 3

KEY PLAN - NOT TO SCALE
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 1/4" = 1'-0"
F1

THIRD FLOOR - AREA 2

PLAN

REFLECTED CEILING PLAN KEYED NOTES
1 CEILING SYSTEM GRID LINE

2 CEILING-RECESSED PATIENT LIFT TRACK SYSTEM
COMPATIBLE WITH EXISTING GOULDMAN LIFTS WITH (1)
30 DEGREE BEND AND (1) 60 DEGREE BEND, TYP ALL
PATIENT ROOMS

3 CUBICLE CURTAIN TRACK, TYP ALL PATIENT ROOMS

4 EXPANSION JOINT

5 VERIFY HEIGHT OF SOFFIT WITH EXISTING CONDITIONS
AS REPRESENTED IN F3/AE300

6 ALIGN

7 TIE INTO EXISTING CEILING GRID, PATCH/MATCH
EXISTING

8 REWORK EXISTING CEILING GRID AND CEILING PANELS
AS DISTURBED BY PARTITION DEMOLITION, REPLACE
CEILING PANELS WHERE DAMAGED, TO MATCH EXISTING

9 LIGHT COVE, SEE DETAIL

10 LINEAR LIGHT FIXTURE RECESSED IN CEILING.  SEE
ELECTRICAL

11 EIFS SOFFIT

12 REPAIR/REPLACE GRID WHERE DISTURBED BY
ABOVE-CEILING WORK. REMOVE, PROTECT, AND
REPLACE LIGHT FIXTURES AND OTHER CEILING DEVICES
AS NECESSARY TO PERFORM WORK. COORDINATE WITH
PLUMBING DRAWINGS. MAINTAIN/REPAIR INTEGRITY OF
SMOKE AND RATED PARTITIONS ABOVE CEILING.
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RECESSED DOWNLIGHT

1x4 RECESSED  LIGHT FIXTURE -
EMERGENCY POWER

2x4 RECESSED  LIGHT FIXTURE -
EMERGENCY POWER
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THIRD FLOOR REFLECTED CEILING PLAN - AREA
2 - DEDUCT ALTERNATE 5

69Approver

 1/4" = 1'-0"
F1

THIRD FLOOR - AREA 2 - DEDUCT ALTERNATE 5

PLAN

REFLECTED CEILING PLAN KEYED NOTES
1 CEILING SYSTEM GRID LINE

2 CEILING-RECESSED PATIENT LIFT TRACK SYSTEM
COMPATIBLE WITH EXISTING GOULDMAN LIFTS WITH (1)
30 DEGREE BEND AND (1) 60 DEGREE BEND, TYP ALL
PATIENT ROOMS

3 CUBICLE CURTAIN TRACK, TYP ALL PATIENT ROOMS

4 EXPANSION JOINT

5 VERIFY HEIGHT OF SOFFIT WITH EXISTING CONDITIONS
AS REPRESENTED IN F3/AE300

6 ALIGN

7 TIE INTO EXISTING CEILING GRID, PATCH/MATCH
EXISTING

8 REWORK EXISTING CEILING GRID AND CEILING PANELS
AS DISTURBED BY PARTITION DEMOLITION, REPLACE
CEILING PANELS WHERE DAMAGED, TO MATCH EXISTING

9 LIGHT COVE, SEE DETAIL

10 LINEAR LIGHT FIXTURE RECESSED IN CEILING.  SEE
ELECTRICAL

11 EIFS SOFFIT

12 REPAIR/REPLACE GRID WHERE DISTURBED BY
ABOVE-CEILING WORK. REMOVE, PROTECT, AND
REPLACE LIGHT FIXTURES AND OTHER CEILING DEVICES
AS NECESSARY TO PERFORM WORK. COORDINATE WITH
PLUMBING DRAWINGS. MAINTAIN/REPAIR INTEGRITY OF
SMOKE AND RATED PARTITIONS ABOVE CEILING.
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SEE TYPICAL ROOM 344

PLAN

REFLECTED CEILING PLAN KEYED NOTES
1 CEILING SYSTEM GRID LINE

2 CEILING-RECESSED PATIENT LIFT TRACK SYSTEM
COMPATIBLE WITH EXISTING GOULDMAN LIFTS WITH (1)
30 DEGREE BEND AND (1) 60 DEGREE BEND, TYP ALL
PATIENT ROOMS

3 CUBICLE CURTAIN TRACK, TYP ALL PATIENT ROOMS

4 EXPANSION JOINT

5 VERIFY HEIGHT OF SOFFIT WITH EXISTING CONDITIONS
AS REPRESENTED IN F3/AE300

6 ALIGN

7 TIE INTO EXISTING CEILING GRID, PATCH/MATCH
EXISTING

8 REWORK EXISTING CEILING GRID AND CEILING PANELS
AS DISTURBED BY PARTITION DEMOLITION, REPLACE
CEILING PANELS WHERE DAMAGED, TO MATCH EXISTING

9 LIGHT COVE, SEE DETAIL

10 LINEAR LIGHT FIXTURE RECESSED IN CEILING.  SEE
ELECTRICAL

11 EIFS SOFFIT
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THIRD FLOOR REFLECTED CEILING PLAN –
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 1/4" = 1'-0"
1

THIRD FLOOR - AREA 3 - DEDUCT ALTERNATE 5

PLAN

REFLECTED CEILING PLAN KEYED NOTES
1 CEILING SYSTEM GRID LINE

2 CEILING-RECESSED PATIENT LIFT TRACK SYSTEM
COMPATIBLE WITH EXISTING GOULDMAN LIFTS WITH (1)
30 DEGREE BEND AND (1) 60 DEGREE BEND, TYP ALL
PATIENT ROOMS

3 CUBICLE CURTAIN TRACK, TYP ALL PATIENT ROOMS

4 EXPANSION JOINT

5 VERIFY HEIGHT OF SOFFIT WITH EXISTING CONDITIONS
AS REPRESENTED IN F3/AE300

6 ALIGN

7 TIE INTO EXISTING CEILING GRID, PATCH/MATCH
EXISTING

8 REWORK EXISTING CEILING GRID AND CEILING PANELS
AS DISTURBED BY PARTITION DEMOLITION, REPLACE
CEILING PANELS WHERE DAMAGED, TO MATCH EXISTING

9 LIGHT COVE, SEE DETAIL

10 LINEAR LIGHT FIXTURE RECESSED IN CEILING.  SEE
ELECTRICAL

11 EIFS SOFFIT

12 REPAIR/REPLACE GRID WHERE DISTURBED BY
ABOVE-CEILING WORK. REMOVE, PROTECT, AND
REPLACE LIGHT FIXTURES AND OTHER CEILING DEVICES
AS NECESSARY TO PERFORM WORK. COORDINATE WITH
PLUMBING DRAWINGS. MAINTAIN/REPAIR INTEGRITY OF
SMOKE AND RATED PARTITIONS ABOVE CEILING.
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BASEMENT AND FIRST FLOOR REFLECTED
CEILING PLANS

74EL

 1/8" = 1'-0"
F5

FIRST FLOOR PLAN
 1/8" = 1'-0"

F1
BASEMENT PLAN

REFLECTED CEILING PLAN KEYED NOTES
1 CEILING SYSTEM GRID LINE

2 CEILING-RECESSED PATIENT LIFT TRACK SYSTEM
COMPATIBLE WITH EXISTING GOULDMAN LIFTS WITH (1)
30 DEGREE BEND AND (1) 60 DEGREE BEND, TYP ALL
PATIENT ROOMS

3 CUBICLE CURTAIN TRACK, TYP ALL PATIENT ROOMS

4 EXPANSION JOINT

5 VERIFY HEIGHT OF SOFFIT WITH EXISTING CONDITIONS
AS REPRESENTED IN F3/AE300

6 ALIGN

7 TIE INTO EXISTING CEILING GRID, PATCH/MATCH
EXISTING

8 REWORK EXISTING CEILING GRID AND CEILING PANELS
AS DISTURBED BY PARTITION DEMOLITION, REPLACE
CEILING PANELS WHERE DAMAGED, TO MATCH EXISTING

9 LIGHT COVE, SEE DETAIL

10 LINEAR LIGHT FIXTURE RECESSED IN CEILING.  SEE
ELECTRICAL

11 EIFS SOFFIT

12 REPAIR/REPLACE GRID WHERE DISTURBED BY
ABOVE-CEILING WORK. REMOVE, PROTECT, AND
REPLACE LIGHT FIXTURES AND OTHER CEILING DEVICES
AS NECESSARY TO PERFORM WORK. COORDINATE WITH
PLUMBING DRAWINGS. MAINTAIN/REPAIR INTEGRITY OF
SMOKE AND RATED PARTITIONS ABOVE CEILING.
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 1/4" = 1'-0"
A1

TYPICAL FOOT WALL ELEVATION - WEST PATIENT ROOMS
 1/4" = 1'-0"

A2
TYPICAL PATIENT ROOM ENTRY WALL ELEVATION

 1/4" = 1'-0"
A3

TYPICAL PATIENT ROOM HEAD WALL ELEVATION
 1/4" = 1'-0"

A5
TYPICAL PATIENT ROOM WINDOW WALL ELEVATION

 1/4" = 1'-0"
B1

NOURISHMENT ALCOVE
 1/4" = 1'-0"

B6
CONFERENCE ROOM NORTH ELEVATION

 1/4" = 1'-0"
D1

SOILED UTILITY SOUTH ELEVATION
 1/4" = 1'-0"

D2
RECEPTION AND KITCHENETTE/VENDING WEST ELEVATION

 1/4" = 1'-0"
E2

TYPICAL CHARTING ALCOVE

 1/4" = 1'-0"
B5

CONFERENCE ROOM WEST ELEVATION

 1/4" = 1'-0"
C1

STAFF LOCKERS
 1/4" = 1'-0"

C4
STAFF LOUNGE COLUMN WEST ELEVATION

 1/4" = 1'-0"
C5

STAFF LOUNGE NORTH ELEVATION

 1/4" = 1'-0"
E1

TYPICAL CART ALCOVE

 1/4" = 1'-0"
A6

TYPICAL ANTE ROOM ELEVATION

 1/4" = 1'-0"
D6

WAITING AREA TELEVISION WALL

 1/4" = 1'-0"
E4

PHARMACY WORKSTATION

 1/4" = 1'-0"
F5

NURSE STATION G634 - WEST ELEVATION

 1/4" = 1'-0"
C6

STAFF LOUNGE SOUTH ELEVATION

 1/4" = 1'-0"
E3

TYPICAL CORRIDOR HANDWASHING SINK ELEVATION

 1/4" = 1'-0"
B2

MEDICATION ALCOVE

 1/4" = 1'-0"
F2

CENTRAL NURSE STATION - WEST ELEVATION
 1/4" = 1'-0"

F1
UNIT SECRETARY ELEVATION

 1/4" = 1'-0"
F7

SOUTH NURSE STATION - SOUTH ELEVATION

 1/4" = 1'-0"
B3

NURSE STATION SOUTH ELEVATION

 1/4" = 1'-0"
D5

WAITING AREA SEAT WALL WEST ELEVATION
 1/4" = 1'-0"
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WAITING AREA SEAT WALL EAST ELEVATION

 1/4" = 1'-0"
A7

TYPICAL PATIENT TOILET ELEVATION

 1/4" = 1'-0"
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SWAMP NORTH ELEVATION

 1/4" = 1'-0"
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STAFF LOUNGE COATS ELEVATION
 1/4" = 1'-0"

C7
HOUSEKEEPING AIDS CLOSET

 1/4" = 1'-0"
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STAFF LUNGE SOUTH ELEVATION AT SEATING

 1/4" = 1'-0"
E7

EQUIPMENT STORAGE NORTH ELEVATION

 1/4" = 1'-0"
B7

CHECK-IN / CHECK-OUT AREA
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 1/4" = 1'-0"
A1

TYPICAL FOOT WALL ELEVATION - WEST PATIENT ROOMS
 1/4" = 1'-0"

A2
TYPICAL PATIENT ROOM ENTRY WALL ELEVATION

 1/4" = 1'-0"
A3

TYPICAL PATIENT ROOM HEAD WALL ELEVATION
 1/4" = 1'-0"

A5
TYPICAL PATIENT ROOM WINDOW WALL ELEVATION

 1/4" = 1'-0"
B1

NOURISHMENT ALCOVE
 1/4" = 1'-0"

B6
CONFERENCE ROOM NORTH ELEVATION

 1/4" = 1'-0"
D1

SOILED UTILITY SOUTH ELEVATION
 1/4" = 1'-0"

D2
RECEPTION AND KITCHENETTE/VENDING WEST ELEVATION

 1/4" = 1'-0"
E2

TYPICAL CHARTING ALCOVE

 1/4" = 1'-0"
B5

CONFERENCE ROOM WEST ELEVATION

 1/4" = 1'-0"
C1

STAFF LOCKERS
 1/4" = 1'-0"

C4
STAFF LOUNGE COLUMN WEST ELEVATION

 1/4" = 1'-0"
C5

STAFF LOUNGE NORTH ELEVATION

 1/4" = 1'-0"
E1

TYPICAL CART ALCOVE

 1/4" = 1'-0"
A6

TYPICAL ANTE ROOM ELEVATION

 1/4" = 1'-0"
D6

WAITING AREA TELEVISION WALL

 1/4" = 1'-0"
E4

PHARMACY WORKSTATION

 1/4" = 1'-0"
F5

NURSE STATION G634 - WEST ELEVATION

 1/4" = 1'-0"
C6

STAFF LOUNGE SOUTH ELEVATION

 1/4" = 1'-0"
E3

TYPICAL CORRIDOR HANDWASHING SINK ELEVATION

 1/4" = 1'-0"
B2

MEDICATION ALCOVE

 1/4" = 1'-0"
F2

CENTRAL NURSE STATION - WEST ELEVATION
 1/4" = 1'-0"

F1
UNIT SECRETARY ELEVATION

 1/4" = 1'-0"
F7

SOUTH NURSE STATION - SOUTH ELEVATION

 1/4" = 1'-0"
B3

NURSE STATION SOUTH ELEVATION

 1/4" = 1'-0"
D5

WAITING AREA SEAT WALL WEST ELEVATION
 1/4" = 1'-0"

D7
WAITING AREA SEAT WALL EAST ELEVATION

 1/4" = 1'-0"
A7

TYPICAL PATIENT TOILET ELEVATION

 1/4" = 1'-0"
E5

SWAMP NORTH ELEVATION

 1/4" = 1'-0"
C2

STAFF LOUNGE COATS ELEVATION
 1/4" = 1'-0"

C7
HOUSEKEEPING AIDS CLOSET

 1/4" = 1'-0"
C3

STAFF LUNGE SOUTH ELEVATION AT SEATING

 1/4" = 1'-0"
E7

EQUIPMENT STORAGE NORTH ELEVATION

 1/4" = 1'-0"
1

TYPICAL STAFF AND PUBLIC TOILET

OMIT IN ALTERNATE 5
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3RD FLOOR ICU

TOTAL PROGRAM NSF = 8,150 SF
TOTAL PROGRAM DGSF = 13,477 SF
DEPARTMENT GROSSING FACTOR = 1.65

TOTAL DESIGN NSF = 7,919 SF
TOTAL DESIGN DGSF = 21,544 SF
DESIGN DGF = 2.72

NSF VARIANCE = 231 SF
DGSF VARIANCE = 7,996 SF
FACTOR VARIANCE = 1.07

DEPARTMENTAL FUNCTION - PATIENT CARE UNIT - PATIENT AREAS

Number Room Name
Programmed

Net SF
 Design Net

SF Variance
G329 ANTE RM. 87 SF
G327 ISOLATION PATIENT ROOM 280 SF 257 SF -23 SF
G330 ISOLATION PATIENT ROOM 280 SF 258 SF -22 SF
G336 PATIENT ROOM 280 SF 253 SF -27 SF
G334 PATIENT ROOM 280 SF 258 SF -22 SF
G340 PATIENT ROOM 280 SF 256 SF -24 SF
G338 PATIENT ROOM 280 SF 259 SF -21 SF
G325 PATIENT ROOM 280 SF 257 SF -23 SF
G332 PATIENT ROOM 280 SF 258 SF -22 SF
G344 PATIENT ROOM 280 SF 264 SF -16 SF
G311 PATIENT ROOM 280 SF 264 SF -16 SF
G313 PATIENT ROOM 280 SF 262 SF -18 SF
G309 PATIENT ROOM 280 SF 264 SF -16 SF
G307 PATIENT ROOM 280 SF 266 SF -14 SF
G342 PATIENT ROOM 280 SF 254 SF -26 SF
G337 PATIENT TOILET 40 SF 47 SF 7 SF
G328 PATIENT TOILET 40 SF 44 SF 4 SF
G326 PATIENT TOILET 40 SF 44 SF 4 SF
G333 PATIENT TOILET 40 SF 44 SF 4 SF
G331 PATIENT TOILET 40 SF 44 SF 4 SF
G345 PATIENT TOILET 40 SF 45 SF 5 SF
G335 PATIENT TOILET 40 SF 47 SF 7 SF
G339 PATIENT TOILET 40 SF 47 SF 7 SF
G341 PATIENT TOILET 40 SF 47 SF 7 SF
G312 PATIENT TOILET 40 SF 43 SF 3 SF
G314 PATIENT TOILET 40 SF 53 SF 13 SF
G310 PATIENT TOILET 40 SF 43 SF 3 SF
G308 PATIENT TOILET 40 SF 53 SF 13 SF
G343 PATIENT TOILET 40 SF 47 SF 7 SF

4,480 SF 4,369 SF -199 SF

DEPARTMENTAL FUNCTION - PATIENT CARE UNIT - RECEPTION AREAS

Number Room Name
Programmed

Net SF
 Design Net

SF Variance
G301 KITCHENETTE/ VENDING 400 SF 378 SF -22 SF
G304 MEN'S TOILET 50 SF 65 SF 15 SF
G302 RECEPTION 80 SF 63 SF -17 SF
G301A WAITING/ LOUNGE 400 SF 240 SF -160 SF
G303 WOMEN'S TOILET 50 SF 54 SF 4 SF

980 SF 800 SF -180 SF

DEPARTMENTAL FUNCTION - PATIENT CARE UNIT - STAFF AND ADMINISTRATIVE
AREAS

Number Room Name
Programmed

Net SF
 Design Net

SF Variance
G324 CONFERENCE ROOM 300 SF 238 SF -62 SF
G356 EDUCATOR OFFICE 80 SF 62 SF -18 SF
G357 HEAD NURSE 120 SF 73 SF -47 SF
G359 NURSE STATION 250 SF 360 SF 110 SF
G364 NURSE STATION 250 SF 262 SF 12 SF
G315 PHARMACY WORKSTATION 60 SF 33 SF -27 SF
G317 STAFF LOCKERS 80 SF 64 SF -16 SF
G321 STAFF LOUNGE 210 SF 317 SF 107 SF
G323 STAFF TOILET 50 SF 66 SF 16 SF
G322 STAFF TOILET 50 SF 62 SF 12 SF
G363 SWAMP 120 SF 84 SF -36 SF
G358 UNIT SECRETARY 80 SF 89 SF 9 SF

1,650 SF 1,711 SF 61 SF

DEPARTMENTAL FUNCTION - PATIENT CARE UNIT - SUPPORT AREAS

Number Room Name
Programmed

Net SF
 Design Net

SF Variance
G346 CLEAN HOLDING 200 SF 201 SF 1 SF
G305 CONSULT 100 SF 92 SF -8 SF
G319 ENV. MGMT. STOR. 80 SF 71 SF -9 SF
G347 EQUIPMENT STORAGE 360 SF 344 SF -16 SF
G320 HOUSEKEEPING AIDES CLOSET 40 SF 42 SF 2 SF
G361 MEDS 50 SF 33 SF -17 SF
G360 NOURISHMENT 40 SF 60 SF 20 SF
G362 PTS 10 SF 6 SF -4 SF
G355 SOILED HOLDING 160 SF 168 SF 8 SF

1,040 SF 1,017 SF -23 SF

DEPARTMENTAL FUNCTION - NON-DEPARTMENTAL AREAS

Number Room Name
Programmed

Net SF
 Design Net

SF Variance
C318 DATA/ TELECOM 200 SF 195 SF -5 SF
C316 ELECTRICAL 150 SF 150 SF 0 SF

350 SF 346 SF -4 SF

PLAN

 3/32" = 1'-0"F1 THIRD FLOOR - ICU AREA PLAN

DEPARTMENTAL FUNCTION - HOSPITAL SUPPORT

Number Room Name
Programmed

Net SF
 Design Net

SF Variance
G348 CARDIAC REHAB 0 SF 513 SF 513 SF
G350 CHECK-IN/ CHECK-OUT AREA 0 SF 165 SF 165 SF
G351 FAMILY LOUNGE 0 SF 1,244 SF 1,244 SF
G352 MEN'S TOILET 0 SF 56 SF 56 SF
G349 OFFICE 0 SF 116 SF 116 SF
C377 OFFICE 0 SF 101 SF 101 SF
C378 OFFICE 0 SF 77 SF 77 SF
G354 STORAGE 0 SF 1,905 SF 1,905 SF
C314 UNASSIGNED 0 SF 220 SF 220 SF
G353 WOMEN'S TOILET 0 SF 57 SF 57 SF

0 SF 4,454 SF 4,454 SF

EXISTING

SHAFT

SHAFT
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3RD FLOOR ICU

TOTAL PROGRAM NSF = 8,500 SF
TOTAL PROGRAM DGSF = 14,025 SF
DEPARTMENT GROSSING FACTOR = 1.65

TOTAL DESIGN NSF = 8,662 SF
TOTAL DESIGN DGSF = 15,602 SF
DESIGN DGF = 1.80

NSF VARIANCE = 162 SF
DGSF VARIANCE = 1,577 SF
FACTOR VARIANCE = 0.15

DEPARTMENTAL FUNCTION - PATIENT CARE UNIT - PATIENT AREAS

Number Room Name
Programmed

Net SF
 Design Net

SF Variance

G329 ANTE RM. 87 SF

G327 ISOLATION PATIENT ROOM 280 SF 257 SF -23 SF

G330 ISOLATION PATIENT ROOM 280 SF 258 SF -22 SF

G344 PATIENT ROOM 280 SF 264 SF -16 SF

G340 PATIENT ROOM 280 SF 256 SF -24 SF

G342 PATIENT ROOM 280 SF 254 SF -26 SF

G338 PATIENT ROOM 280 SF 259 SF -21 SF

G311 PATIENT ROOM 280 SF 264 SF -16 SF

G309 PATIENT ROOM 280 SF 264 SF -16 SF

G307 PATIENT ROOM 280 SF 266 SF -14 SF

G336 PATIENT ROOM 280 SF 253 SF -27 SF

G334 PATIENT ROOM 280 SF 258 SF -22 SF

G313 PATIENT ROOM 280 SF 262 SF -18 SF

G325 PATIENT ROOM 280 SF 257 SF -23 SF

G332 PATIENT ROOM 280 SF 258 SF -22 SF

G337 PATIENT TOILET 40 SF 47 SF 7 SF

G335 PATIENT TOILET 40 SF 47 SF 7 SF

G333 PATIENT TOILET 40 SF 44 SF 4 SF

G331 PATIENT TOILET 40 SF 44 SF 4 SF

G328 PATIENT TOILET 40 SF 44 SF 4 SF

G326 PATIENT TOILET 40 SF 44 SF 4 SF

G312 PATIENT TOILET 40 SF 43 SF 3 SF

G314 PATIENT TOILET 40 SF 53 SF 13 SF

G310 PATIENT TOILET 40 SF 43 SF 3 SF

G308 PATIENT TOILET 40 SF 53 SF 13 SF

G339 PATIENT TOILET 40 SF 47 SF 7 SF

G341 PATIENT TOILET 40 SF 47 SF 7 SF

G345 PATIENT TOILET 40 SF 45 SF 5 SF

G343 PATIENT TOILET 40 SF 47 SF 7 SF

4,480 SF 4,369 SF -199 SF

DEPARTMENTAL FUNCTION - PATIENT CARE UNIT - RECEPTION AREAS

Number Room Name
Programmed

Net SF
 Design Net

SF Variance

G301 KITCHENETTE/ VENDING 400 SF 381 SF -19 SF

G304 MEN'S TOILET 50 SF 65 SF 15 SF

G302 RECEPTION 80 SF 63 SF -17 SF

G301A WAITING/ LOUNGE 400 SF 240 SF -160 SF

G303 WOMEN'S TOILET 50 SF 54 SF 4 SF

980 SF 803 SF -177 SF

DEPARTMENTAL FUNCTION - PATIENT CARE UNIT - STAFF AND ADMINISTRATIVE
AREAS

Number Room Name
Programmed

Net SF
 Design Net

SF Variance

G324 CONFERENCE ROOM 300 SF 238 SF -62 SF

G356 EDUCATOR OFFICE 80 SF 62 SF -18 SF

G357 HEAD NURSE 120 SF 73 SF -47 SF

G359 NURSE STATION 250 SF 355 SF 105 SF

G364 NURSE STATION 250 SF 260 SF 10 SF

G315 PHARMACY WORKSTATION 60 SF 33 SF -27 SF

G317 STAFF LOCKERS 80 SF 64 SF -16 SF

G321 STAFF LOUNGE 210 SF 317 SF 107 SF

G323 STAFF TOILET 50 SF 66 SF 16 SF

G322 STAFF TOILET 50 SF 62 SF 12 SF

G363 SWAMP 120 SF 84 SF -36 SF

G358 UNIT SECRETARY 80 SF 89 SF 9 SF

1,650 SF 1,704 SF 54 SF

DEPARTMENTAL FUNCTION - PATIENT CARE UNIT - SUPPORT AREAS

Number Room Name
Programmed

Net SF
 Design Net

SF Variance

G346 CLEAN HOLDING 200 SF 201 SF 1 SF

G305 CONSULT 100 SF 92 SF -8 SF

G319 ENV. MGMT. STOR. 80 SF 71 SF -9 SF

G347 EQUIPMENT STORAGE 360 SF 348 SF -12 SF

G320 HOUSEKEEPING AIDES CLOSET 40 SF 42 SF 2 SF

G361 MEDS 50 SF 33 SF -17 SF

G360 NOURISHMENT 40 SF 60 SF 20 SF

G362 PTS 10 SF 6 SF -4 SF

G355 SOILED HOLDING 160 SF 169 SF 9 SF

1,040 SF 1,021 SF -19 SF

DEPARTMENTAL FUNCTION - NON-DEPARTMENTAL AREAS

Number Room Name
Programmed

Net SF
 Design Net

SF Variance

C318 DATA/ TELECOM 200 SF 195 SF -5 SF

C316 ELECTRICAL 150 SF 150 SF 0 SF

350 SF 346 SF -4 SF

PLAN

 3/32" = 1'-0"
F1

THIRD FLOOR - ICU AREA PLAN

DEPARTMENTAL FUNCTION - HOSPITAL SUPPORT

Number Room Name
Programmed

Net SF
 Design Net

SF Variance

C377 OFFICE 0 SF 101 SF 101 SF

C378 OFFICE 0 SF 77 SF 77 SF

C314 UNASSIGNED 0 SF 220 SF 220 SF

0 SF 398 SF 398 SF

EXISTING

SHAFT
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 1/16" = 1'-0"D4 MECHNICAL / INTERSTITIAL FLOOR GROSS AREA PLAN
 1/16" = 1'-0"D6 THIRD FLOOR GROSS AREA PLAN

GROSS BUILDING AREA - 3rd FLOOR ICU
Name Length Width Area

3-A 34' - 7" 79' - 7" 2,773 SF
3-B 18' - 6 1/2" 11' - 0 3/4" 244 SF
3-C 19' - 4 3/8" 18' - 10 1/8" 380 SF
3-D 32' - 6 1/4" 85' - 8" 2,760 SF
3-E 45' - 8" 32' - 0 1/8" 1,462 SF
3-F 9' - 2 1/2" 17' - 0" 157 SF
3-G 9' - 11 1/2" 19' - 7 3/4" 196 SF
3-H 30' - 8" 39' - 5 1/2" 1,210 SF
3-I 15' - 0" 11' - 9 1/2" 177 SF
3-J 32' - 2 3/4" 19' - 7 1/2" 491 SF
3-K 32' - 2 3/4" 7' - 2 1/2" 139 SF
3-L 63' - 2 1/2" 79' - 8" 5,036 SF
3-M 44' - 3" 90' - 7 3/4" 4,055 SF
3-N 30' - 8 1/2" 19' - 0 1/2" 943 SF
3-O 26' - 1 1/2" 7' - 0" 183 SF
3-P 21' - 4 1/4" 9' - 4" 199 SF
3-Q 11' - 0" 16' - 3 1/2" 179 SF
EXISTING 15' - 0" 30' - 3 3/4" 447 SF
EXISTING 26' - 6" 19' - 7 3/4" 513 SF
Grand total 21,544 SF

GROSS BUILDING AREA - MECHANICAL /
INTERSTITIAL FLOOR

Name Length Width Area

EXISTING 513 SF
EXISTING 447 SF
M-A 34' - 7 1/8" 79' - 8 1/4" 2,755 SF
M-B 18' - 6" 10' - 11 3/4" 203 SF
M-C 32' - 6 1/4" 90' - 7 7/8" 2,948 SF
M-D 45' - 1 7/8" 32' - 0 1/4" 1,445 SF
M-E 9' - 2 1/2" 17' - 0" 157 SF
M-F 9' - 5 1/4" 19' - 7 3/4" 185 SF
M-G 30' - 1 7/8" 39' - 0 1/8" 1,176 SF
M-H 15' - 0" 11' - 3 7/8" 170 SF
M-I 63' - 8 5/8" 79' - 8 1/8" 3,687 SF
M-J 42' - 2 3/8" 90' - 7 7/8" 5,591 SF
Grand total 19,279 SF
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 1/16" = 1'-0"
D4

MECHNICAL / INTERSTITIAL FLOOR GROSS AREA PLAN
 1/16" = 1'-0"

D6
THIRD FLOOR GROSS AREA PLAN

GROSS BUILDING AREA - 3rd FLOOR ICU

Name Length Width Area

3-E 45' - 8" 32' - 0 1/8" 1,658 SF

3-F 9' - 2 1/2" 17' - 0" 157 SF

3-G 9' - 11 1/2" 19' - 7 3/4" 196 SF

3-H 30' - 8" 39' - 5 1/2" 1,210 SF

3-I 15' - 0" 11' - 9 1/2" 177 SF

3-J 32' - 2 3/4" 19' - 7 1/2" 491 SF

3-K 32' - 2 3/4" 7' - 2 1/2" 139 SF

3-L 63' - 2 1/2" 79' - 8" 5,036 SF

3-M 44' - 3" 90' - 7 3/4" 4,055 SF

3-N 30' - 8 1/2" 19' - 0 1/2" 943 SF

3-O 26' - 1 1/2" 7' - 0" 183 SF

3-P 21' - 4 1/4" 9' - 4" 199 SF

3-Q 11' - 0" 16' - 3 1/2" 179 SF

EXISTING 15' - 0" 30' - 3 3/4" 447 SF

EXISTING 26' - 6" 19' - 7 3/4" 513 SF

Grand total 15,582 SF

GROSS BUILDING AREA - MECHANICAL / INTERSTITIAL FLOOR

Name Length Width Area

EXISTING 513 SF

EXISTING 447 SF

M-D 45' - 1 7/8" 32' - 0 1/4" 1,598 SF

M-E 9' - 2 1/2" 17' - 0" 157 SF

M-F 9' - 5 1/4" 19' - 7 3/4" 185 SF

M-G 30' - 1 7/8" 39' - 0 1/8" 1,176 SF

M-H 15' - 0" 11' - 3 7/8" 170 SF

M-I 63' - 8 5/8" 79' - 8 1/8" 3,687 SF

M-J 42' - 2 3/8" 90' - 7 7/8" 5,591 SF

Grand total 13,526 SF

PLAN
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DOOR SCHEDULE-THIRD FLOOR ICU  (See Area 1 Floor Plan Sheet for balance of doors)

Mark

DOOR

Material

DOOR FRAMES AND BORROW LIGHTS

Fire
Rating

Hardware
Set

Glazing
Type Notes Revisions HARDWARE DESCRIPTION MISC NOTESType

SIZE

Elevation
Profile
Group

PERIMETER DETAILS

Width (DW) Height (DH) Thickness Head Jamb Sill

1-3 N1 RVS 3' - 6" 7' - 0" 1 3/4" F1 UR JP JP --- 90 MIN 104 GF-1 CARD READER FOR ENTRY TO FLOOR FROM STAIR.  ALARM TO
SOUND WHEN ENTRY TO STAIR IS ATTEMPTED FROM CORRIDOR.

C367 2N2 WD 7' - 4" 7' - 0" 1 3/4" F1 DE JP JP --- 90 MIN 101 GF-1 MAGNETIC HOLD OPEN

G300 2F WD 7' - 4" 7' - 0" 1 3/4" F1 UR JP JP --- LTS 107 --- PUSH PLATE FROM LOBBY, CARD READER WITH AUTO OPERATOR
TO CORRIDOR,

G303 F WD 3' - 6" 7' - 0" 1 3/4" F1 UR JP JP --- LTS 118 --- PRIVACY LOCK WITH OVERRIDE

G304 F WD 3' - 6" 7' - 0" 1 3/4" F1 UR JP JP --- LTS 118 --- PRIVACY LOCK WITH OVERRIDE

G305 FG WD 3' - 6" 7' - 0" 1 3/4" F3 UR JP JP --- LTS 111 GT-3 STC 45 PASSAGE, PRIVACY LOCK WITH OVERRIDE

G307 S2 AL 9' - 0" 7' - 4" 1 3/4" F2 AS E5/AE611 B5/AE611 --- LTS 116 GT-1 BREAKAWAY ICU SLIDING DOOR WITH POSITIVE LATCHING

G308A F WD 4' - 0" 9' - 0" 1 3/4" F4 PV A7/AE611.1 F7/AE611.1 B7/AE611.1 117 --- PIVOT DOOR WITH TOP MOUNT ANGLE STOP AND CONCEALED
OVERHEAD STOP

G308B F WD 3' - 0" 9' - 0" 1 3/4" F4 PV A7/AE611.1 F7/AE611.1 B7/AE611.1 117 --- PIVOT DOOR WITH TOP MOUNT ANGLE STOP AND CONCEALED
OVERHEAD STOP

G309 S2 AL 9' - 0" 7' - 4" 1 3/4" F2 AS E5/AE611 B5/AE611 --- LTS 116 GT-1 BREAKAWAY ICU SLIDING DOOR WITH POSITIVE LATCHING

G310A F WD 4' - 0" 9' - 0" 1 3/4" F4 PV A7/AE611.1 F7/AE611.1 B7/AE611.1 117 --- PIVOT DOOR WITH TOP MOUNT ANGLE STOP AND CONCEALED
OVERHEAD STOP

G310B F WD 3' - 0" 9' - 0" 1 3/4" F4 PV A7/AE611.1 F7/AE611.1 B7/AE611.1 117 --- PIVOT DOOR WITH TOP MOUNT ANGLE STOP AND CONCEALED
OVERHEAD STOP

G311 S2 AL 9' - 0" 7' - 4" 1 3/4" F2 AS E5/AE611 B5/AE611 --- LTS 116 GT-1 BREAKAWAY ICU SLIDING DOOR WITH POSITIVE LATCHING

G312A F WD 4' - 0" 9' - 0" 1 3/4" F4 PV A7/AE611.1 F7/AE611.1 B7/AE611.1 117 --- PIVOT DOOR WITH TOP MOUNT ANGLE STOP AND CONCEALED
OVERHEAD STOP

G312B F WD 3' - 0" 9' - 0" 1 3/4" F4 PV A7/AE611.1 F7/AE611.1 B7/AE611.1 117 --- PIVOT DOOR WITH TOP MOUNT ANGLE STOP AND CONCEALED
OVERHEAD STOP

G313 S2 AL 9' - 0" 7' - 4" 1 3/4" F2 AS E5/AE611 B5/AE611 --- LTS 116 GT-1 BREAKAWAY ICU SLIDING DOOR WITH POSITIVE LATCHING

G314A F WD 4' - 0" 9' - 0" 1 3/4" F4 PV A7/AE611.1 F7/AE611.1 B7/AE611.1 117 --- PIVOT DOOR WITH TOP MOUNT ANGLE STOP AND CONCEALED
OVERHEAD STOP

G314B F WD 3' - 0" 9' - 0" 1 3/4" F4 PV A7/AE611.1 F7/AE611.1 B7/AE611.1 117 --- PIVOT DOOR WITH TOP MOUNT ANGLE STOP AND CONCEALED
OVERHEAD STOP

G316 F RVS 3' - 6" 7' - 0" 1 3/4" F1 UR JP JP --- LTS 108 --- CARD READER

G318 F RVS 3' - 6" 7' - 0" 1 3/4" F1 UR JP JP --- LTS 109 --- KEY PAD CARD READER

G319 F RVS 3' - 6" 7' - 0" 1 3/4" F1 UR JP JP --- LTS 124 --- KEY LOCK, STOREROOM

G320 F RVS 4' - 0" 7' - 0" 1 3/4" F1 UR JP JP --- LTS 123. --- KEY LOCK, STOREROOM

G321 N1 WD 3' - 6" 7' - 0" 1 3/4" F1 UR JP JP --- LTS 109 GT-1 STC 45 CARD READER ENTRANCE, FREE EXIT,

G322 F WD 3' - 0" 7' - 0" 1 3/4" F1 UR JP JP --- LTS 120 --- PRIVACY LOCK WITH OVERRIDE

G323 F WD 3' - 6" 7' - 0" 1 3/4" F1 UR JP JP --- LTS 120 --- PRIVACY LOCK WITH OVERRIDE

G324 N1 WD 3' - 6" 7' - 0" 1 3/4" F1 UR JP JP --- LTS 112 GT-1 STC 45 PASSAGE

G325 S2 AL 9' - 0" 7' - 4" 1 3/4" F2 AS E5/AE611 B5/AE611 --- LTS 116 GT-1 BREAKAWAY ICU SLIDING DOOR WITH POSITIVE LATCHING

G326A F WD 4' - 0" 9' - 0" 1 3/4" F4 PV A7/AE611.1 F7/AE611.1 B7/AE611.1 117 --- PIVOT DOOR WITH TOP MOUNT ANGLE STOP AND CONCEALED
OVERHEAD STOP

G326B F WD 3' - 0" 9' - 0" 1 3/4" F4 PV A7/AE611.1 F7/AE611.1 B7/AE611.1 117 --- PIVOT DOOR WITH TOP MOUNT ANGLE STOP AND CONCEALED
OVERHEAD STOP

G327 S2 AL 9' - 0" 7' - 4" 1 3/4" F2 AS E5/AE611 B5/AE611 --- LTS 116 GT-1 BREAKAWAY ICU SLIDING DOOR WITH POSITIVE LATCHING

G328A F WD 4' - 0" 9' - 0" 1 3/4" F4 PV A7/AE611.1 F7/AE611.1 B7/AE611.1 117 --- PIVOT DOOR WITH TOP MOUNT ANGLE STOP AND CONCEALED
OVERHEAD STOP

G328B F WD 3' - 0" 9' - 0" 1 3/4" F4 PV A7/AE611.1 F7/AE611.1 B7/AE611.1 117 --- PIVOT DOOR WITH TOP MOUNT ANGLE STOP AND CONCEALED
OVERHEAD STOP

G329A N1 RVS 3' - 6" 7' - 0" 1 3/4" F1 UR JP JP --- 122 GT-1 PASSAGE

G329B N1 RVS 3' - 6" 7' - 0" 1 3/4" F1 UR JP JP --- 122 GT-1 PASSAGE

G329C N1 RVS 3' - 6" 7' - 0" 1 3/4" F1 UR JP JP --- LTS 121 GT-1 PASSAGE

G330 S2 AL 9' - 0" 7' - 4" 1 3/4" F2 AS E5/AE611 B5/AE611 --- LTS 116 GT-1 BREAKAWAY ICU SLIDING DOOR WITH POSITIVE LATCHING

G331A F WD 4' - 0" 9' - 0" 1 3/4" F4 PV A7/AE611.1 F7/AE611.1 B7/AE611.1 117 --- PIVOT DOOR WITH TOP MOUNT ANGLE STOP AND CONCEALED
OVERHEAD STOP

G331B F WD 3' - 0" 9' - 0" 1 3/4" F4 PV A7/AE611.1 F7/AE611.1 B7/AE611.1 117 --- PIVOT DOOR WITH TOP MOUNT ANGLE STOP AND CONCEALED
OVERHEAD STOP

G332 S2 AL 9' - 0" 7' - 4" 1 3/4" F2 AS E5/AE611 B5/AE611 --- LTS 116 GT-1 BREAKAWAY ICU SLIDING DOOR WITH POSITIVE LATCHING

G333A F WD 4' - 0" 9' - 0" 1 3/4" F4 PV A7/AE611.1 F7/AE611.1 B7/AE611.1 117 --- PIVOT DOOR WITH TOP MOUNT ANGLE STOP AND CONCEALED
OVERHEAD STOP

G333B F WD 3' - 0" 9' - 0" 1 3/4" F4 PV A7/AE611.1 F7/AE611.1 B7/AE611.1 117 --- PIVOT DOOR WITH TOP MOUNT ANGLE STOP AND CONCEALED
OVERHEAD STOP

G334 S2 AL 9' - 0" 7' - 4" 1 3/4" F2 AS E5/AE611 B5/AE611 --- LTS 116 GT-1 BREAKAWAY ICU SLIDING DOOR WITH POSITIVE LATCHING

G335A F WD 4' - 0" 9' - 0" 1 3/4" F4 PV A7/AE611.1 F7/AE611.1 B7/AE611.1 117 --- PIVOT DOOR WITH TOP MOUNT ANGLE STOP AND CONCEALED
OVERHEAD STOP

G335B F WD 3' - 0" 9' - 0" 1 3/4" F4 PV A7/AE611.1 F7/AE611.1 B7/AE611.1 117 --- PIVOT DOOR WITH TOP MOUNT ANGLE STOP AND CONCEALED
OVERHEAD STOP

G336 S2 AL 9' - 0" 7' - 4" 1 3/4" F2 AS E5/AE611 B5/AE611 --- LTS 116 GT-1 BREAKAWAY ICU SLIDING DOOR WITH POSITIVE LATCHING

G337A F WD 4' - 0" 9' - 0" 1 3/4" F4 PV A7/AE611.1 F7/AE611.1 B7/AE611.1 117 --- PIVOT DOOR WITH TOP MOUNT ANGLE STOP AND CONCEALED
OVERHEAD STOP

G337B F WD 3' - 0" 9' - 0" 1 3/4" F4 PV A7/AE611.1 F7/AE611.1 B7/AE611.1 117 --- PIVOT DOOR WITH TOP MOUNT ANGLE STOP AND CONCEALED
OVERHEAD STOP

G338 S2 AL 9' - 0" 7' - 4" 1 3/4" F2 AS E5/AE611 B5/AE611 --- LTS 116 GT-1 BREAKAWAY ICU SLIDING DOOR WITH POSITIVE LATCHING

G339A F WD 4' - 0" 9' - 0" 1 3/4" F4 PV A7/AE611.1 F7/AE611.1 B7/AE611.1 117 --- PIVOT DOOR WITH TOP MOUNT ANGLE STOP AND CONCEALED
OVERHEAD STOP

G339B F WD 3' - 0" 9' - 0" 1 3/4" F4 PV A7/AE611.1 F7/AE611.1 B7/AE611.1 117 --- PIVOT DOOR WITH TOP MOUNT ANGLE STOP AND CONCEALED
OVERHEAD STOP

G340 S2 AL 9' - 0" 7' - 4" 1 3/4" F2 AS E5/AE611 B5/AE611 --- LTS 116 GT-1 BREAKAWAY ICU SLIDING DOOR WITH POSITIVE LATCHING

G341A F WD 4' - 0" 9' - 0" 1 3/4" F4 PV A7/AE611.1 F7/AE611.1 B7/AE611.1 117 --- PIVOT DOOR WITH TOP MOUNT ANGLE STOP AND CONCEALED
OVERHEAD STOP

G341B F WD 3' - 0" 9' - 0" 1 3/4" F4 PV A7/AE611.1 F7/AE611.1 B7/AE611.1 117 --- PIVOT DOOR WITH TOP MOUNT ANGLE STOP AND CONCEALED
OVERHEAD STOP

G342 S2 AL 9' - 0" 7' - 4" 1 3/4" F2 AS E5/AE611 B5/AE611 --- LTS 116 GT-1 BREAKAWAY ICU SLIDING DOOR WITH POSITIVE LATCHING

G343A F WD 4' - 0" 9' - 0" 1 3/4" F4 PV A7/AE611.1 F7/AE611.1 B7/AE611.1 117 --- PIVOT DOOR WITH TOP MOUNT ANGLE STOP AND CONCEALED
OVERHEAD STOP

G343B F WD 3' - 0" 9' - 0" 1 3/4" F4 PV A7/AE611.1 F7/AE611.1 B7/AE611.1 117 --- PIVOT DOOR WITH TOP MOUNT ANGLE STOP AND CONCEALED
OVERHEAD STOP

G344 S2 AL 9' - 0" 7' - 4" 1 3/4" F2 AS E5/AE611 B5/AE611 --- LTS 116 GT-1 BREAKAWAY ICU SLIDING DOOR WITH POSITIVE LATCHING

G345A F WD 4' - 0" 9' - 0" 1 3/4" F4 PV A7/AE611.1 F7/AE611.1 B7/AE611.1 117 --- PIVOT DOOR WITH TOP MOUNT ANGLE STOP AND CONCEALED
OVERHEAD STOP

G345B F WD 3' - 0" 9' - 0" 1 3/4" F4 PV A7/AE611.1 F7/AE611.1 B7/AE611.1 117 --- PIVOT DOOR WITH TOP MOUNT ANGLE STOP AND CONCEALED
OVERHEAD STOP

G346 N1 RVS 3' - 6" 7' - 0" 1 3/4" F1 UR JP JP --- 45 MIN 110 GF-2 KEYPAD LOCK, STORERROM

G347 F RVS 3' - 6" 7' - 0" 1 3/4" F1 UR JP JP --- 45 MIN 110 --- KEYPAD LOCK, STOREROOM

G355 N1 RVS 3' - 6" 7' - 0" 1 3/4" F1 UR JP JP --- 45 MIN 110 GF-2 KEYPAD LOCK, STOREROOM

G356 N1 WD 3' - 6" 7' - 0" 1 3/4" F1 UR JP JP --- LTS 113 GT-1 KEY LOCK, OFFICE

G357 N1 WD 3' - 6" 7' - 0" 1 3/4" F1 UR JP JP --- LTS 113 GT-1 KEY LOCK, OFFICE

G365 2N1 RVS 7' - 4" 7' - 0" 1 3/4" F1 DE JP JP --- 102 GT-1 CARD READER WITH AUTO OPERATOR ENTRANCE, PUSH PAD
EXIT

G370 2N1 WD 7' - 4" 7' - 0" 1 3/4" F1 DE JP JP --- 45 MIN 107 GF-1 PUSH PLATE EXIT, CARD READER WITH AUTO OPERATOR FOR
ENTRY INTO UNIT, DELAY EGRESS, CONTROLLED BY BUZZER AT
UNIT SEC.

G373 2N2 WD 7' - 4" 7' - 0" 1 3/4" F1 DE JP JP --- 90 MIN 100 GF-1 MAGNETIC HOLD OPEN

G375 2FG WD 7' - 4" 7' - 0" 1 3/4" F1 DE JP JP --- 90 MIN 101 GF-3 CARD READER WITH AUTO OPERATOR ENTRANCE, REMOTE
RELEASE ENTRANCE, PUSH PAD EXIT
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G200 2F HM 6' - 0" 7' - 0" 1 3/4" FI UR 106 CARD READER ACCESS TO MECH.  FREE EXIT

G201A F HM 3' - 6" 7' - 0" 1 3/4" F1 UR 90 MIN 105 CARD READER ACCESS TO MECH.  FREE EXIT

G201B F HM 3' - 6" 7' - 0" 1 3/4" F1 UR 90 MIN 105 CARD READER ACCESS TO MECH.  FREE EXIT

G201C F HM 3' - 6" 7' - 0" 1 3/4" F1 UR 90 MIN 105 CARD READER ACCESS TO MECH.  FREE EXIT
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G357 4' - 0" 4' - 0" BL2 SL HP JP BP --- GT1 NON-LOCKING, OPERABLE FROM EITHER SIDE

G372A 4' - 0" 1' - 6" BL1 IB HP JP BP --- GT1 OPERATION FROM CORRIDOR SIDE

G372B 4' - 0" 1' - 6" BL1 IB HP JP BP --- GT1 OPERATION FROM CORRIDOR SIDE

G372C 4' - 0" 1' - 6" BL1 IB HP JP BP --- GT1 OPERATION FROM CORRIDOR SIDE

G372D 4' - 0" 1' - 6" BL1 IB HP JP BP --- GT1 OPERATION FROM CORRIDOR SIDE

G372E 4' - 0" 1' - 6" BL1 IB HP JP BP --- GT1 OPERATION FROM CORRIDOR SIDE

G372F 4' - 0" 1' - 6" BL1 IB HP JP BP --- GT1 OPERATION FROM CORRIDOR SIDE

G373A 4' - 0" 1' - 6" BL1 IB HP JP BP --- GT1 OPERATION FROM CORRIDOR SIDE

G373B 4' - 0" 1' - 6" BL1 IB HP JP BP --- GT1 OPERATION FROM CORRIDOR SIDE

G373C 4' - 0" 1' - 6" BL1 IB HP JP BP --- GT1 OPERATION FROM CORRIDOR SIDE

G373D 4' - 0" 1' - 6" BL1 IB HP JP BP --- GT1 OPERATION FROM CORRIDOR SIDE

G374A 4' - 0" 1' - 6" BL1 IB HP JP BP --- GT1 OPERATION FROM CORRIDOR SIDE

G374B 4' - 0" 1' - 6" BL1 IB HP JP BP --- GT1 OPERATION FROM CORRIDOR SIDE

G374C 4' - 0" 1' - 6" BL1 IB HP JP BP --- GT1 OPERATION FROM CORRIDOR SIDE

G374D 4' - 0" 1' - 6" BL1 IB HP JP BP --- GT1 OPERATION FROM CORRIDOR SIDE
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G484 N1 3' - 0" 7' - 0" 1 3/4" F1 UR JP JP --- 1 GT-1 CARD READER

No. Date Revisions
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DOOR SCHEDULE-THIRD FLOOR ICU-Deduct Alternate 4 (See this sheet for balance of doors)

Mark

DOOR

Material

DOOR FRAMES AND BORROW LIGHTS

Frame
Guard

Fire
Rating

Hardware
Group

Glazing
Type Notes RevisionsType

SIZE

Elevation
Profile
Group

PERIMETER DETAILS

Width (DW) Height (DH) Thickness Head Jamb Sill

G308A F WD 4' - 0" 9' - 0" 1 3/4" F4 PV A7/AE611 F7/AE611 B7/AE611 117 ---

G308B F WD 3' - 0" 9' - 0" 1 3/4" F4 PV A7/AE611 F7/AE611 B7/AE611 117 ---

G310A F WD 4' - 0" 9' - 0" 1 3/4" F4 PV A7/AE611 F7/AE611 B7/AE611 117 ---

G310B F WD 3' - 0" 9' - 0" 1 3/4" F4 PV A7/AE611 F7/AE611 B7/AE611 117 ---

G312A F WD 4' - 0" 9' - 0" 1 3/4" F4 PV A7/AE611 F7/AE611 B7/AE611 117 ---

G312B F WD 3' - 0" 9' - 0" 1 3/4" F4 PV A7/AE611 F7/AE611 B7/AE611 117 ---

G314A F WD 4' - 0" 9' - 0" 1 3/4" F4 PV A7/AE611 F7/AE611 B7/AE611 117 ---

G314B F WD 3' - 0" 9' - 0" 1 3/4" F4 PV A7/AE611 F7/AE611 B7/AE611 117 ---

G326A F WD 4' - 0" 9' - 0" 1 3/4" F4 PV A7/AE611 F7/AE611 B7/AE611 117 ---

G326B F WD 3' - 0" 9' - 0" 1 3/4" F4 PV A7/AE611 F7/AE611 B7/AE611 117 ---

G328A F WD 4' - 0" 9' - 0" 1 3/4" F4 PV A7/AE611 F7/AE611 B7/AE611 117 ---

G328B F WD 3' - 0" 9' - 0" 1 3/4" F4 PV A7/AE611 F7/AE611 B7/AE611 117 ---

G331A F WD 4' - 0" 9' - 0" 1 3/4" F4 PV A7/AE611 F7/AE611 B7/AE611 117 ---

G331B F WD 3' - 0" 9' - 0" 1 3/4" F4 PV A7/AE611 F7/AE611 B7/AE611 117 ---

G333A F WD 4' - 0" 9' - 0" 1 3/4" F4 PV A7/AE611 F7/AE611 B7/AE611 117 ---

G333B F WD 3' - 0" 9' - 0" 1 3/4" F4 PV A7/AE611 F7/AE611 B7/AE611 117 ---

G335A F WD 4' - 0" 9' - 0" 1 3/4" F4 PV A7/AE611 F7/AE611 B7/AE611 117 ---

G335B F WD 3' - 0" 9' - 0" 1 3/4" F4 PV A7/AE611 F7/AE611 B7/AE611 117 ---

G337A F WD 4' - 0" 9' - 0" 1 3/4" F4 PV A7/AE611 F7/AE611 B7/AE611 117 ---

G337B F WD 3' - 0" 9' - 0" 1 3/4" F4 PV A7/AE611 F7/AE611 B7/AE611 117 ---

G339A F WD 4' - 0" 9' - 0" 1 3/4" F4 PV A7/AE611 F7/AE611 B7/AE611 117 ---

G339B F WD 3' - 0" 9' - 0" 1 3/4" F4 PV A7/AE611 F7/AE611 B7/AE611 117 ---

G341A F WD 4' - 0" 9' - 0" 1 3/4" F4 PV A7/AE611 F7/AE611 B7/AE611 117 ---

G341B F WD 3' - 0" 9' - 0" 1 3/4" F4 PV A7/AE611 F7/AE611 B7/AE611 117 ---

G343A F WD 4' - 0" 9' - 0" 1 3/4" F4 PV A7/AE611 F7/AE611 B7/AE611 117 ---

G343B F WD 3' - 0" 9' - 0" 1 3/4" F4 PV A7/AE611 F7/AE611 B7/AE611 117 ---

G345A F WD 4' - 0" 9' - 0" 1 3/4" F4 PV A7/AE611 F7/AE611 B7/AE611 117 ---

G345B F WD 3' - 0" 9' - 0" 1 3/4" F4 PV A7/AE611 F7/AE611 B7/AE611 117 ---

BORROW LIGHT SCHEDULE

Mark

SIZE

Elevation
Profile
Group

PERIMETER DETAILS Frame
Guard Fire Rating

Glazing
Type Notes RevisionsHeight Width Head Detail Jamb Detail Sill Detail

G357 4' - 0" 4' - 0" BL2 SL HP JP BP --- GT1 NON-LOCKING, OPERABLE FROM EITHER SIDE

G372A 4' - 0" 1' - 6" BL1 IB HP JP BP --- GT1 OPERATION FROM CORRIDOR SIDE

G372B 4' - 0" 1' - 6" BL1 IB HP JP BP --- GT1 OPERATION FROM CORRIDOR SIDE

G372C 4' - 0" 1' - 6" BL1 IB HP JP BP --- GT1 OPERATION FROM CORRIDOR SIDE

G372D 4' - 0" 1' - 6" BL1 IB HP JP BP --- GT1 OPERATION FROM CORRIDOR SIDE

G372E 4' - 0" 1' - 6" BL1 IB HP JP BP --- GT1 OPERATION FROM CORRIDOR SIDE

G372F 4' - 0" 1' - 6" BL1 IB HP JP BP --- GT1 OPERATION FROM CORRIDOR SIDE

G373A 4' - 0" 1' - 6" BL1 IB HP JP BP --- GT1 OPERATION FROM CORRIDOR SIDE

G373B 4' - 0" 1' - 6" BL1 IB HP JP BP --- GT1 OPERATION FROM CORRIDOR SIDE

G373C 4' - 0" 1' - 6" BL1 IB HP JP BP --- GT1 OPERATION FROM CORRIDOR SIDE

G373D 4' - 0" 1' - 6" BL1 IB HP JP BP --- GT1 OPERATION FROM CORRIDOR SIDE

G374A 4' - 0" 1' - 6" BL1 IB HP JP BP --- GT1 OPERATION FROM CORRIDOR SIDE

G374B 4' - 0" 1' - 6" BL1 IB HP JP BP --- GT1 OPERATION FROM CORRIDOR SIDE

G374C 4' - 0" 1' - 6" BL1 IB HP JP BP --- GT1 OPERATION FROM CORRIDOR SIDE

G374D 4' - 0" 1' - 6" BL1 IB HP JP BP --- GT1 OPERATION FROM CORRIDOR SIDE

DOOR SCHEDULE-ELEVATOR PENTHOUSE LEVEL

Mark

DOOR FRAMES AND BORROW LIGHTS

Frame
Guard

Fire
Rating

Hardware
Group

Glazing
Type Notes Revisions CommentsType Material

SIZE

Elevation
Profile
Group

PERIMETER
DETAILS

Width
(DW) Height (DH) Thickness Head Jamb Sill

G484 N1 3' - 0" 7' - 0" 1 3/4" F1 UR JP JP --- 1 GT-1 CARD READER

DOOR SCHEDULE-INTERSTITIAL MECHANICAL LEVEL

Mark

DOOR FRAMES AND BORROW LIGHTS

Frame
Guard

Fire
Rating

Hardware
Group

Glazing
Type Notes Revisions CommentsType Material

SIZE

Elevation
Profile
Group

PERIMETER
DETAILS

Width
(DW) Height (DH) Thickness Head Jamb Sill

G200 2F HM 6' - 0" 7' - 0" 1 3/4" FI UR 106 CARD READER ACCESS TO MECH.  FREE EXIT

G201B F HM 3' - 6" 7' - 0" 1 3/4" F1 UR 90 MIN 105 CARD READER ACCESS TO MECH.  FREE EXIT

G201C F HM 3' - 6" 7' - 0" 1 3/4" F1 UR 90 MIN 105 CARD READER ACCESS TO MECH.  FREE EXIT

 3" = 1'-0"
E5

FRAME PROFILE MATRIX ALT 5

DOOR SCHEDULE-THIRD FLOOR ICU  (See this sheet for balance of doors)

Mark

DOOR

Material

DOOR FRAMES AND BORROW LIGHTS

Fire
Rating

Hardware
Set

Glazing
Type Notes Revisions HARDWARE DESCRIPTION MISC NOTESType

SIZE

Elevation
Profile
Group

PERIMETER DETAILS

Width (DW) Height (DH) Thickness Head Jamb Sill

1-3 N1 RVS 3' - 6" 7' - 0" 1 3/4" F1 UR JP JP --- 90 MIN 104 GF-1 CARD READER FOR ENTRY TO FLOOR FROM STAIR.  ALARM TO
SOUND WHEN ENTRY TO STAIR IS ATTEMPTED FROM CORRIDOR.

G300 2F WD 7' - 4" 7' - 0" 1 3/4" F1 UR JP JP --- LTS 107 --- PUSH PLATE FROM LOBBY, CARD READER WITH AUTO OPERATOR
TO CORRIDOR,

G303 F WD 3' - 6" 7' - 0" 1 3/4" F1 UR JP JP --- LTS 118 --- PRIVACY LOCK WITH OVERRIDE

G304 F WD 3' - 6" 7' - 0" 1 3/4" F1 UR JP JP --- LTS 118 --- PRIVACY LOCK WITH OVERRIDE

G305 FG WD 3' - 6" 7' - 0" 1 3/4" F3 UR JP JP --- LTS 111 GT-3 STC 45 PASSAGE, PRIVACY LOCK WITH OVERRIDE

G307 S2 AL 9' - 0" 7' - 4" 1 3/4" F2 AS E5/AE611 B5/AE611 --- LTS 116 GT-1 BREAKAWAY ICU SLIDING DOOR WITH POSITIVE LATCHING

G309 S2 AL 9' - 0" 7' - 4" 1 3/4" F2 AS E5/AE611 B5/AE611 --- LTS 116 GT-1 BREAKAWAY ICU SLIDING DOOR WITH POSITIVE LATCHING

G311 S2 AL 9' - 0" 7' - 4" 1 3/4" F2 AS E5/AE611 B5/AE611 --- LTS 116 GT-1 BREAKAWAY ICU SLIDING DOOR WITH POSITIVE LATCHING

G313 S2 AL 9' - 0" 7' - 4" 1 3/4" F2 AS E5/AE611 B5/AE611 --- LTS 116 GT-1 BREAKAWAY ICU SLIDING DOOR WITH POSITIVE LATCHING

G316 F RVS 3' - 6" 7' - 0" 1 3/4" F1 UR JP JP --- LTS 108 --- CARD READER

G318 F RVS 3' - 6" 7' - 0" 1 3/4" F1 UR JP JP --- LTS 109 --- KEY PAD CARD READER

G319 F RVS 3' - 6" 7' - 0" 1 3/4" F1 UR JP JP --- LTS 124 --- KEY LOCK, STOREROOM

G320 F RVS 4' - 0" 7' - 0" 1 3/4" F1 UR JP JP --- LTS 123 --- KEY LOCK, STOREROOM

G321 N1 WD 3' - 6" 7' - 0" 1 3/4" F1 UR JP JP --- LTS 109 GT-1 STC 45 CARD READER ENTRANCE, FREE EXIT,

G322 F WD 3' - 0" 7' - 0" 1 3/4" F1 UR JP JP --- LTS 120 --- PRIVACY LOCK WITH OVERRIDE

G323 F WD 3' - 6" 7' - 0" 1 3/4" F1 UR JP JP --- LTS 120 --- PRIVACY LOCK WITH OVERRIDE

G324 N1 WD 3' - 6" 7' - 0" 1 3/4" F1 UR JP JP --- LTS 112 GT-1 STC 45 PASSAGE

G325 S2 AL 9' - 0" 7' - 4" 1 3/4" F2 AS E5/AE611 B5/AE611 --- LTS 116 GT-1 BREAKAWAY ICU SLIDING DOOR WITH POSITIVE LATCHING

G327 S2 AL 9' - 0" 7' - 4" 1 3/4" F2 AS E5/AE611 B5/AE611 --- LTS 116 GT-1 BREAKAWAY ICU SLIDING DOOR WITH POSITIVE LATCHING

G329A N1 RVS 3' - 6" 7' - 0" 1 3/4" F1 UR JP JP --- 122 GT-1 PASSAGE

G329B N1 RVS 3' - 6" 7' - 0" 1 3/4" F1 UR JP JP --- 122 GT-1 PASSAGE

G329C N1 RVS 3' - 6" 7' - 0" 1 3/4" F1 UR JP JP --- LTS 121 GT-1 PASSAGE

G330 S2 AL 9' - 0" 7' - 4" 1 3/4" F2 AS E5/AE611 B5/AE611 --- LTS 116 GT-1 BREAKAWAY ICU SLIDING DOOR WITH POSITIVE LATCHING

G332 S2 AL 9' - 0" 7' - 4" 1 3/4" F2 AS E5/AE611 B5/AE611 --- LTS 116 GT-1 BREAKAWAY ICU SLIDING DOOR WITH POSITIVE LATCHING

G334 S2 AL 9' - 0" 7' - 4" 1 3/4" F2 AS E5/AE611 B5/AE611 --- LTS 116 GT-1 BREAKAWAY ICU SLIDING DOOR WITH POSITIVE LATCHING

G336 S2 AL 9' - 0" 7' - 4" 1 3/4" F2 AS E5/AE611 B5/AE611 --- LTS 116 GT-1 BREAKAWAY ICU SLIDING DOOR WITH POSITIVE LATCHING

G338 S2 AL 9' - 0" 7' - 4" 1 3/4" F2 AS E5/AE611 B5/AE611 --- LTS 116 GT-1 BREAKAWAY ICU SLIDING DOOR WITH POSITIVE LATCHING

G340 S2 AL 9' - 0" 7' - 4" 1 3/4" F2 AS E5/AE611 B5/AE611 --- LTS 116 GT-1 BREAKAWAY ICU SLIDING DOOR WITH POSITIVE LATCHING

G342 S2 AL 9' - 0" 7' - 4" 1 3/4" F2 AS E5/AE611 B5/AE611 --- LTS 116 GT-1 BREAKAWAY ICU SLIDING DOOR WITH POSITIVE LATCHING

G344 S2 AL 9' - 0" 7' - 4" 1 3/4" F2 AS E5/AE611 B5/AE611 --- LTS 116 GT-1 BREAKAWAY ICU SLIDING DOOR WITH POSITIVE LATCHING

G346 N1 RVS 3' - 6" 7' - 0" 1 3/4" F1 UR JP JP --- 45 MIN 110 GF-2 KEYPAD LOCK, STORERROM

G347 F RVS 3' - 6" 7' - 0" 1 3/4" F1 UR JP JP --- 45 MIN 110 --- KEYPAD LOCK, STOREROOM

G355 N1 RVS 3' - 6" 7' - 0" 1 3/4" F1 UR JP JP --- 45 MIN 110 GF-2 KEYPAD LOCK, STOREROOM

G356 N1 WD 3' - 6" 7' - 0" 1 3/4" F1 UR JP JP --- LTS 113 GT-1 KEY LOCK, OFFICE

G357 N1 WD 3' - 6" 7' - 0" 1 3/4" F1 UR JP JP --- LTS 113 GT-1 KEY LOCK, OFFICE

G365 2N1 RVS 7' - 4" 7' - 0" 1 3/4" F1 DE JP JP --- 102 GT-1 CARD READER WITH AUTO OPERATOR ENTRANCE, PUSH PAD EXIT

G373 2N2 WD 7' - 4" 7' - 0" 1 3/4" F1 DE JP JP --- 90 MIN 100 GF-1 MAGNETIC HOLD OPEN

G375 2FG WD 7' - 4" 7' - 0" 1 3/4" F1 DE JP JP --- 90 MIN 101 GF-3 CARD READER WITH AUTO OPERATOR ENTRANCE, REMOTE
RELEASE ENTRANCE, PUSH PAD EXIT

No. Date Revisions

1 1/14/15 Amendment #4
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1

1

1

1



FRAME MATERIAL: HM (HOLLOW METAL) UNO IN OPENING SCHEDULE

FRAME PROFILE GROUP (FROM OPENING SCHEDULE)
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DOOR SCHEDULE-THIRD FLOOR ICU  (See this sheet for balance of doors)

Mark

DOOR

Material

DOOR FRAMES AND BORROW LIGHTS

Fire
Rating

Hardware
Set

Glazing
Type Notes Revisions HARDWARE DESCRIPTION MISC NOTESType

SIZE

Elevation
Profile
Group

PERIMETER DETAILS

Width (DW) Height (DH) Thickness Head Jamb Sill

1-3 N1 RVS 3' - 6" 7' - 0" 1 3/4" F1 UR JP JP --- 90 MIN 104 GF-1 CARD READER FOR ENTRY TO FLOOR FROM STAIR.  ALARM TO
SOUND WHEN ENTRY TO STAIR IS ATTEMPTED FROM CORRIDOR.

G300 2F WD 7' - 4" 7' - 0" 1 3/4" F1 UR JP JP --- LTS 107 --- PUSH PLATE FROM LOBBY, CARD READER WITH AUTO OPERATOR
TO CORRIDOR,

G303 F WD 3' - 6" 7' - 0" 1 3/4" F1 UR JP JP --- LTS 118 --- PRIVACY LOCK WITH OVERRIDE

G304 F WD 3' - 6" 7' - 0" 1 3/4" F1 UR JP JP --- LTS 118 --- PRIVACY LOCK WITH OVERRIDE

G305 FG WD 3' - 6" 7' - 0" 1 3/4" F3 UR JP JP --- LTS 111 GT-3 STC 45 PASSAGE, PRIVACY LOCK WITH OVERRIDE

G307 S2 AL 9' - 0" 7' - 4" 1 3/4" F2 AS E5/AE611 B5/AE611 --- LTS 116 GT-1 BREAKAWAY ICU SLIDING DOOR WITH POSITIVE LATCHING

G309 S2 AL 9' - 0" 7' - 4" 1 3/4" F2 AS E5/AE611 B5/AE611 --- LTS 116 GT-1 BREAKAWAY ICU SLIDING DOOR WITH POSITIVE LATCHING

G311 S2 AL 9' - 0" 7' - 4" 1 3/4" F2 AS E5/AE611 B5/AE611 --- LTS 116 GT-1 BREAKAWAY ICU SLIDING DOOR WITH POSITIVE LATCHING

G313 S2 AL 9' - 0" 7' - 4" 1 3/4" F2 AS E5/AE611 B5/AE611 --- LTS 116 GT-1 BREAKAWAY ICU SLIDING DOOR WITH POSITIVE LATCHING

G316 F RVS 3' - 6" 7' - 0" 1 3/4" F1 UR JP JP --- LTS 108 --- CARD READER

G318 F RVS 3' - 6" 7' - 0" 1 3/4" F1 UR JP JP --- LTS 109 --- KEY PAD CARD READER

G319 F RVS 3' - 6" 7' - 0" 1 3/4" F1 UR JP JP --- LTS 124 --- KEY LOCK, STOREROOM

G320 F RVS 4' - 0" 7' - 0" 1 3/4" F1 UR JP JP --- LTS 123 --- KEY LOCK, STOREROOM

G321 N1 WD 3' - 6" 7' - 0" 1 3/4" F1 UR JP JP --- LTS 109 GT-1 STC 45 CARD READER ENTRANCE, FREE EXIT,

G322 F WD 3' - 0" 7' - 0" 1 3/4" F1 UR JP JP --- LTS 120 --- PRIVACY LOCK WITH OVERRIDE

G323 F WD 3' - 6" 7' - 0" 1 3/4" F1 UR JP JP --- LTS 120 --- PRIVACY LOCK WITH OVERRIDE

G324 N1 WD 3' - 6" 7' - 0" 1 3/4" F1 UR JP JP --- LTS 112 GT-1 STC 45 PASSAGE

G325 S2 AL 9' - 0" 7' - 4" 1 3/4" F2 AS E5/AE611 B5/AE611 --- LTS 116 GT-1 BREAKAWAY ICU SLIDING DOOR WITH POSITIVE LATCHING

G327 S2 AL 9' - 0" 7' - 4" 1 3/4" F2 AS E5/AE611 B5/AE611 --- LTS 116 GT-1 BREAKAWAY ICU SLIDING DOOR WITH POSITIVE LATCHING

G329A N1 RVS 3' - 6" 7' - 0" 1 3/4" F1 UR JP JP --- 122 GT-1 PASSAGE

G329B N1 RVS 3' - 6" 7' - 0" 1 3/4" F1 UR JP JP --- 122 GT-1 PASSAGE

G329C N1 RVS 3' - 6" 7' - 0" 1 3/4" F1 UR JP JP --- LTS 121 GT-1 PASSAGE

G330 S2 AL 9' - 0" 7' - 4" 1 3/4" F2 AS E5/AE611 B5/AE611 --- LTS 116 GT-1 BREAKAWAY ICU SLIDING DOOR WITH POSITIVE LATCHING

G332 S2 AL 9' - 0" 7' - 4" 1 3/4" F2 AS E5/AE611 B5/AE611 --- LTS 116 GT-1 BREAKAWAY ICU SLIDING DOOR WITH POSITIVE LATCHING

G334 S2 AL 9' - 0" 7' - 4" 1 3/4" F2 AS E5/AE611 B5/AE611 --- LTS 116 GT-1 BREAKAWAY ICU SLIDING DOOR WITH POSITIVE LATCHING

G336 S2 AL 9' - 0" 7' - 4" 1 3/4" F2 AS E5/AE611 B5/AE611 --- LTS 116 GT-1 BREAKAWAY ICU SLIDING DOOR WITH POSITIVE LATCHING

G338 S2 AL 9' - 0" 7' - 4" 1 3/4" F2 AS E5/AE611 B5/AE611 --- LTS 116 GT-1 BREAKAWAY ICU SLIDING DOOR WITH POSITIVE LATCHING

G340 S2 AL 9' - 0" 7' - 4" 1 3/4" F2 AS E5/AE611 B5/AE611 --- LTS 116 GT-1 BREAKAWAY ICU SLIDING DOOR WITH POSITIVE LATCHING

G342 S2 AL 9' - 0" 7' - 4" 1 3/4" F2 AS E5/AE611 B5/AE611 --- LTS 116 GT-1 BREAKAWAY ICU SLIDING DOOR WITH POSITIVE LATCHING

G344 S2 AL 9' - 0" 7' - 4" 1 3/4" F2 AS E5/AE611 B5/AE611 --- LTS 116 GT-1 BREAKAWAY ICU SLIDING DOOR WITH POSITIVE LATCHING

G346 N1 RVS 3' - 6" 7' - 0" 1 3/4" F1 UR JP JP --- 45 MIN 110 GF-2 KEYPAD LOCK, STORERROM

G347 F RVS 3' - 6" 7' - 0" 1 3/4" F1 UR JP JP --- 45 MIN 110 --- KEYPAD LOCK, STOREROOM

G355 N1 RVS 3' - 6" 7' - 0" 1 3/4" F1 UR JP JP --- 45 MIN 110 GF-2 KEYPAD LOCK, STOREROOM

G356 N1 WD 3' - 6" 7' - 0" 1 3/4" F1 UR JP JP --- LTS 113 GT-1 KEY LOCK, OFFICE

G357 N1 WD 3' - 6" 7' - 0" 1 3/4" F1 UR JP JP --- LTS 113 GT-1 KEY LOCK, OFFICE

G365 2N1 RVS 7' - 4" 7' - 0" 1 3/4" F1 DE JP JP --- 102 GT-1 CARD READER WITH AUTO OPERATOR ENTRANCE, PUSH PAD EXIT

G373 2N2 WD 7' - 4" 7' - 0" 1 3/4" F1 DE JP JP --- 90 MIN 100 GF-1 MAGNETIC HOLD OPEN

G375 2FG WD 7' - 4" 7' - 0" 1 3/4" F1 DE JP JP --- 90 MIN 101 GF-3 CARD READER WITH AUTO OPERATOR ENTRANCE, REMOTE
RELEASE ENTRANCE, PUSH PAD EXIT

DOOR SCHEDULE-INTERSTITIAL MECHANICAL LEVEL

Mark

DOOR FRAMES AND BORROW LIGHTS

Frame
Guard

Fire
Rating

Hardware
Group

Glazing
Type Notes Revisions CommentsType Material

SIZE

Elevation
Profile
Group

PERIMETER
DETAILS

Width
(DW) Height (DH) Thickness Head Jamb Sill

G200 2F HM 6' - 0" 7' - 0" 1 3/4" FI UR 106 CARD READER ACCESS TO MECH.  FREE EXIT

G201B F HM 3' - 6" 7' - 0" 1 3/4" F1 UR 90 MIN 105 CARD READER ACCESS TO MECH.  FREE EXIT

G201C F HM 3' - 6" 7' - 0" 1 3/4" F1 UR 90 MIN 105 CARD READER ACCESS TO MECH.  FREE EXIT

 3" = 1'-0"
E5

FRAME PROFILE MATRIX

BORROW LIGHT SCHEDULE

Mark

SIZE

Elevation
Profile
Group

PERIMETER DETAILS Frame
Guard Fire Rating

Glazing
Type Notes RevisionsHeight Width Head Detail Jamb Detail Sill Detail

G357 4' - 0" 4' - 0" BL2 SL HP JP BP --- GT1 NON-LOCKING, OPERABLE FROM EITHER SIDE

G372A 4' - 0" 1' - 6" BL1 IB HP JP BP --- GT1 OPERATION FROM CORRIDOR SIDE

G372B 4' - 0" 1' - 6" BL1 IB HP JP BP --- GT1 OPERATION FROM CORRIDOR SIDE

G372C 4' - 0" 1' - 6" BL1 IB HP JP BP --- GT1 OPERATION FROM CORRIDOR SIDE

G372D 4' - 0" 1' - 6" BL1 IB HP JP BP --- GT1 OPERATION FROM CORRIDOR SIDE

G372E 4' - 0" 1' - 6" BL1 IB HP JP BP --- GT1 OPERATION FROM CORRIDOR SIDE

G372F 4' - 0" 1' - 6" BL1 IB HP JP BP --- GT1 OPERATION FROM CORRIDOR SIDE

G373A 4' - 0" 1' - 6" BL1 IB HP JP BP --- GT1 OPERATION FROM CORRIDOR SIDE

G373B 4' - 0" 1' - 6" BL1 IB HP JP BP --- GT1 OPERATION FROM CORRIDOR SIDE

G373C 4' - 0" 1' - 6" BL1 IB HP JP BP --- GT1 OPERATION FROM CORRIDOR SIDE

G373D 4' - 0" 1' - 6" BL1 IB HP JP BP --- GT1 OPERATION FROM CORRIDOR SIDE

G374A 4' - 0" 1' - 6" BL1 IB HP JP BP --- GT1 OPERATION FROM CORRIDOR SIDE

G374B 4' - 0" 1' - 6" BL1 IB HP JP BP --- GT1 OPERATION FROM CORRIDOR SIDE

G374C 4' - 0" 1' - 6" BL1 IB HP JP BP --- GT1 OPERATION FROM CORRIDOR SIDE

G374D 4' - 0" 1' - 6" BL1 IB HP JP BP --- GT1 OPERATION FROM CORRIDOR SIDE

DOOR SCHEDULE-ELEVATOR PENTHOUSE LEVEL

Mark

DOOR FRAMES AND BORROW LIGHTS

Frame
Guard

Fire
Rating

Hardware
Group

Glazing
Type Notes Revisions CommentsType Material

SIZE

Elevation
Profile
Group

PERIMETER
DETAILS

Width
(DW) Height (DH) Thickness Head Jamb Sill

G484 N1 3' - 0" 7' - 0" 1 3/4" F1 UR JP JP --- 1 GT-1 CARD READER

No. Date Revisions

1 1/14/15 Amendment #4

1

1

1

1

1

1

1
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1/2" CONTROL JOINT

1/2" CONTROL JOINT

RUNNER TRACK

SILL CONDITION

STUD CRIPPLE

STUD CRIPPLE - OMITTED AT
CONNECTION FOR CLARITY

RUNNER TRACK, COPE AND BEND

JAMB STUDS (DOUBLE STUDS AT JAMB FOR
PARTITION OPENINGS GREATER THAN 2'-0" IN
WIDTH

RUNNER TRACK

CONTRACTOR'S OPTION: IN LIEU OF COPED
AND BENT RUNNER TRACK, PROVIDE
ANGLE 2x2xSTUD WIDTHx16 GA -
FASTENED TO JAMB STUDS AND RUNNER
TRACK.

FASTENER, TYP

HEAD CONDITION

1/2" CONTROL JOINT

DOUBLE STUDS AT JAMB

ANGLE 2x2xSTUD WIDTHx16 GA - AT TOP AND
BOTTOM OF STUD BOXED HEADER FASTENED TO
JAMB STUDS AND STUD BOXED HEADER.

STUD CRIPPLE - OMITTED AT
CONNECTION FOR CLARITY

STEEL STUD STIFFENER AT
JAMB ENDS OF STUD BOXED
HEADER AS SHOWN ABOVE

STUD BOXED HEADER (2) 6" x 16 GA STEEL
STUDS FASTENED TO TOP AND BOTTOM
RUNNER TRACKS

REFER TO B1/A0.12 FOR SILL CONDITION WHERE OCCURS

TYPICAL JAMB

(HEAD SIMILAR)
ADJACENT JAMBS

JAMB TIGHT

TO PARTITION

KEYED NOTES:

1. SCHEDULED PARTITION TYPE - WHERE OCCURS.

3. SCHEDULED PARTITION TYPE.

4. SEALANT EACH SIDE OF FRAME.

5. FRAME (SEE DOOR SCHEDULE FOR MORE INFORMATION).

6. FRAME (SEE DOOR SCHEDULE FOR MORE INFORMATION) INSTALLED

TIGHT TO SCHEDULED PARTITION.
2. 6" UNO.

3 3 3

1

2
4 4

5 5

4

5

2

3

2

3

4

6

7

7. REMOVEABLE STOP AND GLAZING (WHERE OCCURS).

7

7

DOOR SCHEDULE
GENERAL NOTES:

1. SEE THIS SHEET FOR DOOR  TYPE ELEVATIONS.
2. DOOR THICKNESS IS 1 3/4", UNO.
3. SEE THIS SHEET FOR FRAME TYPE ELEVATIONS.
4. PROFILE GROUP ON OPENING SCHEDULE REFERS TO THE

"FRAME PROFILE MATRIX" SHOWN ON AE610, AE610.4 AND AE610.5
5. WHEN MORE THAN ONE GLAZING TYPE OCCURS IN AN OPENING

FRAME, REFER TO FRAME ELEVATIONS FOR GLAZING TYPE
LOCATIONS.

6. PROVIDE TERMINATED HOSPITAL STOPS AT INTERIOR DOOR
FRAMES, EXCEPT FIRE/SMOKE RATED AND SHIELDED OPENINGS.

7. REFER TO COLOR AND MATERIAL LEGEND AND ROOM FINISH
SCHEDULE FOR DOOR AND FRAME FINISHES.

8. REFER TO DETAIL D3 THIS SHEET FOR TYPICAL HOLLOW METAL
FRAME DETAILS AT GYPSUM BOARD PARTITIONS, UNO.

DOOR TYPE LEGEND (SEE DOOR SCHEDULE):
[AL] = ALUMINUM
[HM] = HOLLOW METAL
[RVS] = FLUSH WOOD DOOR, IMPACT PROTECTION 

FACES (RIGID VINYL SHEET)
[WD] = FLUSH WOOD DOOR, WOOD VENEER FACES

GLAZING TYPE LEGEND (SEE DOOR SCHEDULE):
[GF-1] = CLEAR, FULLY TEMPERED, FIRE RESISTANT GLASS
[GF-2] = CLEAR, FULLY TEMPERED, FIRE RESISTANT GLASS
[GF-3] = CLEAR, FULLY TEMPERED, FIRE RESISTANT GLASS
[GT-1] = CLEAR, FULLY TEMPERED GLASS
[GT-3] = PATTERNED GLASS

*REFER TO GLAZING SCHEDULE IN SPECIFICATIONS FOR GLAZING TYPES
DEFINED
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FULLY SPRINKLERED

Drawing Title

DIRECTOR OF
SPECIALTY
CARE

Project Title

Location

Checked

Building Number

Project Number

Drawing Number

Approved

Dwg.          of

Date

CONSULTANTS: ARCHITECT/ENGINEERS: Office of
Construction
and Facilities
Management

o
n
e
 
e
ig
h
th
 
in
c
h
 
=
 
o
n
e

o
n
e
 
e
ig
h
th
 
in
c
h
 
=
 
o
n
e

o
n
e
 
e
ig
h
th
 
in
c
h
 
=
 
o
n
e

o
n
e
 
e
ig
h
th
 
in
c
h
 
=
 
o
n
e

fo
o
t

fo
o
t

fo
o
t

fo
o
t

1
6
1
6
1
6
1
6

88 88
44 44

00 00

BBBB

AAAA

EEEE

th
re
e
 
in
c
h
e
s
 
=
 
o
n
e

th
re
e
 
in
c
h
e
s
 
=
 
o
n
e

th
re
e
 
in
c
h
e
s
 
=
 
o
n
e

th
re
e
 
in
c
h
e
s
 
=
 
o
n
e

fo
o
t

fo
o
t

fo
o
t

fo
o
t

6
"
6
"
6
"
6
"

11 11
00 00

6
"
6
"
6
"
6
"

o
n
e
 
a
n
d
 
o
n
e
 
h
a
lf
 
in
c
h
e
s 
=
 
o
n
e

o
n
e
 
a
n
d
 
o
n
e
 
h
a
lf
 
in
c
h
e
s 
=
 
o
n
e

o
n
e
 
a
n
d
 
o
n
e
 
h
a
lf
 
in
c
h
e
s 
=
 
o
n
e

o
n
e
 
a
n
d
 
o
n
e
 
h
a
lf
 
in
c
h
e
s 
=
 
o
n
e

fo
o
t

fo
o
t

fo
o
t

fo
o
t

o
n
e
 
in
c
h
 
=
 
o
n
e

o
n
e
 
in
c
h
 
=
 
o
n
e

o
n
e
 
in
c
h
 
=
 
o
n
e

o
n
e
 
in
c
h
 
=
 
o
n
e

fo
o
t

fo
o
t

fo
o
t

fo
o
t

22 22
00 00

6
"
6
"
6
"
6
"

6
"
6
"
6
"
6
"

00 00
22 22

th
re
e
 
q
u
a
rt
e
rs
 
in
c
h
 
=
 
o
n
e

th
re
e
 
q
u
a
rt
e
rs
 
in
c
h
 
=
 
o
n
e

th
re
e
 
q
u
a
rt
e
rs
 
in
c
h
 
=
 
o
n
e

th
re
e
 
q
u
a
rt
e
rs
 
in
c
h
 
=
 
o
n
e

fo
o
t

fo
o
t

fo
o
t

fo
o
t

o
n
e
 
h
a
lf
 
in
c
h
 
=
 
o
n
e

o
n
e
 
h
a
lf
 
in
c
h
 
=
 
o
n
e

o
n
e
 
h
a
lf
 
in
c
h
 
=
 
o
n
e

o
n
e
 
h
a
lf
 
in
c
h
 
=
 
o
n
e

fo
o
t

fo
o
t

fo
o
t

fo
o
t

44 44
00 00

th
re
e
 
e
ig
h
th
s 
in
c
h
 
=
 
o
n
e

th
re
e
 
e
ig
h
th
s 
in
c
h
 
=
 
o
n
e

th
re
e
 
e
ig
h
th
s 
in
c
h
 
=
 
o
n
e

th
re
e
 
e
ig
h
th
s 
in
c
h
 
=
 
o
n
e

fo
o
t

fo
o
t

fo
o
t

fo
o
t

44 44
00 00

00 00
44 44

88 88

o
n
e
 
q
u
a
rt
e
r 
in
c
h
 
=
 
o
n
e

o
n
e
 
q
u
a
rt
e
r 
in
c
h
 
=
 
o
n
e

o
n
e
 
q
u
a
rt
e
r 
in
c
h
 
=
 
o
n
e

o
n
e
 
q
u
a
rt
e
r 
in
c
h
 
=
 
o
n
e

fo
o
t

fo
o
t

fo
o
t

fo
o
t

VA FORM 08-6231VA FORM 08-6231VA FORM 08-6231VA FORM 08-6231

5555 6666 88887777

FFFF

DDDD

CCCC

99994444333322221111

5555 6666 88887777 99994444333322221111

BBBB

AAAA

EEEE

FFFF

DDDD

CCCC

201

HARRY S. TRUMAN VAMC

TEL  314 725 2927   |   FAX  314 725 2928   |
CHRISTNERINC.COM

168  N  MERAMEC,  SUITE  400   |   ST. LOUIS,  MISSOURI  63105

ARCHITECTS  |  DESIGNERS  |  PLANNERS  |  LANDSCAPE  ARCHITECTS

THE SEAL (S) AND SIGNATURE(S)
APPLY ONLY TO THE DOCUMENT TO
WHICH THEY ARE AFFIXED, AND WE
EXPRESSLY DISCLAIM ANY
RESPONSIBILITY FOR ALL OTHER
PLANS, SPECIFICATIONS,
ESTIMATES, REPORTS, OR OTHER
DOCUMENTS OR INSTRUMENTS
RELATING TO OR INTENDED TO BE
USED FOR ANY PART OF PARTS OF
THE PROJECT.
© COPYRIGHT 2012 CHRISTNER INC.

STRUCTURAL ENGINEER:
KPFF CONSULTING ENGINEERS - ST. LOUIS
1630 DES PERES RD, SUITE 100
SAINT LOUIS, MO 63131

MECHANICAL/ELECTRICAL:
KJWW ENGINEERING CONSULTANTS - ST. LOUIS
#15 SUNNEN DRIVE, SUITE 104
ST. LOUIS, MO    63141

PLUMBING:
303RD ENGINEERING GROUP, LLC
1935 ARSENAL STREET
ST. LOUIS, MO      63118

ESTIMATING:
KWAME BUILDING GROUP
1204 WASHINGTON AVE.  SUITE 200
ST. LOUIS, MO    63103

PRINTED ON ORIGINAL SIZE OF SHEET IS 30" X 42"

Department of
Veterans Affairs

LIFE SAFETY/FIRE PROTECTION:
CODE CONSULTANTS, INC.
2043 WOODLAND PARKWAY, SUITE 300
ST. LOUIS, MO 63146

ACOUSTICAL ENGINEERS:
ACOUSTICONTROL LLC
1709 WASHINGTON AVENUE, LOFT 300
ST. LOUIS, MO 63103

COMMISSIONING:
ZODIAC INTERNATIONAL
16100 CHESTERFIELD PARKWAY, SUITE 365
CHESTERFIELD, MO 63017

ENVIROMENTAL:
EVIRONMENTAL CONSULTANTS, LLC
#6 MEADOW HEIGHTS PROFESSIONAL PARK DR.
COLLINSVILLE, IL
62234 Drawn

INFECTION
CONTROL
PRACTITIONER

CHIEF
ENGINEER

ASSISTANT
DIRECTOR

ASSOCIATE
DIRECTOR OF
PATIENT
SERVICES

CHIEF OF
STAFF

ASSOCIATE
DIRECTOR

MEDICAL
CENTER
DIRECTOR

INTENSIVE CARE
UNIT

INTENSIVE CARE UNIT

9/4/14

589-330

AE611
Checker

OPENING DETAILS

84Author Approver

 1 1/2" = 1'-0"
A4

NURSE STATION/MEDICATION ALCOVE BORROWLITE JAMB CONDITION 2

 1 1/2" = 1'-0"
A3

NURSE STATION/MEDICATION ALCOVE BORROWLITE JAMB CONDITION 1

 3" = 1'-0"
B5

JAMB AT ICU SLIDING DOORS

 3" = 1'-0"
E5

SECTION AT ICU SLIDING DOORS HEAD & SILL

 1/4" = 1'-0"
F1

DOOR ELEVATIONS

 1/4" = 1'-0"
E1

BORROW LIGHT ELEVATIONS
 1/4" = 1'-0"

E3
FRAME ELEVATIONS

 1 1/2" = 1'-0"
D1

DETAIL - TYP PARTITION OPENING (LESS THAN 4'-0" WIDE)

 1 1/2" = 1'-0"
D2

DETAIL - TYPICAL PARTITION OPENING (4'-0" TO 8'-0")

 1 1/2" = 1'-0"
D3

TYPICAL HOLLOW METAL JAMB CONDITIONS AT GYPSUM BOARD PARTITIONS

No. Date Revisions

1 1/14/15 Amendment #4

1



SCHEDULED FLOORING.

FILLER AS REQUIRED FOR

LEVEL TRANSTITION

CENTER PIVOT DOOR

ALIGN FACE OF DOOR

WITH FACE OF ADJACENT

PARTITION

SCHEDULED

FLOORING

FILLER AS REQ'D FOR

LEVEL TRANSITION

CONCRETE SLAB

TOILET SIDE

ROOM SIDE

PIVOT BASE WHERE
OCCURS

EXTRUDED AALUMINUM DRYWALL MOLDING END CLOSURE BEYOND

ROOM SIDETOILET SIDE

PIVOT SET,
WHERE
OCCURS

BOXED
HEADER

A
L
IG

N

STUDS TO STRUCTURE
ABOVE

OF DOOR

EXTRUDED ALUMINUM DRYWALL MOLDING
END CLOSURE  TEMPLATE-ROUTED TO
RECEIVE PIVOT SET AND ROLLER LATCH
WHERE OCCURS

1
 3

/4
"1"

BLOCKING AS REQUIRED FOR PIVOT
INSTALLATION

SEALANT

ROLLER LATCH
WITH ANGLE STOP

STRIKE IN TOP OF
DOOR

LINE OF LAY-IN CEILING IN FOREGROUND AND
BEYOND

OWNER FURNISHED PATIENT LIFT TRACK

EDGE OF EXTRUDED ALUMINUM
TRIM

BULKHEAD TURNS CORNER
FOR ADJACENT DOOR LEAF

ADJACENT PARTITION
FRAMING TURNS CORNER.
SEE PLAN

LIFT SUPPORT AND
BRACING BY LIFT
MANUFACTURER

LAY-IN CEILING IN FOREGROUND AND BEYOND
RESTS ON FLANGE BY LIFT MANUFACTURER

ROOM SIDE

TOILET SIDE

P
A

R
T

IT
IO

N
 T

H
IC

K
N

E
S

S

S
C

H
E

D
U

L
E

D

PIVOT DOOR WITH 1 5/8" RADIUS
HEEL

ALIGN

120.00°

PARTITION THICKNESS

SCHEDULED

A
LI

G
N

WITH DOOR HARDWARE MANUF, TYP.
COORDINATE PIVOT CENTER

DOOR WIDTH

D
O

O
R

 W
ID

T
H

MAX 1/4"

M
A

X
 1

/4
"

16 GA REINFORCING
ANGLE AT OUTSIDE
CORNER

EXTRUDED ALUMINUM
DRYWALL MOLDING
END CLOSURE WITH
TAPEABLE EDGE

EXTRUDED ALUMINUM
DRYWALL MOLDING
END CLOSURE WITH
TAPEABLE EDGE

1
5
0
.0

0
°

CENTER LINE OF LIFT
TRACK, SEE REFLECTED
CEILING PLAN

C7
AE611.1
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OPENING DETAILS – BASE BID, DEDUCT
ALTERNATES 1,2,3,4
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 3" = 1'-0"
B7

THRESHOLD @ PATIENT TOILET ROOM DOORS

 3" = 1'-0"
A7

PATIENT TOILET PIVOT DOOR HEAD DETAIL

 1 1/2" = 1'-0"
C7

PATIENT TOILET DOOR HEAD FRAMING ELEVATION

 3" = 1'-0"
4

PIVOT DOOR JAMB DETAILS
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4'-0" MAX

SEE PLAN FOR
CHASE WIDTH

THROUGH  CEILING1 1/2" = 1'-0"TCSECTION: PARTITION

4
"

LINE OF CEILING

STEEL STUDS
(1) OR (2)
LAYERS
OF GYP BD

SAB (WHERE INDICATED)

SEE DETAIL F6/AE703

BASE

BOTTOM OF DECK

KEYED NOTES:
1. CONCRETE STRUCTURE
2. SCHEDULED PARTITION TYPE
3. FURRING CHANNEL
4. 12 GA ANGLE - 2x2x6 - AT 24" OC WHEN LESS THAN HALF OF THE RUNNER TRACK'S WIDTH IS IN CONTACT WITH THE CONCRETE STRUCTURE.
5. CONDITION - C IS APPLICABLE WHEN FACE OF STEEL STUD IS LESS THAN 1'-0" FROM CONCRETE STRUCTURE.
6. Z-FURRING CLIP AT 1'-0" OC MAX.
7.  6" MAX CANTILEVER OF UNSUPPORTED GYPSUM BOARD BEYOND STEEL STUD FRAMING.
8.  SCHEDULED PARTITION TYPE STUD SPACING.
9.  PROVIDE HEAD-OF-WALL JOINT SYSTEM AROUND FRAMING MEMBERS PENETRATING RATED PARTITION.
10. SLIP-TYPE HEAD JOINT TRACK.
11. EDGE OF GYPSUM BOARD SHOWN DASHED.
12. SEAL JOINT PER F6/AE703.

SECTION - CONDITION A SECTION - CONDITION B

ELEVATION - CONDITION DSECTION - CONDITION C

1

12

2

1

12

3

4

12

2

2

6

1

12

5 7 1

9

10

11

8

.1 1/2" = 1'-0"PHSECTION: PARTIAL HT PTN                                                         PLAN A-A

WOOD BLOCKING

4" STEEL STUDS

1 LAYER 5/8" GYP BD

L-3" X 3" X 1/4" X 3'0" @
4'0" OC AND END OF
PARTITION. WELD TO 3"
X 6"X 3/8" BASE PLATE.
ANCHOR TO FLOOR. W/
(2) 3/8" EXP ANCHORS.
ATTACH TO STEEL
STUDS W/ FASTENERS
@ 8'-0"OC

SCHEDULED BASE

RUNNER TRACK

A-A
AE701

3" X 6" X 3/8" BASE
PLATE. ANCHOR TO
FLOOR. W/(2) 3/8" EXP
ANCHORS.

DOUBLE STUD ANCHORED TO
3" X 3" ANGLE

L-3" X 3" X 1/4" X 3'0"
@ 4'0" OC

FLUSH MOUNT STAINLESS STEEL END WALL PROTECTOR

3 CM SOLID
SURFACE CAP

5/8"x5/8" REVEAL
MOULDING,
PAINTED SEALANT AT GAP, BOTH SIDES OF PARTN

TAPEABLE EDGE TRIM, BOTH SIDES OF
PARTN

2"

W
ID

T
H

P
A

R
T

IT
IO

N

S
E

E
 I
N

T
E

R
IO

R
 E

L
E

V
A

T
IO

N
S

20'-0" MAX.

2
.5

"
3
"

20'-0" MAX.

2 HR FIRE/SMOKE

CEILING LINEPERMANENT LETTERING - TYP
NOTES:
1.  PROVIDE PAINTED STENCIL LETTERING NOT LESS THAN 2 1/2" HIGH,
ABOVE THE CEILING ON BOTH SIDES OF PARTITIONS EXCEPT WITHIN
SHAFTS TO INDICATE PARTITION RATINGS.
2. LETTERED STENCILS SHALL BE APPLIED TO EACH SIDE OF RATED
PARTITIONS AT INTERVALS NOT MORE THAN 20' ON CENTER ON CORRIDOR
SIDES OF PARTITIONS; BUT NO LESS THAN ONCE PER PARTITION LENGTH,
AND AT LEAST ONE MESSAGE PER ROOM ON ROOM SIDE OF PARTITION.
3. USE THE FOLLOWING LANGUAGE FOR STENCILS:

"2HR FIRE BARRIER / SMOKE BARRIER"
"2HR FIRE BARRIER "
"1HR FIRE BARRIER / SMOKE BARRIER"
"1HR FIRE BARRIER "
"LIMIT TRANSFER OF SMOKE"

4. USE SEMIGLOSS PAINT OF COLOR THAT CONTRASTS WITH COLOR OF
SUBSTRATE

PARTITION TYPES SCHEDULE
TYPE THICKNESS MATERIALS

HEIGHT
(GENERAL
NOTE B)

SAB
(NOTE 1)

SECTION
TYPE

NOTES
STC

RATING
(GENERAL
NOTE E)

TEST
NUMBER

(GENERAL
NOTE C)

FIRE
RESISTANCE

RATING
(MINUTES)

A0t 1-1/2"
nom

7/8" FURRING CHANNELS @ 16" OC

I LAYER 5/8" GYP BD ONE SIDE OF STUDS

TC

TC

---- ---- ---- 3 TC sim

A2d 3-1/8"
nom

2-1/2" 16 GA STL STUDS @ 16" OC

I LAYER 5/8" GYP BD ONE SIDE OF STUDS

TD

TD

2" ---- ---- ---- 3 TD sim

B6d 7-1/4"
6" 16 GA STL STUDS @ 16" OC

I LAYER 5/8" GYP BD EACH SIDE OF STUDS

TD

TD

6" ---- ---- 51 ---- TD

B6f 7-1/4"
6" 16 GA STL STUDS @ 16" OC

I LAYER 5/8" GYP BD EACH SIDE OF STUDS

TD

TD

6" 60 U465 51 --- TD

A4t 4-5/8"
nom

4" 16 GA STL STUDS @ 16" OC

I LAYER 5/8" GYP BD ONE SIDE OF STUDS

TD

TC

4" ---- ---- ---- 3 TC sim

A4h 4-5/8"
nom

4" 16 GA STL STUDS @ 16" OC

I LAYER 5/8" GYP BD ONE SIDE OF STUDS

TD

TD

4" ---- ---- ---- 3 TD sim

B4f 5-1/4"
4" 16 GA STL STUDS @ 16" OC

I LAYER 5/8" GYP BD EACH SIDE OF STUDS

TD

TD

4" 60 U465 51 --- TD

STEEL STUDS WOOD STUDS CMU

- NO STUDS OR FURRING NO STUDS OR FURRING NOT USED

0
7/8" FURRING
CHANNELS

1X FURRING STRIPS NOT USED

1 1-5/8" NOT USED NOT USED

2 2-1/2" NOT USED 2"

3 3-5/8" 2 X 3 NOT USED

4 4" 2 X 4 4"

5 NOT USED NOT USED NOT USED

6 6" 2 X 6 6"

7 NOT USED NOT USED NOT USED

8 8" 2 X 8 8"

10 NOT USED NOT USED 10"

12 NOT USED NOT USED 12"

S    SOUND ATTENUATION BLANKETS (2.2 LBS/CU FT
      MIN. DENSITY)
T    THERMAL INSULATION
XX"  HEIGHT OF PARTIAL HEIGHT PARTITION

PARTITION SCHEDULE NOTES:

GENERAL NOTES:

PARTITION TAG PLAN
SYMBOL:

SIZE

SUBLETTER

PARTITION
CONSTRUCTION

XXx

X

PARTITION TYPE

PARTITION TYPES LEGEND

NUMBER DESIGNATES NOMINAL THICKNESS OF STUD OR CMU IN INCHES.

A    FURRING- STEEL FURRING CHANNELS OR STUDS.
B    PARTITIONS- STEEL STUDS.
C    PARTITIONS- STEEL STUDS.
D    PLUMBING CHASE OR SOUND WALL- STEEL STUDS.
E    PLUMBING CHASE OR SOUND WALL- STEEL STUDS.
F    SHAFT WALL.
G    SHAFT WALL.
H    CMU PARTITIONS.
I     NOT USED.
J    CMU PARTITIONS.
K    FURRING- WOOD FURRING STRIPS OR STUDS.
L    PARTITIONS- WOOD STUDS.
M    PARTITIONS- WOOD STUDS.
N    PLUMBING CHASE OR SOUND WALL- WOOD STUDS.
O    NOT USED.
P    SPECIAL PARTITION TYPES AS DETAILED.
Q    PLUMBING CHASE OR SOUND WALL- WOOD STUDS.
R    PARTITIONS- ACOUSTIC PARTITION.
S    PARTITIONS- STAGGERED STEEL STUDS.

SIZES:

PARTITION TYPES:

PARTITION
CONSTRUCTION:
b    SMOKE BARRIER PARTITION CONSTRUCTION
     TO DECK ABOVE.

c    COMBINATION FIRE-RATED/SMOKE BARRIER
     PARTITION CONSTRUCTION TO
     DECK ABOVE.

d    PARTITION CONSTRUCTION
     TO DECK ABOVE.

f    FIRE-RATED PARTITION CONSTRUCTION TO
     DECK ABOVE.

g    PARTITION CONSTRUCTION
     TO UNDERSIDE OF CEILING.

h    PARTITION CONSTRUCTION TO LIMIT THE
     TRANSFER OF SMOKE.

p    PARTIAL HEIGHT PARTITION CONSTRUCTION.

t    PARTITION CONSTRUCTION
     TO ABOVE CEILING.

x    SPECIAL TYPE FOR ADDITIONAL FIRE RATING.

SUBLETTERS:

A.  SECTION TYPE REFERENCES APPLY TO THIS SHEET UNO.

B.  HEIGHTS OF PARTITION ELEMENTS ARE AS FOLLOWS:
TC TO ABOVE CEILING.
TD TO DECK ABOVE.
PART PARTIAL HEIGHT PARTITION.

C.  TEST NUMBERS ARE FOR UNDERWRITERS' LABORATORIES (UL) ASSEMBLIES UNO.

D.  SEAL PENETRATIONS OF FIRE, SMOKE, AND/OR SOUND RATED PARTITIONS, AND
PENETRATIONS OF CORRIDOR SIDE OF PARTITIONS DESIGNATED TO LIMIT THE
TRANSFER OF SMOKE.

E.  STC RATING APPLIES WHERE PARTITION TAG SUBLETTER "S" IS INDICATED.

F.  REFER TO SPECIFICATION CRITERIA FOR CONDITIONS OF USE FOR GYPSUM BOARD
TYPES AND CEMENTITIOUS BACKER UNITS. WHERE CEMENTITIOUS BACKER UNITS
OCCUR AT FIRE-  RESISTANCE RATED ASSEMBLIES, INSTALL PER UL-U457 (60 MINUTES)
OR UL-U474 (120 MINUTES).

G.  REFER TO AE703 FOR TYPICAL STEEL STUD AND GYPSUM BOARD PARTITION
DETAILS.

H.  ALL GYP BD TO BE TYPE "X".

J.  PROVIDE STENCILED IDENTIFICATION OF RATED PARTITION.  REFER TOF1/AE701.

K.  NOT USED.

L.  NOT USED.

M.  REFER TO F6/AE701 FOR TYPICAL GYPSUM BOARD PARTITION PERIMETER RELIEF
AND HEAD-OF-WALL JOINT SYSTEMS.

N.   SEE LIFE SAFETY PLAN FOR LOCATIONS AND RATINGS OF SMOKE- AND FIRE-RATED
PARTITIONS. REFERENCED TEST NUMBERS APPLY ONLY TO PARTITIONS INDICATED TO
BE RATED.

1.  PROVIDE SAB OF INDICATED THICKNESS WHERE PARTITION TAG SUBLETTER "S" IS INDICATED.

2. ALL INTERIOR STUDS ARE TO BE 16 GA @ 16" OC, UNLESS NOTED AS A HEAVIER GAUGE

3. OFFSET STUDS FROM FACE OF WALL OR COLUMN AS REQUIRED FOR PLAN DIMENSIONS.
BRACE STUD FRAMING TO ADJOINING CONSTRUCTION AT 1/4-POINTS OF PARTITION HEIGHT;
EXCEPT STUD FRAMING SHALL BE TO DECK ABOVE AND UNBRACED WHERE ADJOINING BUILDING
EXPANSION JOINTS. REFER TO D9/AE703 FOR TYPICAL FURRING OFFSET DIMENSIONS.

4. AT ACOUSTICAL PARTITIONS WHERE TWO OR MORE LAYERS OF GYP BD EXIST ON EITHER OR
BOTH SIDES OF STUDS, THE SECOND LAYER OF GYP BD SHOULD BE OFFSET BY 4 INCHES SO
THAT THE SEAMS ARE NOT DIRECTLY OPPOSITE ONE ANOTHER

5. AT ALL ACOUSTICAL PARTITIONS AND IN PARTITIONS WITH SUBLETTER "S," TYPE X GYP BD IS
TO BE PROVIDED AND GYP BD SEAMS SHOULD BE OFFSET ONE STUD SPACING SO THAT THE
SEAMS ON EITHER SIDE OF THE STUDS ARE NOT DIRECTLY OPPOSITE ONE ANOTHER. ENTIRE
PERIMETER IS TO BE SEALED WITH ACOUSTICAL CAULK (OR FIRE RATED CAULK AS REQUIRED BY
PARTITION DESIGNATION)

A1t 2-1/4"
nom

1-5/8" STL STUDS @ 16" OC

I LAYER 5/8" GYP BD ONE SIDE OF STUDS

TD

TC

1-1/2" ---- ---- ---- 3 TC sim

A4d 4-5/8"
nom

4" 16 GA STL STUDS @ 16" OC

I LAYER 5/8" GYP BD ONE SIDE OF STUDS

TD

TD

4" ---- ---- ---- 3 TD sim

B4d 5-1/4"
4" 16 GA STL STUDS @ 16" OC

I LAYER 5/8" GYP BD EACH SIDE OF STUDS

TD

TD

4" ---- ---- 51 ---- TD

B4p 5-1/4"
4" 16 GA STL STUDS @ 16" OC

I LAYER 5/8" GYP BD EACH SIDE OF STUDS

PH

PH

4" ---- ---- 51 ---- PH

G4f 5-1/4"
4" 16 GA STL SHAFT WALL STUDS @ 16" OC

2 LAYERS 5/8" GYP BD ONE SIDE OF STUDS

1" GYP BD LINER PANEL

TD

TD

TD

4" 120 V455 --- TD

G6f 7-1/4"
6" 16 GA STL SHAFT WALL STUDS @ 16" OC

2 LAYERS 5/8" GYP BD ONE SIDE OF STUDS

1" GYP BD LINER PANEL

TD

TD

TD

6" 120 V455 --- TD

H8c 7-5/8"
8" NOMINAL CMU TD 8" 120 V455 --- TD

C4f 6-1/2"
4" 16 GA STL STUDS @ 16" OC

2 LAYER 5/8" GYP BD EACH SIDE OF STUDS

TD

TD

4" 120 --- 50 --- TD

B4c 5-1/4"
4" 16 GA STL STUDS @ 16" OC

I LAYER 5/8" GYP BD EACH SIDE OF STUDS

TD

TD

4" 60 U465 51 --- TD

B6h 7-1/4"
6" 16 GA STL STUDS @ 16" OC

I LAYER 5/8" GYP BD EACH SIDE OF STUDS

TD

TD

4" ---- ---- 51 --- TD

B4h 5-1/4"
4" 16 GA STL STUDS @ 16" OC

I LAYER 5/8" GYP BD EACH SIDE OF STUDS

TD

TD

4" --- --- 51 --- TD

F4c 4-5/8"
4" 16 GA STL SHAFT WALL STUDS @ 16" OC

I LAYER 5/8" GYP BD ONE SIDE OF STUDS

1" GYP BD LINER PANEL

TD

TD

TD

4" 60 U455 --- TD

F4f 4-5/8"
4" 16 GA STL SHAFT WALL STUDS @ 16" OC

I LAYER 5/8" GYP BD ONE SIDE OF STUDS

1" GYP BD LINER PANEL

TD

TD

TD

4" 60 U455 --- TD

F6h 6-5/8"
6" 16 GA STL SHAFT WALL STUDS @ 16" OC

I LAYER 5/8" GYP BD ONE SIDE OF STUDS

1" GYP BD LINER PANEL

TD

TD

TD

6" --- TD

R4d 5-1/4"
4" 16 GA STL STUDS @ 16" OC

2 LAYERS 5/8" GYP BD QUIET SIDE OF STUDS

1 LAYER 5/8" GYP BD ON OPPOSITE SIDE

TD

TD

TD

4" ---- ---- 42 ---- TD

R4h 5-1/4"
4" 16 GA STL STUDS @ 16" OC

2 LAYERS 5/8" GYP BD QUIET SIDE OF STUDS

1 LAYER 5/8" GYP BD ON OPPOSITE SIDE

TD

TD

TD

4" ---- ---- 42 ---- TD

E4d 5-1/4"
4" 16 GA STL STUDS @ 16" OC

2 LAYER 5/8" GYP BD ONE SIDE STUDS

TD

TD

6" --- --- 51 --- TD

B2d 3-3/4"
2-1/2" 16 GA STL STUDS @ 16" OC

I LAYER 5/8" GYP BD EACH SIDE OF STUDS

TD

TD

2" --- --- --- --- TD

B4t 5-1/4"
4" 16 GA STL STUDS @ 16" OC

I LAYER 5/8" GYP BD EACH SIDE OF STUDS

TD

TC

4" ---- ---- -- ---- TC

R6d 7-7/8"
6" 16 GA STL STUDS @ 16" OC

2 LAYERS 5/8" GYP BD QUIET SIDE OF STUDS

1 LAYER 5/8" GYP BD ON OPPOSITE SIDE

TD

TD

TD

6" ---- ---- 45 ---- TD

R6h 7-7/8"
6" 16 GA STL STUDS @ 16" OC

2 LAYERS 5/8" GYP BD QUIET SIDE OF STUDS

1 LAYER 5/8" GYP BD ON OPPOSITE SIDE

TD

TD

TD

6" ---- ---- 45 ---- TD

C4d 6-1/2"
4" 16 GA STL STUDS @ 16" OC

2 LAYER 5/8" GYP BD EACH SIDE OF STUDS

TD

TD

4" --- 50 --- TD

C6c 8-1/2"
6" 16 GA STL STUDS @ 16" OC

2 LAYER 5/8" GYP BD EACH SIDE OF STUDS

TD

TD

6" 120 --- 50 --- TD

C4h 6-1/2"
4" 16 GA STL STUDS @ 16" OC

2 LAYER 5/8" GYP BD EACH SIDE OF STUDS

TD

TD

4" --- 50 --- TD

D4d 14-1/2"
4" 16 GA STL STUDS @ 16" OC

1 LAYER 5/8" GYP BD EACH EXP SIDE STUDS

TD

TD

6" --- --- --- --- TD

1

1 1/2" = 1'-0"TDSECTION: PARTITION TO DECK

LINE OF CEILING

STEEL STUDS
(1) OR (2)
LAYERS
OF GYP BD

SAB (WHERE INDICATED)

SEE DETAIL F6/AE703

BASE

BOTTOM OF DECK

SEE DETAIL E5/AE703

.1 1/2" = 1'-0"PCSECTION: PLUMBING CHASE

LINE OF CEILING

STEEL STUDS

(1) OR (2)
LAYERS
OF GYP BD

SAB (WHERE INDICATED)

SEE DETAIL F6/AE703 (SIM)

BASE

BOTTOM OF DECK

SEE DETAIL E5/A0.13 (SIM)

GUSSET REQUIRED AT 1 5/8" &
2 1/2" STL STUDS. PROVIDE
2 1/2" STL STUD GUSSET @
4'-0" O.C. (GYP BD GUSSET
(5/8" X 1'-0" X INSIDE CHASE
WIDTH) ACCEPTABLE FOR
INSIDE CHASE WIDTH LESS
THAN 2'-0")

EXPANSION JOINT WIDTH

FINISH FLOOR

STAINLESS STEEL
COVER PLATE

FACE OF PARTITION

FLOOR SLAB

2-HOUR FIRE
BARRIER

STAINLESS STEEL
FOIL HEAT SHIELD

EXPANSION JOINT COVER

FIRE BLANKET AT  FIRE
RATED PARTITIONS

FACE OF PARTITION

FACE OF STUDS

EXPANSION JOINT COVER

FACE OF PARTITION

FACE OF PARTITION

EXPANSION JOINT WIDTH

FIRE BLANKET AT  FIRE
RATED PARTITIONS

NON SHRINK
GROUT
LEVELING BED AS
REQUIRED

CONTINUOUS
EXTRUDED
GASKET

CONTINUOUS
EXTRUDED
FRAME

TURN BAR

CONTINUOUS EXTRUDED
CENTER PLATE10"

2 9/32" 5 3/16" 2 9/32"

5
/8

"

3 1/2"

OR EJ WI

3"

FINISH FLOOR

CONSTRUCTION DOCUMENTS

FULLY SPRINKLERED
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 1 1/2" = 1'-0"
C8

TYPICAL GYPSUM BOARD PARTITION CLOSURES AT CONCRETE STRUCTURES

 1 1/2" = 1'-0"
C5

RATING LETTERED STENCILS.

 3" = 1'-0"
E7

TYPICAL FLOOR TO WALL EXPANSION JOINT COVER DETAIL

 3" = 1'-0"
F6

TYPICAL WALL-TO-WALL EXPANSION JOINT COVER
 3" = 1'-0"

F7
TYPICAL WALL CORNER EXPANSION JOINT DETAIL

 3" = 1'-0"
F5

TYPICAL FLOOR-TO-FLOOR EXPANSION JOINT COVER

No. Date Revisions

1 1/14/15 Amendment #4



F6
AE703

D5
AE703

F6
AE703

D9
AE703

D3
AE703

18. CONTROL JOINT ON BOTH FACES OF PARTITION.
19. OPENINGS THROUGH GYPSUM BOARD ON ONE SIDE OF FIRE RATED PARTITION SHALL NOT
EXCEED 100 SQUARE INCHES IN ANY 100 SQUARE FEET OF PARTITION AREA AND THE OPENINGS
SHALL BE FIRE BLOCKED.
20. DUCT SHOWN DASHED.  SEE MECHANICAL.
21. TYPICAL COLUMN FURRING AT CONCRETE STRUCTURE (RE: D5/AE701).
22. TYPICAL COLUMN FURRING AT STEEL STRUCTURE (RE: F1/AE703).
23. CONCRETE, MASONRY OR EXISTING WALL PERPENDICULAR TO ELEVATION.

AT OUTLETS ON OPPOSITE
SIDES OF RATED PARTITIONS

30'-0" OC MAX

SINGLE DUCT INTERFERENCE MULTIPLE DUCT INTERFERENCE

CJ CJ

6" 6"6"

2'-0" MIN

1. PARTITION FRAMING PERPENDICULAR TO ELEVATION.
2. FLOOR/ROOF STRUCTURE.
3. PARTITION FRAMING CLOSURE AT CONCRETE STRUCTURE (RE: C8/AE701).
4. OPENINGS AND RECESSED ITEMS THROUGH GYPSUM BOARD ON ONE SIDE OF FIRE RATED
PARTITION GREATER THAN 100 SQUARE INCHES IN ANY 100 SQUARE FEET OF PARTITION AREA
SHALL BE PROTECTED BY 5-SIDED GYPSUM BOARD ASSEMBLY (RE: C3/AE703).
5. HORIZONTAL STEEL BACKING PLATE AT PARTITION MOUNTED ITEMS (RE: C1/AE703).
6. CONTROL JOINT AT JAMBS OF PARTITION OPENING ON BOTH FACES OF PARTITION (RE: D3/AE703).

7. STEEL STUD CRIPPLES.
8. STEEL RUNNER TRACK FOR SPANS UP TO 4'-0" IN WIDTH (RE: D1/AE611).
9. STEEL RUNNER TRACK ON STUD BOXED HEADER FOR SPANS GREATER THAN 4'-0" WIDTH (RE:
D2/AE611).
10. PARTITION OPENING (DOOR, BORROWLIGHT, DUCT, ETC. - SHOWN DASHED).
11. JAMB STUDS (DOUBLE-STUDS TO STRUCTURE ABOVE AT PARTITION OPENINGS GREATER THAN
2'-0" IN WIDTH).
12. STEEL RUNNER TRACK AT OPENING SILL (RE: D1/AE611 - SILL CONDITION).

KEYED NOTES:

13. SLIP-TYPE HEAD JOINT TRACK.  ANCHOR TO STRUCTURE AT 24" OC MAX.
14. STEEL STUD FRAMING.
15. STEEL RUNNER TRACK.
16. PARTITION FRAMING CLOSURE AT STEEL STRUCTURE (RE: F3/AE703).
17. OPENINGS FOR STEEL ELECTRICAL OUTLET BOXES THAT DO NOT EXCEED 16 SQUARE
INCHES IN AREA ARE PERMITTED IN FIRE RATED ASSEMBLIES.  OUTLET BOXES ON OPPOSITE
SIDES OF FIRE RATED ASSEMBLIES SHALL BE SEPARATED BY A MINIMUM HORIZONTAL DISTANCE
OF 2'-0" (RE: B3/AE703).
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KEYED NOTES:
1. PENETRATING CONDUIT, PIPE, ETC.
2. CLOSE PERIMETER JOINT AROUND PENETRATING WORK.  USE ACOUSTICAL
  SEALANT AT NON-RATED PARTITIONS.  USE THRU-PENETRATION FIRE-STOP
  SYSTEM AT RATED PARTITIONS.
3. PIPE SLEEVE - CLOSE PERIMETER JOINT WITH GYP COMPOUND AT
  GYP BD PARTITIONS (MORTAR AT MASONRY PARTITIONS).
4. OFFSET "BACK-TO-BACK" BOXES - CONNECT WITH CONDUIT, PLUG
  CONDUIT WITH SOUND SEAL MASTIC AFTER WIRING IS PULLED THROUGH.
5. WALL BOX FOR WALL MOUNTED DEVICES - COAT OUTSIDE SURFACES WITH
SOUND SEAL MASTIC TO CLOSE JOINTS AND GAPS, AND SEAL HOLES AT GYP BD
PARTITIONS (GROUT SOLID AROUND DEVICE AT MASONRY).
6. SCHEDULED PARTITION TYPE.

8" MIN (2'-0"
AT RATED
PARTITIONS)

1

2

3

4

5

2

1

2

5

2

6

KEYED NOTES:
1. CORNER BEAD REQUIRED AT OUTSIDE CORNERS.
2. AT PARTITION INTERSECTIONS SECURE STUDS TO HEAD AND FLOOR

TRACKS AND TO INTERSECTING PARTITION FRAMING.
3. LOCATE STUD AT THIS LOCATION AT PARTITION INTERSECTIONS

REGARDLESS OF SPECIFIED STUD SPACING.
4. GYPSUM BOARD.
5. RUNNER TRACK BELOW.
6. LEAD LINING ON PROTECTED ROOM SIDE WHERE SCHEDULED.

1. SEE PARTITION TYPE FOR STUD SIZE AND SPACING TYPE GYP BD
CONTINUES PAST COLUMN FURRING.

2. 3/8" GAP MAX, ACOUSTICAL SEALANT.
3. GYPSUM BOARD ON FURRING CHANNELS OR STUDS - SEE SCHEDULED

PARTITION.
4. CONTINUE GYPSUM BOARD AROUND END STUD - PROVIDE LAYERS AS

REQUIRED BY PARTITION TYPES.
5. RATED MASONRY, CONCRETE, OR STRUCTURE.
6. RUN GYPSUM BOARD CONTINUOUS PAST INTERSECTIONS AT FIRE AND

SMOKE RATED PARTITIONS, IN ACCORDANCE WITH THE PRIORITY CHART.

PRIORITY CHART (LISTED FROM HIGHEST PRIORITY TO LOWEST PRIORITY):

A.  2 HOUR FIRE-RATED/SMOKE BARRIER
B.  2 HOUR FIRE-RATED
C.  1 HOUR FIRE-RATED/SMOKE BARRIER
D.  1 HOUR FIRE-RATED
E.  SMOKE BARRIER
F.  LIMIT TRANSFER OF SMOKE
G.  NON-RATED WALL

2" MIN - 6" MAX; TYP
AT INSIDE CORNERS

NON-RATED CORNER NON-RATED PASSING RATED CORNER RATED PASSING RATED CROSSING RATED TERMINATION AT RATED

STRUCTURE

19843232323321
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7.

8.
9.

10.

11.
12.

SCHEDULED
PARTITION TYPE

FACE OF CONCRETE,
MASONRY OR EXISTING
WALL

PARTITION
TYPE

 DIM, UNO ON
PLAN

A1_

A2_

A3_

A6_

3"

4"

5"

8"

KEYED NOTES:

1. GYPSUM BOARD.
2. CONTROL JOINT:  LOCATE ABOVE AND BELOW INTERIOR PARTITION

OPENINGS AND AT LONG UNINTERRUPTED EXPANSES AT NOT MORE THAN
30'-0" OC.

NON-RATED OR

 1-HOUR RATED PARTITION

(WHI-495-PSU-0824, 0824A)

2-HOUR RATED PARTITION

(WHI-495-PSU-0824, 0824A)

1 2 3

5

4

2

1/2" 1 2 3

5

4

2

1/2"

3"

1. ADDITIONAL STUD AT PARTITION OPENINGS (SHOWN DASHED).
2. ACOUSTICAL SEALANT BETWEEN STEEL STUDS BEHIND CONTROL

JOINT ON EACH SIDE OF THE PARTITION.
3. PACK CAVITY TIGHT WITH FIRE BLANKET INSULATION.

3.
4.

5.

KEYED NOTES:
1. STEEL DECK.
2. DO NOT SECURE GYPSUM BOARD TO SLIP-TYPE HEAD JOINT TRACK.
3. VERTICAL STEEL STUD - HOLD TOP OF VERTICAL STEEL STUD BELOW
SLIP-TYPE HEAD JOINT TRACK PER DIMENSION INDICATED.
4. SCHEDULED PARTITION TYPE.
5. FILL MATERIAL (PER UL HEAD-OF-WALL ASSEMBLY) OVERLAPPING
ADJACENT SURFACES AS REQUIRED BY THE REFERENCED UL ASSEMBLY.
6. SPRAYED FIRE RESISTIVE MATERIAL (WHEN SPECIFIED).
7. FORMING MATERIAL (PER UL HEAD-OF-WALL ASSEMBLY).
8. SLIP-TYPE HEAD JOINT TRACK.
TYPE GYP BD CONTINUES PAST COLUMN FURRING.
9.  14 GA X 6" WIDE STL PLATE AT 2'-0" OC SPANING A MIN OF 2 FLUTES.
ATTACH WITH (2) 3/16" DIA EXPANSION ANCHORS AT EACH END.
10. ACOUSTICAL SEALANT AT EACH SIDE WHERE SAB ARE INDICATED.
11. SOUND ATTENUATION BATTS WHERE SAB ARE INDICATED.
12. CONCRETE.
13. ACOUSTICAL SEALANT.
14. INTERIOR TRIM AT ABUTTING DISSIMILAR MATERIALS.
15. ABUTTING DISSIMILAR MATERIAL, STRUCTURAL MEMBER, OR
EXTERIOR WALL ASSEMBLY - ATTACH STEEL STUD TO ABUTTING
DISSIMILAR MATERIAL, STRUCTURAL MEMBER, OR EXTERIOR WALL
ASSEMBLY.  DO NOT ATTACH GYPSUM BOARD TO STEEL STUD AT THIS
LOCATION.
16. FACE LAYER OF PARTITION - HOLD AWAY FROM ABUTTING SURFACE.
17. STEEL STUD REQUIRED AT THIS LOCATION REGARDLESS OF TYPICAL
STEEL STUD SPACING.  ATTACH GYP BD TO STEEL STUD AT THIS
LOCATION.
18. ACOUSTICAL SEALANT AT EACH SIDE AT FIRE RATED AND SMOKE
RATED PARTITIONS AND WHERE SAB INDICATED.
19. TOP OF GYP BD AT HIGH SIDE OF FLUTES.  COPE GYP BD TO FIT DECK
PROFILE.  1" GAP BETWEEN GYP BD AND BOTTOM OF STEEL DECK.
20. SAB IN FLUTES OF STEEL DECK WHERE SAB ARE INDICATED.

UL#HW-D-0384 UL#HW-D-0384

UL#HW-D-0384 UL#HW-D-0384 UL#HW-D-0106
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)
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SECTION - PERPENDICULAR TO CONCRETE ON STEEL DECK

1 OR 2 HOUR RATED

SECTION - PARALLEL TO CONCRETE ON STEEL DECK

1 OR 2 HOUR RATED

SECTION - PERPENDICULAR TO

STEEL ROOF DECK

1 OR 2 HOUR RATED

SECTION - PARALLEL TO

STEEL ROOF DECK

1 OR 2 HOUR RATED

SECTION - PERPENDICULAR TO CONCRETE ON STEEL DECK

NON-RATED

SECTION - PARALLEL TO CONCRETE ON STEEL DECK

NON-RATED

SECTION -

BASE OF PARTITION

RATED AND NON-RATED

PLAN - AT DISSIMILAR MATERIALS, STRUCT MEMBERS, OR

EXTERIOR WALL ASSEMBLIES

RATED AND NON-RATED

SECTION -

AT CONCRETE DECK

1 OR 2 HOUR RATED

SECTION -

AT CONCRETE DECK

NON-RATED
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KEYED NOTES:
1. TYP COLUMN FURRING - PARTITION TYPE A1t.
2. STEEL COLUMN.
3. SPRAYED FIRE RESISTIVE MATERIAL (WHEN SPECIFIED).
4. SEE PLAN FOR COLUMN FURRING DIMENSION WHERE OTHER THAN TYPICAL
DIMENSION.
5. INTERSECTING PARTITION WHERE OCCURS.
6. WHERE INTERSECTING PARTITION CONSTRUCTION EXTENDS TO BOTTOM OF
STRUCTURE, EXTEND COLUMN FURRING PARTITION TO BOTTOM OF STRUCTURE TO
MATCH INTERSECTING PARTITION CONSTRUCTION.
7. WHERE INTERSECTING PARTITION INDICATES SAB, PROVIDE SAB WITHIN STUD
FRAMING OF COLUMN FURRING.
8. SCHEDULED PARTITION TYPE.
9. DETAIL APPLICABLE WHERE FACE OF PARTITION PASSES SPRAYED FIRE RESISTIVE
MATERIAL AT FIRE-RATED PARTITIONS.  SCHEDULED PARTITION TYPE GYP BD
CONTINUES PAST COLUMN FURRING.

10. 1" MIN CLEARANCE BETWEEN STEEL STUDS AND SPRAYED FIRE RESISTIVE
MATERIAL.
11. REFER TO "PLAN - TYP INTERIOR COLUMN FURRING" FOR TYPICAL DIMENSION.
12. 3/8" GAP MAX, ACOUSTICAL SEALANT.
13. FIRE RATED AND/OR SMOKE BARRIER PARTITION INTERSECTING COLUMN
FURRING.  TERMINATE PARTITION AT SPRAYED FIRE RESISTIVE MATERIAL.
CONTINUE GYP BD AROUND END STUD (LAYERS AS REQUIRED BY SCHEDULED
PARTITION).

NOTE: REFER TO PROJECT DETAILS FOR FIRE RATED GYP BD COLUMN
ENCLOSURE (WITHOUT SPRAYED FIRE RESISTIVE MATERIAL)

COL

COL

COL

COL

SEE PLAN

PLAN - TYP INTERIOR COLUMN

FURRING

PLAN - PARTITION INTERSECTING COLUMN

FURRING

PLAN - PARTITION PASSING COLUMN

FURRING

PLAN - PARTITION AT  COLUMN

FURRING

RATED

NON-
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KEYED NOTES:
1. STEEL DECK
2. SPRAYED FIRE RESISTIVE MATERIAL ON STEEL DECK (WHEN SPECIFIED).
3. SPRAYED FIRE RESISTIVE MATERIAL ON STEEL FRAMING MEMBER (WHEN
SPECIFIED).
4. Z-FURRING CHANNEL CLIP AT 1'-0" OC.
5. INSTALL SLIP-TYPE HEAD JOINT TRACK, Z-FURRING CHANNEL AND OTHER SIMILAR
ELEMENTS PRIOR TO APPLYING SPRAYED FIRE RESISTIVE MATERIAL.  REMOVE
EXCESS MATERIAL FROM TRACK AND FURRING MEMBER FLANGE BEYOND REQUIRED
THICKNESS.  SEAL JOINT PER F6/AE703.
6. SCHEDULED PARTITION TYPE.
7. CONDITION C IS APPLICABLE WHEN FACE OF STEEL STUD IS LESS THAN 1'-0" FROM
STEEL FRAMING MEMBER OR SPRAYED FIRE RESISTIVE MATERIAL (WHEN SPECIFIED).

8.  AT EXTERIOR WALLS EXTEND FRAMING, GYPSUM BOARD, VAPOR RETARDER,
INSULATION, ETC. TO BOTTOM OF STEEL DECK; UNO.
9.  6" MAX CANTILEVER OF UNSUPPORTED GYPSUM BOARD BEYOND STEEL STUD
FRAMING.
10. PROVIDE HEAD-OF-WALL JOINT SYSTEM AROUND STEEL FRAMING MEMBERS
PENETRATING RATED PARTITIONS.
11. SCHEDULED PARTITION TYPE STUD SPACING.
12. STEEL RUNNER TRACK.
13. SLIP-TYPE HEAD JOINT TRACK.
14. EDGE OF GYPSUM BOARD (SHOWN DASHED).

HEAD-OF-WALL JOINT SYSTEM

SECTION - CONDITION A SECTION - CONDITION B

ELEVATION - CONDITION DSECTION - CONDITION C
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STEEL BACKING PLATE GENERAL NOTES:

A. TYPICAL STEEL BACKING PLATE ASSEMBLY FOR HANDRAILS, GRAB BARS,
TOILET ACCESSORIES, CASEWORK AND OTHER ELEMENTS REQUIRING
SUPPLEMENTAL SUPPORT.

B. COORDINATE STEEL BACKING PLATE LOCATIONS WITH MOUNTING HEIGHT
AND ACCESSORY MANUFACTURER MOUNTING INSTRUCTIONS.

C. STEEL BACKING PLATE ASSEMBLY FOR LOADS UP TO 100 LBS/FT OR A 250
LBS POINT LOAD.

KEYED NOTES:

1. STEEL STUDS AT STEEL BACKING PLATE.  DOUBLE STUDS AT END OF
PARTITIONS.

2. 3 - #8 PAN HEAD SHEET METAL SCREWS.

3. MIN 6"x16 GA STEEL RUNNER TRACK WITH FLANGES COPED AND BENT AT
VERTICAL STUDS.  ATTACH STEEL BACKING PLATE TO A MINIMUM OF 3 STUDS
AND EXTEND STEEL BACKING PLATE A MINIMUM OF 6" BEYOND FIRST AND
LAST STUD.

6"
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 1/2" = 1'-0"
C4

ELEVATION - TYPICAL GYPSUM BOARD PARTITION FRAMING
 1 1/2" = 1'-0"

C3
SECTION - PARTITION PENETRATIONS

 1 1/2" = 1'-0"
D5

PLAN DETAIL - TYPICAL PARTITION INTERSECTIONS
 1 1/2" = 1'-0"

D9
TYP GYP BD FURRING AT WALLS

 1 1/2" = 1'-0"
D3

PLAN DETAIL - TYPICAL GYPSUM BOARD CONTROL JOINTS

 1 1/2" = 1'-0"
F6

TYPICAL GYPSUM BOARD PARTITION PERIMETER RELIEF& HEAD OF WALL

 1 1/2" = 1'-0"
F1

TYPICAL GYPSUM BOARD COLUMN FURRING AT STEEL FRAMING MEMBERS
 1 1/2" = 1'-0"

F3
SECTION - TYP GYPSUM BOARD PARTITION CLOSURES AT STEEL STURUCTURES

 1 1/2" = 1'-0"
C1

DETAIL - TYPICAL STEEL BACKING PLATE
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ELEVATION - STANDING HEIGHT BASE CABINETS

ELEVATION - SITTING HEIGHT BASE CABINETS

ELEVATION - WALL CABINETS

ELEVATION - TALL CABINETS

ELEVATION - UPPER CABINETS

BOS BH BH2

D20

C12C1 C2 C22 C42 C4

D21 D40

D12

D32

D14

D23 D30 D40

D14

D24 SP SP2 SP3KPR
KPL

WOS WH
WHL

WH2 WG WG2 WSS WGS WUS

TOS TH TH2 TG TG2 TSS TGS

UOS UH UH2 UG UG2 USS UGS UUS

SPS

BW BW2

ELEVATION - UNDERCOUNTER OPENINGS

XEQ XKS XCS

ELEVATION - ADJUSTABLE SHELVING

CONDITION

QUANTITY

SHELF SECTION

CONDITION

QUANTITY

BOS BHR

BHL

BH2 C1 C22 D21D20 D30D22 SPR
SPL

SP2

3/4"

1
 1

/2
"

7
'-
0
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1
'-
0
"

7
'-
0
"

TW

D3U

C5

D2X

BD2
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1
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1
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D23

WS2

D4Z SPF

D1S

BSS

CW

6
 1

/2
"

(86" TALL UNO; 1 FIXED AT CENTER AND 4 ADJUSTABLE SHELVES, UNO)

TOS TH TH2 TG TG2 TSS TGS

AOS-A (#) AOS-B (#)

CONDITION

(SEE PLAN OR ELEVATION)

QUANTITY

ADJOINING CONSTRUCTION
(WHERE OCCURS)

PL SHELVES

SHELF STANDARDS
AND BRACKETS

WIRE MOLD (WHERE OCCURS)

TOP OF BACK SPLASH

COUNTERTOP

BOTTOM OF STANDARD IS AT TOP
OF BACK SPLASH
(OR TOP WIRE MOLD WHERE OCCURS)

2 SOLID HINGED
DOORS

1/4"=1'-0"

1/4"=1'-0"

OPEN SHELVES

1 SOLID HINGED DOOR

2 SOLID
HINGED
DOORS

2 FRAMED
GLASS

HINGED DOORS

2 SOLID
SLIDING
DOORS

2 FRAMED
GLASS

SLIDING DOORS
1 FRAMED GLASS

HINGED DOOR

EQ SPACES @2" MIN 2" MIN

6" MAX 6" MAX16" OC MAX

SHELF LENGTH-SEE
ELEV OR PLAN (8'-0" MAX)

1/4" SPACE

ADJOINING CONSTRUCTION
(WHERE OCCURS)

PL SHELVES (U.N.O.)
INSTALL TOP SHELF AT
LEAST 2'-0" BELOW CEILING

SHELF STANDARDS
AND BRACKETS

DEPTH -  1'-0" UNO

PL ON 1"
SUBSTRATE

BRACKET

STANDARD

ADJUSTABLE SHELVING NOTES:

COORDINATE PARTITION STUD

SPACING AND SHELF STANDARD

LOCATION FOR BALANCED LAYOUT

IN LENGTH OF SHELF. ANCHOR

STANDARDS TO STUDS.

EQ SPACES @2" MIN 2" MIN

6" MAX 6" MAX16" OC MAX

SHELF LENGTH-SEE
ELEV OR PLAN (8'-0" MAX)

1/4" SPACE

B
A

C
K

S
P

L
A

S
H

TW

1 SOLID HINGED
DOOR

W/ 1 FIXED SHELF &
COAT HOOKS, 1

DRAWER

(SEE PLAN OR ELEVATION)

PROVIDE 3
COAT HOOKS
MTD. TO SIDES
& BACK AT 5'-
3" AFF.

(15" CABINET DEPTH, UNO; NO ADJUSTABLE SHELF AT 16" HIGH UNIT; 1 ADJUSTABLE SHELF AT 24" HIGH UNIT; 2 ADJUSTABLE SHELVES AT 30" AND 36"

HIGH UNITS)

1 SOLID HINGED DOOR

(OPP HAND)
1 FRAMED GLASS

HINGED DOOR

2 FRAMED GLASS
HINGED DOORS

 2 SOLID SLIDING
DOORS

2 FRAMED GLASS
SLIDING DOORS

2 UNFRAMED GLASS
SLIDING DOORS

1/4"=1'-0"

2 SOLID
HINGED DOORS

OPEN SHELVES 2 SOLID HINGED DOORS
OVER OPEN SHELF

(COUNTER-MOUNTED; 48" TALL UNO; 3 ADJUSTABLE SHELVES, UNO)

OPEN SHELVES

1 SOLID HINGED DOOR

2 SOLID
HINGED DOORS 1 FRAMED GLASS

HINGED DOOR

2 FRAMED GLASS
HINGED DOORS

2 SOLID
SLIDING DOORS

2 FRAMED GLASS
SLIDING DOORS

2 UNFRAMED
GLASS SLIDING

DOORS

1/4"=1'-0"

(34" AND 36" HIGH; 1 ADJUSTABLE SHELF AT CABINETS, UNO)

(W=15,18,21,24)
4 EQUAL

DRAWERS

(W=15,18,21,24) (W=30,36,42,48)

SINK BASE-PANEL / 1
SOLID HINGED

DOOR (NO SHELF)

KPL (OPP HAND) (W=60)

PANEL PANELBLIND
PANEL

PANEL

SLOPED
REMOVABLE
PANEL

ADJOINING
CABINET OR
END SUPPORT
PANEL

PANEL / 1
SOLID

HINGED
DOOR

(W=48)

FILE

FILE

(W=24)

PARTITION BEYOND

1/4"=1'-0"

(W=15,18,21,24)

2 EQUAL DRAWERS
OVER 2 EQUAL

DRAWERS

(W=30,36,42,48)

3 EQUAL DRAWERS2 EQUAL DRAWERS

(W=18,21,24)
2 EQUAL OVER

1 DRAWERS

(W=30,36,42,48)
4 EQUAL DRAWERS

(W=18,24)
2 EQUAL OVER

3 EQUAL
DRAWERS

4 EQUAL
DRAWERS,
2 OVER 3

SINK BASE PANEL/
2 SOLID HINGED

DOORS
(NO SHELF)

SINK BASE 2 PANELS/
2 SOLID HINGED DOORS

(NO SHELF)

SINK BASE PANEL/
SLOPED REMOVABLE PANEL

FILE

3 UNEQUAL DRAWERS

(W=15,18,21)(W=24,30,36,42,48)

1 DRAWER,
PERMANENT

DIVIDER

(W=30,36)
4 PULL-OUT TRAYS

+ OPEN BASE

SINK BASE-PANEL
/ FIXED  LOWER

PANEL

PANEL

OPEN SHELVES
(2 ADJ SHELVES) 1 SOLID HINGED DOOR 1 DRAWER/ 1 SOLID

HINGED DOOR
2 DRAWERS/ 1 SOLID

HINGED DOOR

OPEN

FILE

2 SOLID
HINGED DOORS

2 SOLID HINGED DOORS
(NO BOTTOM, NO SHELF)

1 DRAWER/
2 SOLID

HINGED DOORS

2 DRAWERS/
2 SOLID HINGED

DOORS

4 DRAWERS/
2 SOLID HINGED

DOORS
1 SOLID HINGED

DOOR (NO BOTTOM,
NO SHELF)

4 DRAWERS/ 1
SOLID HINGED

DOOR

(W=15,18,21,24)
1 OVER 4 EQUAL

DRAWERS

(W=30,36,42,48)
1 OVER 4 EQUAL DRAWERS1 OVER 2 EQUAL DRAWERS

(W=18,21,24)

5 DRAWERS/ 1
FULL SOLID

HINGED DOOR

1 OPEN SHELF
1 DRAWER

(W=18,21,24)
1 OVER 2 EQUAL SHELVES

(W=24)

1 FULL SOLID
HINGED DOOR

(24" OR 30" HIGH; 1 ADJUSTABLE SHELF AT CABINETS, UNO)

1 SOLID HINGED DOOR

(OPP HAND)
1 DRAWER/ 1 SOLID

HINGED DOOR SINK BASE-PANEL/ 1
SOLID HINGED DOOR

(NO SHELF)

(OPP HAND)

PANEL

EQUIPMENT OPENING KNEE SPACE COMPUTER KNEESPACE

(W=24,30,36,42,48) (W=30,36,42,48) (W=36,42,48)

CTR TOP

ADJ CASEWORK

OR SUPPORT

PANEL

ADJ CASEWORK

OR SUPPORT

PANEL

CTR TOP CTR TOP

GROMMET

KEYBOARD TRAY

(OFOI)

UNDERCOUNTER OPENING NOTES:

1. PROVIDE END SUPPORT PANEL AT

END OF COUNTER TOP.

2. PROVIDE A GROMMET AT EACH
UNDERCOUNTER OPENING:  WHERE TWO
OR MORE UNDERCOUNTER OPENINGS ARE
ADJACENT, A GROMMET SHALL BE
PROVIDED AT EACH UNDERCOUNTER
OPENING.

FILE
FILE

(W=24)
2 SOLID

HINGED DOORS

2 DRAWERS/
2 SOLID HINGED

DOORS
2 EQUAL DRAWERS

(W=18,21,24)OPEN SHELVES
2 EQUAL DRAWERS

OVER
1 DRAWER

3 EQUAL DRAWERS2 EQUAL DRAWERS
OVER

2 EQUAL DRAWERS

SINK BASE/ PANEL/
2 SOLID HINGED

DOORS
(NO SHELF)

(W=18)

GROMMETGROMMET

LATERAL FILE
CABINET

2 SOLID
SLIDING DOORS

BB
PULL OUT

DOOR MOUNTED
WASTE BINS

INTERMEDIATE
PANEL

OPEN

1
0
"

9
"

PUNCH
CODE
LOCKS

T2

GENERAL CASEWORK NOTES

INTEGRAL SINK SCHEDULE

TAG MATERIAL SINK SIZE & MODEL

1.  NOT ALL CASEWORK TYPES ON THIS SHEET ARE USED. REFER TO FLOOR

PLANS FOR LOCATIONS AND TYPES REQUIRED. REFER TO FLOOR PLANS AND

INTERIOR ELEVATIONS FOR OTHER CUSTOM CASEWORK ASSEMBLIES NOT

IDENTIFIED BY CASEWORK TYPE DESIGNATIONS. REFER TO ROOM FINISH

SCHEDULE FOR CASEWORK FINISH DESIGNATIONS.

2.  CASEWORK SHALL BE PLASTIC LAMINATE UNO.

4.  TYPICAL COUNTERTOPS  DEPTH AT WALL CONDITIONS SHALL BE 2' - 1"

INCLUDING BACK SPLASH AND FRONT OVERHANG, UNO.

5.  OVERALL LENGTH OF COUNTERTOPS SHALL BE DETERMINED BY CASEWORK

TYPE SIZES PLUS FILLER(S), AND/OR DIMENSIONS INDICATED. COUNTERTOPS

SHALL OVERHANG 1" AT ENDS OF CABINET RUNS AND AT FRONT OF BASE,

UNO.

6.  PROVIDE MINIMUM 1" FILLER BETWEEN CASEWORK UNIT AND ADJOINING

CONSTRUCTION. PROVIDE FILLER PANELS BETWEEN BACKS OF CABINETS AND

THE ADJOINING CONSTRUCTION, AND AT EXPOSED ENDS WHERE CABINETS ARE

SET BACK-TO-BACK. PROVIDE 1" FILLER BETWEEN TALL CABINETS AND

ADJOINING CASEWORK.

7.  AT "WALL-TO-WALL" CASEWORK ASSEMBLIES WHERE UNDERCOUNTER

OPENINGS OCCUR, DIMENSIONS FOR OPEN SPACES SHALL BE DETERMINED IN

THE FIELD. IF MORE THAN ONE OPEN SPACE IS INDICATED, THE AVAILABLE

SPACE SHALL BE EVENLY DISTRIBUTED, UNO.

8.  DRAWER UNITS IDENTIFIED AS "FILE" SHALL BE SIZED TO ACCOMMODATE

PENDAFLEX HANGING FILE FOLDER.

9.  PROVIDE FULL THICKNESS (1 1/4") COUNTERTOP AT UNDERCOUNTER

OPENINGS FOR PLASTIC LAMINATE AND SOLID SURFACE MATERIAL

COUNTERTOPS.

10.  SINKS INTEGRAL WITH COUNTERTOP MATERIAL SOLID SURFACE MATERIAL

 ARE SCHEDULED ON THE ARCHITECTURAL DRAWINGS. REFER TO PLUMBING
DOCUMENTS FOR SERVICE FITTINGS AND OTHER PLUMBING FIXTURES.

11.  PROVIDE CLOSURE PANEL BETWEEN TOP OF WALL, UPPER AND/OR TALL

CABINETS, AND BOTTOM OF CEILING, UNO. CLOSURE PANEL TO MATCH CABINET

FINISH.

12.  COORDINATE UTILITY ROUGH-IN PROVISIONS FOR EQUIPMENT TO BE

LOCATED INSIDE CABINETS. REFER TO MECHANICAL/ELECTRICAL DOCUMENTS

FOR DEVICES TO BE MOUNTED FLUSH IN BACK OF CABINETS.

SINKS INTEGRAL WITH COUNTERTOPS:

TYPE A NOT USED

20"D x 18"W

13.  FOR CABINETS TYPES ILLUSTRATED ON THIS SHEET THAT MAY BE HANDED
(RIGHT SWINGING DOOR, LEFT SWINGING DOOR, ETC.), REFER TO INTERIOR
ELEVATIONS FOR CORRECT CABINET HANDING.

3.  COUNTERTOPS SHALL BE SOLID SURFACE MATERIAL OR STAINLESS
STEEL, UNO.  REFER TO FINISH SCHEDULE FOR LOCATIONS OF STAINLESS
STEEL OR SOLID SURFACE MATERIAL COUNTERTOPS.  SEAL JOINTS
BETWEEN BACK SPLASH AND ADJOINING CONSTRUCTION.

14.  PROVIDE A WALL BUMPER WHEREVER A SWINGING CABINET DOOR HANDLE
COMES IN CONTACT WITH THE GYPSUM WALL BOARD SURFACE OF AN ADJACENT
PARTITION.

TYPE B

TYPE C

SS

SM

NOT USED

DOUBLE BOWL, EACH BOWL 18"W x 15"D

CASEWORK DESIGNATION LEGEND

UNIT SPECIFICATIONS

UNIT CATEGORY

UNIT OR OPENING DEPTH DIMENSION

UNIT OR OPENING WIDTH DIMENSION

(SEE INTERIOR ELEVATIONS)

36   24   36    B   HL

BLANK, DIMENSIONS (--) TO BE VERIFIED IN FIELD
CLEAR OPENING WIDTH AT XEQ, XKS, AND XCS.
LENGTH OF SHELF AT AOS.

(IN INCHES)

 (IN INCHES)

A = ADJUSTABLE SHELF

B = BASE CABINET

C = COMBINATION BASE CABINET

D = DRAWER BASE CABINET

E = SPECIALTY BASE CABINET

F = FLAMMABLE LIQUID STORAGE CABINET

H = FUME HOOD BASE CABINET

J = CORNER WALL CABINET

K = CORNER BASE CABINET

P = PANEL UNIT

R = RECESSED CABINET

S = SINK BASE CABINET

T = TALL CABINET

U = UPPER CABINET

W = WALL CABINET

X = UNDERCOUNTER OPENING

Z = LINED ACID STORAGE BASE CABINET

(SEE CASEWORK TYPE ELEVATIONS THIS SHEET)

(SEE CASEWORK TYPE ELEVATION THIS SHEET)

ELEVATION DESIGNATION

UNIT OR OPENING HEIGHT DIMENSION (IN INCHES)

HEIGHT OF COUNTERTOP AT BASE CABINETS OR OPENINGS.
OVERALL HEIGHT OF ALL OTHER UNITS.
HEIGHT OF SHELF STANDARDS AT AOS.

DEPTH OF SHELF AT AOS

TYPICAL CASEWORK ELEVATION LEGEND AND NOTES

1/4"=1'-0"

S1

1" FILLER

TYP.
1" FILLER

361524
WH2

361524
WH2

WALL/UPPER CABINET DESIGNATION

362436
C12

362436
SPF

BASE CABINET DESIGNATION

241884
TH2

TALL CABINET
DESIGNATION

BACK- & SIDE-
SPLASHES AT
ADJOINING
CONSTRUCTION

FINISHED
ENDS -
TYP.

GYP BD SOFFIT, SEE REFLECTED
CEILING PLAN, OR PLAM PER E4/AE500

INTEGRAL
SINK
DESIGNATION

BASE AND WALL CABINETS

4
"

6
" 

A
T

 I
N

T
E

G
R

A
L
 B

A
S

E
4
" 

T
O

E
K

IC
K

 T
Y

P

1
 1

/2
" 1"

2'-1" UNO.

1"

5
'-
0
"

12" UNO.

SOFFIT TO UNDERSIDE OF
CEILING, WHERE OCCURS

BASE CABINET

4
"

2'-1" UNO.

1
 1

/2
"

1"

6
" 

A
T

 I
N

T
E

G
R

A
L
 B

A
S

E
4
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T
O

E
K

IC
K

 T
Y

P

TALL CABINET

6
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A
T

 I
N

T
E

G
R

A
L
 B

A
S

E
4
" 

T
O

E
K

IC
K

 T
Y

P

1"

PLAM CLOSURE PANEL, OR
SOFFIT TO UNDERSIDE OF
CEILING, WHERE OCCURS

2'-1" UNO.

4"

4
"

1
 1

/2
"

1"

6
" 

A
T

 I
N

T
E

G
R

A
L
 B

A
S

E
4
" 

T
Y

P

6
"

2'-1" UNO.

1
'-
1
"

8"

1"

4
"

1
 1

/2
"

5
"

2
'-
3
"

SOLID SURFACE
INTEGRAL SINK - SEE
PLAN FOR TYPE

SIDE PANEL

SOLID SURFACE
INTEGRAL SIDE AND
BACKSPLASH

WALL TYPE PEDAL
VALVES WITH
EXTENDED PEDALS.
SEE PLUMBING

SLOPED PANEL

1'-5" 7"

1
 1

/2
"

3"

PANEL ON MTL
STUD FRAMING

1"

1
 1

/2
"

3
'-
0
"

4
"

2'-1" UNO.

TOE KICK DOOR OPENER WITH
PEDAL, STRIKE AND TENSION SPRING

PULL OUT DOOR
MOUNTED SINLGE
WASTE BIN

4
"

U
N

IT
 H

T
.

1
 1

/4
"

4
"

2'-1" UNO.

1"

3
"

2
 1

/4
"

3
"

2
 1

/4
"

3
"

2
 1

/4
"

3
"

2
 1

/4
"

U
N

IT
 H

T
.

1
 1

/4
"

4
"

2'-1" UNO.

COUNTER SUPPORT
BRACKET- EMBED BRACKET

IN WALL & FINISH GYP BD
EDGES TO EXPOSED FLANGE

PROVIDE BLOCKING AS
REQUIRED

C6

AE720

(12" AT 18" COUNTERS)

1'-6"

1
'-
6
"

METAL BRACKET
HORIZONTAL
SUPPORT ABOVE

FINISH GYP BD EDGES
TO EXPOSED FLANGE
WHERE OCCURS

1
 1

/2
"

2'-1"

2
'-
1
0
"

4"

X 18" W

1'-3" 6"

1
'-
0
"

3
'-
2
"

INTEGRAL SIDE
AND BACKSPLASH

SS SUPPORT PANEL BEYOND

SS INTEGRAL BOWL

1
 1

/2
"

1
 1

/2
"

1
'-
2
"

4
"

1'-0"

METAL LOCKER

SCHEDULED
BASE

3"

WOOD FRAMING
AS REQUIRED

METAL BACKING
AT ANCHORAGE
LOCATIONS, TYP.

ALIGN

PLAM ON 3/4"
SUBSTRATE

1'-6"

62

62

SOLID SURFACE ON
3/4" SUBSTRATE

SLOPED TOP BY
LOCKER MANUF

3
"MAIL SLOT (@ EA

UNIT)

MAIL COLLECTION
SHELF (@ EA UNIT)

1

5
'-
6
" 

A
.F

.F
.

FACE OF PARTITION

1
 1

/2
"

CONT. 1x2 WOOD CLEAT
PAINT TO MATCH  WALL

3
"

P.LAM SHELF AND EDGE

1'-4"

1'-0"

1 1/2" SST ROD W/ BRACKET
AT START, END, & EQUALLY
SPACED AT 3'-0" O.C. MAX

1"

1
 1

/2
"

3
'-
0
"

4
"

2'-1" UNO.

PUSH TO OPEN
AUTO SPRING
CATCH

SOLID SURFACE INTEGRAL
BACKSPLASH

LINEN OR WASTE
CONTAINER

2'-1" UNO.

9
"

8"

1"

4
"

1
 1

/2
"

5
"

2
'-
3
"

SOLID SURFACE
INTEGRAL SINK - SEE
PLAN FOR TYPE

SIDE PANEL

SOLID SURFACE
INTEGRAL SIDE AND
BACKSPLASH

SLOPED PANEL

6"

BACKING PLATE, TYP

CONSTRUCTION DOCUMENTS
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AE720
Checker

TYPICAL CASEWORK ELEVATIONS

52Author Approver

 1/2" = 1'-0"
F1 CASEWORK-BASE AND WALL CABINETS

 1/2" = 1'-0"
F2 CASEWORK-BASE CABINET

 1/2" = 1'-0"
F3 CASEWORK-TALL CABINET

 1/2" = 1'-0"
F4 CASEWORK-END SUPPORT PANEL

 1/2" = 1'-0"
F7 CASEWORK-PATIENT RM SPS SINK BASE

 1/2" = 1'-0"
E4 CASEWORK-TRASH/RECYCLING AT NOURISHMENT

 1" = 1'-0"
C8 SECTION THRU TYPE D4Z CASEWORK

 1" = 1'-0"B5AE500
E6 CASEWORK-COUNTER WITHOUT BASE CABINETS

 3" = 1'-0"E6AE720
C6 SECT. @ BRACE

 1/2" = 1'-0"
F5 CASEWORK-STAINLESS STEEL COUNTER WITH SINK

 1" = 1'-0"C1AE500
E8 SECTION - LOCKER W/ CUBBIES

 1 1/2" = 1'-0"C2AE500
F8 SECTION - COAT ROD & SHELF

 1/2" = 1'-0"
E5 CASEWORK-PATIENT ROOM WASTE/LINEN

 1/2" = 1'-0"
F6 CASEWORK-SPS SINK BASE

No. Date Revisions

1 1/14/15 Amendment #4
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4"
 M

IN
S

E
E

 R
C

P

WIDTH - SEE RCP

S
E

E
 R

C
P

S
E

E
 R

C
P

4"
 M

IN

S
E

E
 R

C
P

S
E

E
 R

C
P

S
E

E
 R

C
P

S
E

E
 R

C
P

S
E

E
 R

C
P

S
E

E
 R

C
P

S
E

E
 R

C
P

S
E

E
 R

C
P

NO. 9 WIRE HUNG FROM
DECK AT 4'-0" OC MAX

1/4" EYE BOLT

LOCK NUT

1/4" DIAMETER WASHER

THREADED SHANK

CEILING

IVT OR CCT

BOTTOM OF DECK

BOTTOM OF DECK

STEEL STUD KICKERS @ 4'-0" 0C
TO STRUCT ABOVE - MATCH
STUD SIZE OF VERTICAL STUDS

CEILING

2X2X20 GA; TYP.

IF WIDTH<4'-0", USE 4" STL
STUDS
IF WIDTH IS BETWEEN 4'-0" AND
8'-0" USE 6" STL STUDS
IF WIDTH > 8'-0" SUSPEND GYP
BD CLNG FROM STRUCTURE
PER DETAIL E6 / THIS SHEET

5/8" GYP BD

STEEL STUDS @ 24" O.C.
STUD SIZE CHART:

4" STEEL STUDS AT
24" OC

4" STEEL STUD
KICKERS AT 4'-0" OC
MAX

1 1/2" CARRYING
CHANNELS AT 4'-0" OC

7/8" FURRING
CHANNEL AT 24" OC

HANGER WIRE AT 4'-0"
OC MAX

CEILING

BOTTOM OF DECK

FACE OF PARTITION OR OTHER
CONSTRUCTION

INT TRIM AT ABUTTING
DISSIMILAR MATERIAL WITH
7/8" WIDE SEALANT JOINT

5/8" GYP BD

5/8" GYP BD

CEILING

STEEL STUDS @ 24" OC
STUD SIZE CHART:

IF WIDTH < 4'-0" USE 4" STL
STUDS
IF WIDTH IS BETWEEN 4'-0"
AND 8'-0" USE 6" STL STUDS
IF WIDTH >8'-0" SUSPEND
GYP BD CEILING FROM
STRUCTURE PER DETAIL
E6 THIS SHEET

BOTTOM OF DECK

FACE OF PARTITION OR OTHER
CONSTRUCTION

2x2x20 GA

INT TRIM AT ABUTTING
DISSIMILAR MATERIAL WITH
3/8" WIDE SEALANT JOINT

BOTTOM OF DECK

4" STEEL STUDS @ 24" 0C

4" STEEL STUD KICKERS @ 4'-0"
0C TO STRUCT ABOVE

CEILING

5/8" GYP
BD

FACE OF PARTITION OR
OTHER CONSTRUCTION

INT TRIM AT ABUTTING
DISSIMILAR MAT. WITH 3/8" WIDE
SEALANT JOINT

3/4" FRTP

1
" 

U
N

O

8" UNO

BOTTOM OF DECK

4" STEEL STUD
KICKERS @ 4'-0" 0C

CEILING

5/8" GYP BD

4" STEEL STUDS AT 24" OC

CARRYING CHANNEL

FURRING CHANNEL

ATTACHMENT; TYPHANGER; TYP

GYPSUM BOARD BACKING
STRIP

FURRING CHANNELS; TYP

STAGGER CARRYING
CHANNELS AT CJ. DO
NOT BRIDGE CJ. WITH
ATTACHMENTS OR
HANGERS

ATTACHMENT; TYP

HANGER; TYP

GYP BDCONTROL JOINT

SECTION

PLAN

2 3/4"

1/2"

6"6"
1/8"=1'-0"

PLAN - CEILING SUSPENSION DIAGRAM AND SEISMIC CRITERIA

B5

A9.40

SUSPENDED CEILING GENERAL NOTES:

(IBC-2009 C-D/E/F, CISCA-3/4)

B6

A9.40

MAIN BEAM

CROSS-TEE

SEISMIC
STABILIZER BAR

HANGER WIRE

PERIMETER
HANGER WIRE

SEISMIC
RETAINING CLIP

LATERAL
FORCE BRACING

LEGEND:

1.  HANGER WIRES: 4'-0" OC EACH WAY (MAX); NOT MORE THAN 6:1 OUT OF PLUMB UNLESS COUNTER
     SLOPING WIRES PROVIDED.
2.  PARTITION ATTACHMENT: CEILING SYSTEM MAY NOT BE USED TO SUPPORT WALLS OR PARTITIONS.
3.  PERIMETER CLOSURE: EDGE MOLDING, 7/8" WIDE (MIN), UNLESS OTHERWISE SCHEDULED.
4.  SEISMIC DESIGN CRITERIA: COMPLY WITH IBC-2009, SECTION 1621 (SEISMIC DESIGN CATEGORY-D/E/F) AND
     CISCA - RECOMMENDATIONS FOR DIRECT-HUNG ACOUSTICAL TILE AND LAY-IN PANEL CEILINGS (SEISMIC
     ZONES 3-4).  NOTE THAT THE FOLLOWING DOES NOT APPLY TO CEILING AREAS OF 144 SF OR LESS
     SURROUNDED BY PARTITIONS THAT CONNECT DIRECTLY TO THE STRUCTURE ABOVE.
A.  PERIMETER CLOSURE CLEARANCE: 1/2" CLEARANCE BETWEEN END OF GRID AND ADJOINING
     CONSTRUCTION ON 2-SIDES; END OF GRID TIGHT TO ADJOINING CONSTRUCTION ON THE OTHER 2-SIDES.
B.  PERIMETER SUPPORT:  PROVIDE PERIMETER HANGER WIRES AT ENDS OF MAIN BEAMS AND CROSS-
     TEES AT 8" (MAX) FROM EACH WALL OR CHANGE IN PLANE.
C.  PERIMETER SPACERS: PROVIDE SLOTTED RETAINING CLIP AT ENDS OF MAIN BEAMS AND CROSS-TEES.
     ANCHOR CLIP TO ADJOINING CONSTRUCTION ON EACH SIDE; ANCHOR CLIP TO BEAMS AND TEES ON 2-
     SIDES (ATTACHED SIDE).
D.  LATERAL FORCE BRACING: PROVIDE SPLAY WIRE BRACING CLUSTERS OF 4-WIRES ATTACHED TO MAIN
     BEAM WITHIN 2" OF CROSS-TEE INTERSECTION. WIRES ARRAYED AT 90-DEG FROM EACH OTHER AND AT
     ANGLE NOT GREATER THAN 45-DEG FROM PLANE OF CEILING. PROVIDE SEISMIC STRUT ATTACHED MAIN
     BEAMS AND STRUCTURE ABOVE AT EACH LATERAL FORCE BRACING LOCATION. RIGID BRACING AND
     SEISMIC STRUT MAY BE USED IN LIEU OF SPLAY WIRES AND SEISMIC STRUT. CONTINUOUS CEILING
     AREA NOT TO EXCEED 2,500SF. LATERAL FORCE BRACING IS NOT REQUIRED AT CEILING AREAS LESS
     THAN 1,000 SF.
E.  PENETRATIONS: CEILING PENETRATIONS (COLUMNS, WALLS, SPRINKLERS, ETC.) AND INDEPENDENTLY
     SUPPORTED FIXTURES OR SERVICES ARE TO BE TREATED AS PERIMETER CLOSURES AND SHALL
     MAINTAIN CLEARANCE AT END OF GRID WITH SUITABLE ESCUTCHEONS OR CLOSURES. EXCEPT WHEN
     RIGID BRACING AND SEISMIC STRUTS ARE USED, PROVIDE SPRINKLER HEADS AND OTHER
     PENETRATIONS WITH 2" OVER-SIZE ESCUTCHEON, SLEEVE, OR ADAPTER THROUGH THE CEILING PANEL
     TO ALLOW 1" FREE MOVEMENT IN ALL HORIZONTAL DIRECTIONS.
F.  FIXTURES AND SERVICES: REFER TO MEP/FP DOCUMENTS AND CISCA REQUIREMENTS FOR SUPPORT
     OF LIGHT FIXTURES AND OTHER SERVICES WITHIN THE CEILING.

B7

A9.40

ATTACHED SIDE

UNATTACHED SIDE

A
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A

C
H

E
D

 S
ID

E

U
N

A
T

T
A

C
H

E
D

 S
ID

E

TYP

TYP

8" MAX (TYP)

(TYP)

A1

90°

90°

45°

45°

45°45°

2"
2"

E

S

W

N

SEISMIC STRUT - ANCHOR TO MAIN BEAM
AND STRUCTURE ABOVE (SHOWN DASHED)

SPLICES AND INTERSECTIONS SHALL BE
MECHANICALLY INTERLOCKING

(4) DIAGONAL SPLAY WIRES

MAIN BEAM

CROSS TEE

 (IBC-2009 D/E/F, CISCA-3/4)

GRID END TIGHT
TO ADJOINING
CONSTRUCTION

SEISMIC SLOTTED
RETAINING CLIP.
FASTEN TO
ADJOINING
CONSTRUCTION
AND MAIN BEAM
OR CROSS-TEE

REFER TO B5/A9.30 FOR TYPICAL NOTES AND DIMENSIONS

 (IBC-2009 D/E/F, CISCA-3/4)3"=1'-0"

ISOMETRIC - ATTACHED SIDE
C2

MAIN BEAM
OR CROSS-TEE

SEISMIC SLOTTED RETAINING
CLIP. FASTEN TO
ADJOINING
CONSTRUCTION

1/4" CLR MIN

EDGE MOLDING

8" MAX

1 MAX

6

 (IBC-2009 D/E/F, CISCA-3/4)

PERIMETER HANGER WIRE

MAIN BEAM
OR CROSS-TEE

1/2" CLR MIN

EDGE MOLDING

8" MAX

1 MAX

3"=1'-0"

ISOMETRIC - UNATTACHED SIDE
C1

BOTTOM OF DECK

STEEL STUD KICKERS @ 4'-0" 0C
TO STRUCT ABOVE - MATCH
STUD SIZE OF VERTICAL STUDS

EXISTING CEILING TO
REMAIN

5/8" GYP BD

2X2X20 GA; TYP.

IF WIDTH<4'-0", USE 4" STL
STUDS
IF WIDTH IS BETWEEN 4'-0" AND
8'-0" USE 6" STL STUDS
IF WIDTH > 8'-0" SUSPEND GYP
BD CLNG FROM STRUCTURE
PER DETAIL E6 / THIS SHEET

STUD SIZE CHART:

STEEL STUDS @ 16" O.C.

CEILING

4" STEEL STUDS AT
24" OC

4" STEEL STUD
KICKERS AT 4'-0" OC
MAX

1 1/2" CARRYING
CHANNELS AT 4'-0" OC

7/8" FURRING
CHANNEL AT 24" OC

HANGER WIRE AT 4'-0"
OC MAX

EXISTING
CEILING TO
REMAIN

BOTTOM OF DECK

FACE OF PARTITION OR OTHER
CONSTRUCTION

INT TRIM AT ABUTTING DISSIMILAR
MATERIAL WITH 7/8" WIDE
SEALANT JOINT

GYP BD

SEE PLAN FOR LOCATION

4
" 

M
IN

BOTTOM OF DECK

FACE OF CONC BEAM

CEILING

1 5/8" STEEL STUDS
@ 24" OC

5/8" GYP BD

4" STEEL STUDS @
24" OC

2x2x20 GA
CLIP ANGLE @ EACH
STUD TO CONC BEAM

MANUFACTURER'S PROFILE FOR
CEILING PANEL EGDE

FINISH CEILING

CEILING-RECESSED PATIENT
LIFT TRACK

1

MANUFACTURER'S CEILING
BRACKET AND SUPPORT
SYSTEM TO DECK

1

UPTURNED PANEL,
TYPICAL AT ENDS

LINEAR CARRIER @ 2'-0" OC

LINEAR PLANK, TYP.

LINEAR FLEECE

ANGLE TO CONCEAL
EXPANSION AND
CONTRACTION BY
INSTALLER

FACTORY APPLIED
LINEAR CLIP

INVERTED GRID TO SUPPORT
FIXTURE AND SECURE TO
STUD TRACK

5/8" GYP BD

4" STEEL STUDS AT 24" OC

4" STEEL STUD KICKERS AT 4'-0" OC MAX

5
 1

/4
"

LIGHT FIXTURE, SEE ELEC

DETERMINED BY CEILING PLANK LAYOUT

7'-7" +/-

EXTEND GYP TO DECK AT
WOOD CEILING

X

AXIOM PERIMETER TRIM

CEILING

5/8" GYP BD

4" STEEL STUD KICKERS
AT 4'-0" OC MAX

CEILING PANEL SYSTEM

AXIOM PERIMETER
TRIM

CEILING

5/8" GYP BD

4" STEEL STUDS AT 24" OC

1/2" MDF
PAINTED WHITE

WD BLOCKING

4'-0"

COVE LIGHTING
SEE ELEC

X

EXTEND GYP TO DECK

1'-0"

LIGHT FIXTURE BEYOND

7
"

X.1

DUCTWORK, SEE
MECHANICAL

3 LAYERS 5/8" TYPE X GYP BD

2 LAYERS 5/8" TYPE X
GYP BD

1" SHAFT LINER PANEL

16 GA J-RUNNERS16 GA J-RUNNERS

UNDERSIDE OF  DECK

SEALANT

SEALANT

BOTTOM OF DECK

4" STL STUDS AT 24" OC

3/4" FRTP BLOCKING AS
REQUIRED BY RECESSED
PROJECTION SCREEN MFR

4" STL STUD KICKERS
AT 4-0" OC

FACE OF PARTN - WHERE
OCCURS

RECESSED PROJECTION
SCREEN; VV

CEILING 1'-0" UNO

EXPANSION JOINT COVER

FACE OF PARTITION

FINISH CEILING

EXPANSION JOINT WIDTH

CEILING GRID TEE

CEILING GRID WALL
ANGLE

HANGER WIRE

EXPANSION JOINT COVER

FINISH CEILING

FACE OF PARTITION

EXPANSION JOINT WIDTH

EXPANSION JOINT COVER

FINISH CEILING

EXPANSION JOINT WIDTH

CEILING GRID TEE

HANGER WIRE

EXPANSION JOINT COVER

FINISH CEILING

EXPANSION JOINT WIDTH

CONSTRUCTION DOCUMENTS

FULLY SPRINKLERED

Drawing Title

DIRECTOR OF
SPECIALTY
CARE

Project Title

Location

Checked

Building Number

Project Number

Drawing Number

Approved

Dwg.          of

Date

CONSULTANTS: ARCHITECT/ENGINEERS: Office of
Construction
and Facilities
Management

o
n
e
 
e
ig
h
th
 
in
c
h
 
=
 
o
n
e

o
n
e
 
e
ig
h
th
 
in
c
h
 
=
 
o
n
e

o
n
e
 
e
ig
h
th
 
in
c
h
 
=
 
o
n
e

o
n
e
 
e
ig
h
th
 
in
c
h
 
=
 
o
n
e

fo
o
t

fo
o
t

fo
o
t

fo
o
t

1
6
1
6
1
6
1
6

88 88
44 44

00 00

BBBB

AAAA

EEEE

th
re
e
 
in
c
h
e
s
 
=
 
o
n
e

th
re
e
 
in
c
h
e
s
 
=
 
o
n
e

th
re
e
 
in
c
h
e
s
 
=
 
o
n
e

th
re
e
 
in
c
h
e
s
 
=
 
o
n
e

fo
o
t

fo
o
t

fo
o
t

fo
o
t

6
"
6
"
6
"
6
"

11 11
00 00

6
"
6
"
6
"
6
"

o
n
e
 
a
n
d
 
o
n
e
 
h
a
lf
 
in
c
h
e
s 
=
 
o
n
e

o
n
e
 
a
n
d
 
o
n
e
 
h
a
lf
 
in
c
h
e
s 
=
 
o
n
e

o
n
e
 
a
n
d
 
o
n
e
 
h
a
lf
 
in
c
h
e
s 
=
 
o
n
e

o
n
e
 
a
n
d
 
o
n
e
 
h
a
lf
 
in
c
h
e
s 
=
 
o
n
e

fo
o
t

fo
o
t

fo
o
t

fo
o
t

o
n
e
 
in
c
h
 
=
 
o
n
e

o
n
e
 
in
c
h
 
=
 
o
n
e

o
n
e
 
in
c
h
 
=
 
o
n
e

o
n
e
 
in
c
h
 
=
 
o
n
e

fo
o
t

fo
o
t

fo
o
t

fo
o
t

22 22
00 00

6
"
6
"
6
"
6
"

6
"
6
"
6
"
6
"

00 00
22 22

th
re
e
 
q
u
a
rt
e
rs
 
in
c
h
 
=
 
o
n
e

th
re
e
 
q
u
a
rt
e
rs
 
in
c
h
 
=
 
o
n
e

th
re
e
 
q
u
a
rt
e
rs
 
in
c
h
 
=
 
o
n
e

th
re
e
 
q
u
a
rt
e
rs
 
in
c
h
 
=
 
o
n
e

fo
o
t

fo
o
t

fo
o
t

fo
o
t

o
n
e
 
h
a
lf
 
in
c
h
 
=
 
o
n
e

o
n
e
 
h
a
lf
 
in
c
h
 
=
 
o
n
e

o
n
e
 
h
a
lf
 
in
c
h
 
=
 
o
n
e

o
n
e
 
h
a
lf
 
in
c
h
 
=
 
o
n
e

fo
o
t

fo
o
t

fo
o
t

fo
o
t

44 44
00 00

th
re
e
 
e
ig
h
th
s 
in
c
h
 
=
 
o
n
e

th
re
e
 
e
ig
h
th
s 
in
c
h
 
=
 
o
n
e

th
re
e
 
e
ig
h
th
s 
in
c
h
 
=
 
o
n
e

th
re
e
 
e
ig
h
th
s 
in
c
h
 
=
 
o
n
e

fo
o
t

fo
o
t

fo
o
t

fo
o
t

44 44
00 00

00 00
44 44

88 88

o
n
e
 
q
u
a
rt
e
r 
in
c
h
 
=
 
o
n
e

o
n
e
 
q
u
a
rt
e
r 
in
c
h
 
=
 
o
n
e

o
n
e
 
q
u
a
rt
e
r 
in
c
h
 
=
 
o
n
e

o
n
e
 
q
u
a
rt
e
r 
in
c
h
 
=
 
o
n
e

fo
o
t

fo
o
t

fo
o
t

fo
o
t

VA FORM 08-6231VA FORM 08-6231VA FORM 08-6231VA FORM 08-6231

5555 6666 88887777

FFFF

DDDD

CCCC

99994444333322221111

5555 6666 88887777 99994444333322221111

BBBB

AAAA

EEEE

FFFF

DDDD

CCCC

201

HARRY S. TRUMAN VAMC

TEL  314 725 2927   |   FAX  314 725 2928   |
CHRISTNERINC.COM

168  N  MERAMEC,  SUITE  400   |   ST. LOUIS,  MISSOURI  63105

ARCHITECTS  |  DESIGNERS  |  PLANNERS  |  LANDSCAPE  ARCHITECTS

THE SEAL (S) AND SIGNATURE(S)
APPLY ONLY TO THE DOCUMENT TO
WHICH THEY ARE AFFIXED, AND WE
EXPRESSLY DISCLAIM ANY
RESPONSIBILITY FOR ALL OTHER
PLANS, SPECIFICATIONS,
ESTIMATES, REPORTS, OR OTHER
DOCUMENTS OR INSTRUMENTS
RELATING TO OR INTENDED TO BE
USED FOR ANY PART OF PARTS OF
THE PROJECT.
© COPYRIGHT 2012 CHRISTNER INC.

STRUCTURAL ENGINEER:
KPFF CONSULTING ENGINEERS - ST. LOUIS
1630 DES PERES RD, SUITE 100
SAINT LOUIS, MO 63131

MECHANICAL/ELECTRICAL:
KJWW ENGINEERING CONSULTANTS - ST. LOUIS
#15 SUNNEN DRIVE, SUITE 104
ST. LOUIS, MO    63141

PLUMBING:
303RD ENGINEERING GROUP, LLC
1935 ARSENAL STREET
ST. LOUIS, MO      63118

ESTIMATING:
KWAME BUILDING GROUP
1204 WASHINGTON AVE.  SUITE 200
ST. LOUIS, MO    63103

PRINTED ON ORIGINAL SIZE OF SHEET IS 30" X 42"

Department of
Veterans Affairs

LIFE SAFETY/FIRE PROTECTION:
CODE CONSULTANTS, INC.
2043 WOODLAND PARKWAY, SUITE 300
ST. LOUIS, MO 63146

ACOUSTICAL ENGINEERS:
ACOUSTICONTROL LLC
1709 WASHINGTON AVENUE, LOFT 300
ST. LOUIS, MO 63103

COMMISSIONING:
ZODIAC INTERNATIONAL
16100 CHESTERFIELD PARKWAY, SUITE 365
CHESTERFIELD, MO 63017

ENVIROMENTAL:
EVIRONMENTAL CONSULTANTS, LLC
#6 MEADOW HEIGHTS PROFESSIONAL PARK DR.
COLLINSVILLE, IL
62234 Drawn

INFECTION
CONTROL
PRACTITIONER

CHIEF
ENGINEER

ASSISTANT
DIRECTOR

ASSOCIATE
DIRECTOR OF
PATIENT
SERVICES

CHIEF OF
STAFF

ASSOCIATE
DIRECTOR

MEDICAL
CENTER
DIRECTOR

INTENSIVE CARE
UNIT

INTENSIVE CARE UNIT

9/4/14

589-330

AE900
Checker

CEILING DETAILS
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 6" = 1'-0"
B6

SECTION - TYPICAL CCT

 1 1/2" = 1'-0"
E5

SECTION - TYPICAL WIDE BULKHEAD
 1 1/2" = 1'-0"

E6
SECTION - TYPICAL LARGE AREA SOFFIT / CEILING

 1 1/2" = 1'-0"
E7

SECTION - TYPICAL WALL SOFFIT

 1 1/2" = 1'-0"
C6

SECTION - TYPICAL DRAPERY POCKET
 1 1/2" = 1'-0"

C7
SECTION - TYPICAL BULKHEAD

 1 1/2" = 1'-0"
B9

SECTION - TYPICAL GYP BD CONTROL JOINT

 1 1/2" = 1'-0"
C3

ISOMETRIC LATERAL FORCE BRACING

 1 1/2" = 1'-0"
F5

SECTION - TYP WIDE BULKHEAD W/ EXIST CLG
 1 1/2" = 1'-0"

F6
SECTION - TYP LARGE AREA SOFFIT / CLG W/ EXIST CLG

 1 1/2" = 1'-0"
F7

SECTION @ BEAM

 3" = 1'-0"
B8

SECTION - MEDICAL EQUIPMENT SUPPORT

 1 1/2" = 1'-0"
F1

WOOD CEILING DETAIL

 1 1/2" = 1'-0"
E1

NURSE STATION SOFFIT DETAIL

 1" = 1'-0"
C4

SECTION AT RATED CEILING

 1 1/2" = 1'-0"
E4

SECTION - RECESSED PROJECTION SCREEN

 3" = 1'-0"
B4

TYPICAL LAY-IN CEILING TO WALL EXPANSION JOINT COVER

 3" = 1'-0"
A8

TYPICAL GYP BD CEILING TO WALL EXPANSION JOINT DETAIL
 3" = 1'-0"

A4
TYPICAL LAY-IN CEILING EXPANSION JOINT COVER

 3" = 1'-0"
A6

TYPICAL GYP BD CEILING EXPANSION JOINT DETAIL

No. Date Revisions

1 1/14/15 Amendment #4



ROOM FINISH SCHEDULE KEYED NOTES

1.  CERAMIC TILE TO 78" AFF.  TILES ON FLOOR TO ALIGN WITH WALL TILE.
2.  6 " HIGH INTEGRAL BASE.
3.  SEE INTERIOR ELEVATIONS AND DETAILS FOR FINISH LOCATIONS.
4.  APPLY 4'-6" BAND OF WF A 1 18" AFF ON SIDELIGHT.
5.  APPLY WF A 1 FROM CURTAIN WALL MULLION TO 6' - 0" AFF.
6.  NOT USED
7.  NOT USED
8.  NOT USED
9.  NOT USED
10.  DEDUCT  ALTERNATE #3 - THIS ROOM IS ELIMINATED; REMAINS PART OF SHELL SPACE AS INDICATED ON PLANS.
11.  MATCH EXISTING FINISHES FROM STAIR AT 1ST FLOOR.

COLOR & MATERIAL LEGEND GENERAL NOTES
A.  WHERE FINISHES CHANGE AT DOORWAYS, THE CHANGE FROM ONE FINISH TO ANOTHER SHALL
     TAKE PLACE UNDERNEATH THE DOOR IN THE CLOSED POSITION.
B.  WHERE FINISHES CHANGE AT CASED OPENINGS, THE CHANGE FROM ONE FINISH TO ANOTHER
     SHALL TAKE PLACE AT THE CENTERLINE OF THE CASED OPENING.
C.  PAINT ALL HOLLOW METAL DOOR FRAMES PT D 3.
D.  RA A 1 TO BE USED WHERE CARPET TRANSITIONS TO RESILIENT FLOOR.
E.  RA B 1 TO BE USED WHERE RESILIENT FLOOR TRANSITIONS TO SEALED CONCRETE.
F.  MT A 1 TO BE USED WHERE TILE OR RESIN FLOOR TRANSITIONS TO RESILIENT.
     SUBFLOOR SHOULD BE FEATHERED UP TO BE LEVEL WITH CERAMIC TILE.
G.  SEE FLOOR PLAN KEYED NOTES FOR WINDOW FILM LOCATIONS AT EXTERIOR WINDOWS.
H.  SEE INTERIOR ELEVATIONS FOR GLASS LOCATIONS.
I.  GROUT & EXPANSION JOINT COVER TO BE SUBMITTED TO ARCHITECT FOR COLOR SELECTIONS.
J.  WINDOW STOOLS TO BE SM-A-2, TYP.
K. BASIS OF DESIGN SELECTIONS ARE LISTED FOR DESIGN INTENT. EQUAL PRODUCTS MAY BE SUBMITTED

SEAM WELD TO BE CONTINUOUS
ENTIRE EXTENT OF  SEAM, TO
UNDERNEATH J-MOLD

INSIDE CORNER

OUTSIDE CORNER

6" INTEGRAL COVE
BASE, TYP.

METAL J-MOLD, TYP

CONSTRUCTION DOCUMENTS

FULLY SPRINKLERED

Drawing Title

DIRECTOR OF
SPECIALTY
CARE

Project Title

Location

Checked

Building Number

Project Number

Drawing Number

Approved

Dwg.          of

Date

CONSULTANTS: ARCHITECT/ENGINEERS: Office of
Construction
and Facilities
Management

o
n
e
 
e
ig
h
th
 
in
c
h
 
=
 
o
n
e

o
n
e
 
e
ig
h
th
 
in
c
h
 
=
 
o
n
e

o
n
e
 
e
ig
h
th
 
in
c
h
 
=
 
o
n
e

o
n
e
 
e
ig
h
th
 
in
c
h
 
=
 
o
n
e

fo
o
t

fo
o
t

fo
o
t

fo
o
t

1
6
1
6
1
6
1
6

88 88
44 44

00 00

BBBB

AAAA

EEEE

th
re
e
 
in
c
h
e
s
 
=
 
o
n
e

th
re
e
 
in
c
h
e
s
 
=
 
o
n
e

th
re
e
 
in
c
h
e
s
 
=
 
o
n
e

th
re
e
 
in
c
h
e
s
 
=
 
o
n
e

fo
o
t

fo
o
t

fo
o
t

fo
o
t

6
"
6
"
6
"
6
"

11 11
00 00

6
"
6
"
6
"
6
"

o
n
e
 
a
n
d
 
o
n
e
 
h
a
lf
 
in
c
h
e
s 
=
 
o
n
e

o
n
e
 
a
n
d
 
o
n
e
 
h
a
lf
 
in
c
h
e
s 
=
 
o
n
e

o
n
e
 
a
n
d
 
o
n
e
 
h
a
lf
 
in
c
h
e
s 
=
 
o
n
e

o
n
e
 
a
n
d
 
o
n
e
 
h
a
lf
 
in
c
h
e
s 
=
 
o
n
e

fo
o
t

fo
o
t

fo
o
t

fo
o
t

o
n
e
 
in
c
h
 
=
 
o
n
e

o
n
e
 
in
c
h
 
=
 
o
n
e

o
n
e
 
in
c
h
 
=
 
o
n
e

o
n
e
 
in
c
h
 
=
 
o
n
e

fo
o
t

fo
o
t

fo
o
t

fo
o
t

22 22
00 00

6
"
6
"
6
"
6
"

6
"
6
"
6
"
6
"

00 00
22 22

th
re
e
 
q
u
a
rt
e
rs
 
in
c
h
 
=
 
o
n
e

th
re
e
 
q
u
a
rt
e
rs
 
in
c
h
 
=
 
o
n
e

th
re
e
 
q
u
a
rt
e
rs
 
in
c
h
 
=
 
o
n
e

th
re
e
 
q
u
a
rt
e
rs
 
in
c
h
 
=
 
o
n
e

fo
o
t

fo
o
t

fo
o
t

fo
o
t

o
n
e
 
h
a
lf
 
in
c
h
 
=
 
o
n
e

o
n
e
 
h
a
lf
 
in
c
h
 
=
 
o
n
e

o
n
e
 
h
a
lf
 
in
c
h
 
=
 
o
n
e

o
n
e
 
h
a
lf
 
in
c
h
 
=
 
o
n
e

fo
o
t

fo
o
t

fo
o
t

fo
o
t

44 44
00 00

th
re
e
 
e
ig
h
th
s 
in
c
h
 
=
 
o
n
e

th
re
e
 
e
ig
h
th
s 
in
c
h
 
=
 
o
n
e

th
re
e
 
e
ig
h
th
s 
in
c
h
 
=
 
o
n
e

th
re
e
 
e
ig
h
th
s 
in
c
h
 
=
 
o
n
e

fo
o
t

fo
o
t

fo
o
t

fo
o
t

44 44
00 00

00 00
44 44

88 88

o
n
e
 
q
u
a
rt
e
r 
in
c
h
 
=
 
o
n
e

o
n
e
 
q
u
a
rt
e
r 
in
c
h
 
=
 
o
n
e

o
n
e
 
q
u
a
rt
e
r 
in
c
h
 
=
 
o
n
e

o
n
e
 
q
u
a
rt
e
r 
in
c
h
 
=
 
o
n
e

fo
o
t

fo
o
t

fo
o
t

fo
o
t

VA FORM 08-6231VA FORM 08-6231VA FORM 08-6231VA FORM 08-6231

5555 6666 88887777

FFFF

DDDD

CCCC

99994444333322221111

5555 6666 88887777 99994444333322221111

BBBB

AAAA

EEEE

FFFF

DDDD

CCCC

201

HARRY S. TRUMAN VAMC

TEL  314 725 2927   |   FAX  314 725 2928   |
CHRISTNERINC.COM

168  N  MERAMEC,  SUITE  400   |   ST. LOUIS,  MISSOURI  63105

ARCHITECTS  |  DESIGNERS  |  PLANNERS  |  LANDSCAPE  ARCHITECTS

THE SEAL (S) AND SIGNATURE(S)
APPLY ONLY TO THE DOCUMENT TO
WHICH THEY ARE AFFIXED, AND WE
EXPRESSLY DISCLAIM ANY
RESPONSIBILITY FOR ALL OTHER
PLANS, SPECIFICATIONS,
ESTIMATES, REPORTS, OR OTHER
DOCUMENTS OR INSTRUMENTS
RELATING TO OR INTENDED TO BE
USED FOR ANY PART OF PARTS OF
THE PROJECT.
© COPYRIGHT 2012 CHRISTNER INC.

STRUCTURAL ENGINEER:
KPFF CONSULTING ENGINEERS - ST. LOUIS
1630 DES PERES RD, SUITE 100
SAINT LOUIS, MO 63131

MECHANICAL/ELECTRICAL:
KJWW ENGINEERING CONSULTANTS - ST. LOUIS
#15 SUNNEN DRIVE, SUITE 104
ST. LOUIS, MO    63141

PLUMBING:
303RD ENGINEERING GROUP, LLC
1935 ARSENAL STREET
ST. LOUIS, MO      63118

ESTIMATING:
KWAME BUILDING GROUP
1204 WASHINGTON AVE.  SUITE 200
ST. LOUIS, MO    63103

PRINTED ON ORIGINAL SIZE OF SHEET IS 30" X 42"

Department of
Veterans Affairs

LIFE SAFETY/FIRE PROTECTION:
CODE CONSULTANTS, INC.
2043 WOODLAND PARKWAY, SUITE 300
ST. LOUIS, MO 63146

ACOUSTICAL ENGINEERS:
ACOUSTICONTROL LLC
1709 WASHINGTON AVENUE, LOFT 300
ST. LOUIS, MO 63103

COMMISSIONING:
ZODIAC INTERNATIONAL
16100 CHESTERFIELD PARKWAY, SUITE 365
CHESTERFIELD, MO 63017

ENVIROMENTAL:
EVIRONMENTAL CONSULTANTS, LLC
#6 MEADOW HEIGHTS PROFESSIONAL PARK DR.
COLLINSVILLE, IL
62234 Drawn

INFECTION
CONTROL
PRACTITIONER

CHIEF
ENGINEER

ASSISTANT
DIRECTOR

ASSOCIATE
DIRECTOR OF
PATIENT
SERVICES

CHIEF OF
STAFF

ASSOCIATE
DIRECTOR

MEDICAL
CENTER
DIRECTOR

1

INTENSIVE CARE UNIT

12/30/13

589-330

AI001
Checker

COLOR & MATERIAL LEGEND/ROOM FINISH
SCHEDULES

54Author Approver

COLOR & MATERIAL LEGEND

Finish Designation

Description Manufacturer
Color

Number Color Name / Description Notes RevisionsFinish Type Color

AC A 1 Acoustical Ceiling Armstrong 3251 Optima 2'x2' Tegular Edge with 9/16" Grid

AC A 2 Acoustical Ceiling Armstrong 3256 Optima 4'x4' Tegular Edge with 9/16" Grid

AC B 1 Acoustical Ceiling Armstrong 589HRC Cirrus 2'x2' Tegular Edge with High Recycled
Content with 9/16" Grid

AC C 1 Acoustical Ceiling Armstrong 770 Cortega 2'x2' Square Edge with 15/16" Grid

AC C 2 Acoustical Ceiling Armstrong 747 Cortega 2'x4' Square Edge with 15/16" Grid

AC D 1 Acoustical Ceiling Armstrong White Clean Room FL 2'x2' Square Edge with 1 1/2"
Clean Room Grid.  Provide hold-down clips.

CC A 1 Cubicle Curtains Maharam 001 Pattern-Jaunt 511440 Color-Solace 72"w.

CPT A 1 Carpet Tile Lees 937 Analog Complement - Install Ashlar

CT A 1 Ceramic Tile-Wall & Floor Daltile PV02 Pietre Vechhie Color-Champagne 13"x13" with
Coord. Bullnose at 78" AFF.

GL A 1 Glass Tile American Olean VA93 Whisper Stream Gloss

GL B 1 Glass Tile Oceanside 57591 Geologie Color Barrier

GL C 1 Glass - Decorative Botanical Graphic to match Architect's Sample

GL C 2 Glass - Decorative Backpainted Botanical Graphic to match Architect's Sample

GL D 1 Glass Clear Glass

ME Match Existing

ME A 1 Resilient Floor - match existing Match Existing Match
Existing

Match Existing 1

ME B 1 Resilient Base  - 4" Cove Base Match Existing Match
Existing

Match Existing 1

ME C 1 Resilient Stair Riser/Tread - Rubber Johnsonite/Tarkett Match
Existing

Microtone Speckled 1

MT A 1 Metal Transition Strip Schluter Anodized Aluminum Reno U Transition

P/M Patch and Match Existing Finish Match Existing Match
Existing

Match Existing

PL A 1 Plastic Laminate Formica Pumice

PL A 2 Plastic Laminate Wilsonart Mambo

PT Paint All Paint Colors Refer To All Paint Types UNO

PT 1 Paint Sherwin Williams SW6148 Wool Skein

PT 2 Paint Benjamin Moore 1573 Castle Walls

PT 3 Paint Benjamin Moore HC-168 Chelsea Gray

PT 4 Paint Sherwin Williams AF-100 Pashmina

PT ME Paint-Low VOC Match Existing Sheen and Color Match
Existing

Match Existing 1

PT A Paint-Low VOC Eggshell Latex Enamel

PT B Paint-Low VOC Flat Latex Enamel

PT C Paint-Low VOC Epoxy Low Sheen

PT D Paint-Low VOC Semigloss

PT E Paint-Low VOC Dryfall

RA A 1 Resilient Accessories- Vinyl Transition Strip Johnsonite SLT-29-A Moon Rock Slimline Transition Strip 1/4" to 1/8"

RA B 1 Resilient Accessories- Vinyl Transition Strip Johnsonite SSR-29-B Moon Rock Slimline Transition Strip 1/16" or 1/8"
to Floor

RB A 1 Resilient Base-4" Cove Base Flexco 024 Stone

RB B 1 Resilient Base-4" Straight Base Flexco 024 Stone

RF A 1 Resilient Floor-Sheet Vinyl Teknofloor 53904 Tru Brown Oak

RF B 1 Resilient Floor-Sheet Rubber Nora Systems 2944 Noraplan Environcare 3mm Color-Lotus Flower

RF B 2 Resilient Floor-Sheet Rubber Nora Systems 2780 Noraplan Environcare 3mm Color-Phantom Mist

RF C 1 Resilient Floor-Sheet Vinyl Johnsonite Optima Raw Ivory

RF D 1 Resilient Floor-Luxury Vinyl Tile Amtico Linear Mocha

SC A 1 Special Coating-Resinous Flooring with 6" Integral Base Tnemec Color to Match Architect's Sample

SC B 1 Special Coating-Sealed Concrete

SM A 1 Solid Surface Material Corian Cottage Lane

SM A 2 Solid Surface Material Corian Rice Paper

SM B 1 Solid Surface Material Silestone 08 Bamboo

SM B 2 Solid Surface Material Cambria 2095 Sussex

SS A 1 Stainless Steel

WD A 1 Wood-Ceiling Panels Armstrong Commercial Ceilings CWA Linear Woodworks Constants Walnut

WD B 1 Wood-Wall Panels Armstrong Commercial Ceilings CWA Linear Woodworks Constants Walnut

WF A 1 Window Film Infinite Optiks IOP-405-02 Rice Paper

WP A 1 Wall Protection Inpro Corporation Clamshell

ROOM FINISH SCHEDULE - 3RD FLOOR ICU (See AI100 for balance of room finishes)
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Room Name
Floor
Finish Base Finish

WALL CASEWORK CEILING

Notes Revisions

North South East West

Base Wall Tall Counter Top FinishFinish Finish Finish Finish

1-3 STAIR ME A 1 ME B 1, ME C 1 PT ME PT ME PT ME PT ME PT ME 11 1

C314 UNASSIGNED CPT A 1 RB B 1 PT A 1 PT A 1 PT A1 PT A 1 AC B 1

C316 ELECTRICAL SC B 1 RB A 1 PT C 1 PT C 1 PT C 1 PT C 1

C318 DATA/ TELECOM SC B 1 RB A 1 PT C 1 PT C 1 PT C 1 PT C 1

C367 CORRIDOR ME ME ---- ME ---- ME AC A 1

C377 OFFICE CPT A 1 RB B 1 PT A 1 PT A 1 PT A1 PT A 1 AC B 1

C378 OFFICE CPT A 1 RB B 1 PT A 1 PT A 1 PT A1 PT A 1 AC B 1

G300 ELEVATOR LOBBY RF B 1 RF B 1 PT A 1 PT A 2 PT A 1 PT A 2 AC A 1

G301 KITCHENETTE/ VENDING RF A 1 RB A 1 PT A 2 PT A 1 PT A 2 PT A 1/GL B 1 PL A 1 SM A 2 AC A 1/PT B 1

G301A WAITING/ LOUNGE CPT A 1 RB B 1 PT A 2/WD B 1 PT A 1 PT A 1 PT A 1 SM A 1 AC A 1

G302 RECEPTION RF A 1 RB A 1 PT A 1 PT A 1 PT A 1 WD B 1 SM B 2 SM B 1 AC A 1 3

G303 WOMEN'S TOILET CT A 1 CT A 1 CT A 1/GL A 2/PT A 1 CT A 1/GL A 2/PT A 1 CT A 1/GL A 1/PT A 1 CT A 1/GL A 1/PT A 1 AC B 1 1

G304 MEN'S TOILET CT A 1 CT A 1 CT A 1/GL A 2/PT A 1 CT A 1/GL A 2/PT A 1 CT A 1/GL A 1/PT A 1 CT A 1/GL A 1/PT A 1 AC B 1 1

G305 CONSULT RF A 1 RB A 1 PT A 4 PT A 4 PT A 4 PT A 4 AC B 1 4

G307 PATIENT ROOM RF B 1, 2 RF B 1 PT A 1 PT A 1 PT A 1 PT A 1 PL A 2 --- PL A 2 SM A 1 AC A 1 2, 5

G308 PATIENT TOILET SC A 1 SC A 1 CT A 1/GL A 1/PT C 2 CT A 1/GL A 1/PT C 2 CT A 1/GL A 1/PT C 2 CT A 1/GL A 1/PT C 2 AC A 1 1

G309 PATIENT ROOM RF B 1, 2 RF B 1 PT A 1 PT A 1 PT A 1 PT A 1 PL A 2 --- PL A 2 SM A 1 AC A 1 2, 5

G310 PATIENT TOILET SC A 1 SC A 1 CT A 1/GL A 1/PT C 2 CT A 1/GL A 1/PT C 2 CT A 1/GL A 1/PT C 2 CT A 1/GL A 1/PT C 2 AC A 1 1

G311 PATIENT ROOM RF B 1, 2 RF B 1 PT A 1 PT A 1 PT A 1 PT A 1 PL A 2 --- PL A 2 SM A 1 AC A 1 2, 5

G312 PATIENT TOILET SC A 1 SC A 1 CT A 1/GL A 1/PT C 2 CT A 1/GL A 1/PT C 2 CT A 1/GL A 1/PT C 2 CT A 1/GL A 1/PT C 2 AC A 1 1

G313 PATIENT ROOM RF B 1, 2 RF B 1 PT A 1 PT A 1 PT A 1 PT A 1 PL A 2 --- PL A 2 SM A 1 AC A 1 2

G314 PATIENT TOILET SC A 1 SC A 1 CT A 1/GL A 1/PT C 2 CT A 1/GL A 1/PT C 2 CT A 1/GL A 1/PT C 2 CT A 1/GL A 1/PT C 2 AC A 1 1

G315 PHARMACY WORKSTATION RF B 1 RF B 1 PT A 1 ---- PT A1 PT A 1 PL A 2 SM A 2 AC A 1

G317 STAFF LOCKERS RF A 1 RB A 1 PT A 4 PT A 4 PT A 4 PT A 4 PL A 1 PL A 1 AC B 1

G319 ENV. MGMT. STOR. RF C 1 RB A 1 PT C 1 PT C 1 PT C 1 PT C 1 AC C 2

G320 HOUSEKEEPING AIDES CLOSET SC B 1 RB A 1 PT C 1 PT C 1 PT C 1 PT C 1 AC C 2

G321 STAFF LOUNGE RF A 1 RB A 1 PT A 4/GL A 1 PT A 4 PT A 4 PT A 4 PL A 1 PL A 1 SM B 1 AC B 1

G322 STAFF TOILET CT A 1 CT A 1 CT A 1/GL A 1/PT A 1 CT A 1/GL A 1/PT A 1 CT A 1/GL A 1/PT A 1 CT A 1/GL A 1/PT A 1 AC B 1 1

G323 STAFF TOILET CT A 1 CT A 1 CT A 1/GL A 1/PT A 1 CT A 1/GL A 1/PT A 1 CT A 1/GL A 1/PT A 1 CT A 1/GL A 1/PT A 1 AC B 1 1

G324 CONFERENCE ROOM RF A 1 RB A 1 PT A 4 PT A 4 PT A 4 PT A 4 PL A 1 PL A 1 SM A 1 AC B 1

G325 PATIENT ROOM RF B 1, 2 RF B 1 PT A 1 PT A 1 PT A 1 PT A 1 PL A 2 --- PL A 2 SM A 1 AC A 1 2

G326 PATIENT TOILET SC A 1 SC A 1 CT A 1/GL A 1/PT C 2 CT A 1/GL A 1/PT C 2 CT A 1/GL A 1/PT C 2 CT A 1/GL A 1/PT C 2 AC A 1 1

G327 ISOLATION PATIENT ROOM RF B 1, 2 RF B 1 PT A 1 PT A 1 PT A 1 PT A 1 PL A 2 --- PL A 2 SM A 1 AC D 1 2

G328 PATIENT TOILET SC A 1 SC A 1 CT A 1/GL A 1/PT C 2 CT A 1/GL A 1/PT C 2 CT A 1/GL A 1/PT C 2 CT A 1/GL A 1/PT C 2 AC D 1 1

G329 ANTE RM. RF B 1 RF B 1 PT A 1 PT A 1 PT A1 PT A 1 PL A 2 PL A 2 SM A 1 AC D 1 2

G330 ISOLATION PATIENT ROOM RF B 1, 2 RF B 1 PT A 1 PT A 1 PT A 1 PT A 1 PL A 2 --- PL A 2 SM A 1 AC D 1 2

G331 PATIENT TOILET SC A 1 SC A 1 CT A 1/GL A 1/PT C 2 CT A 1/GL A 1/PT C 2 CT A 1/GL A 1/PT C 2 CT A 1/GL A 1/PT C 2 AC D 1 1

G332 PATIENT ROOM RF B 1, 2 RF B 1 PT A 1 PT A 1 PT A 1 PT A 1 PL A 2 --- PL A 2 SM A 1 AC A 1 2

G333 PATIENT TOILET SC A 1 SC A 1 CT A 1/GL A 1/PT C 2 CT A 1/GL A 1/PT C 2 CT A 1/GL A 1/PT C 2 CT A 1/GL A 1/PT C 2 AC A 1 1

G334 PATIENT ROOM RF B 1, 2 RF B 1 PT A 1 PT A 1 PT A 1 PT A 1 PL A 2 --- PL A 2 SM A 1 AC A 1 2

G335 PATIENT TOILET SC A 1 SC A 1 CT A 1/GL A 1/PT C 2 CT A 1/GL A 1/PT C 2 CT A 1/GL A 1/PT C 2 CT A 1/GL A 1/PT C 2 AC A 1 1

G336 PATIENT ROOM RF B 1, 2 RF B 1 PT A 1 PT A 1 PT A 1 PT A 1 PL A 2 --- PL A 2 SM A 1 AC A 1 2

G337 PATIENT TOILET SC A 1 SC A 1 CT A 1/GL A 1/PT C 2 CT A 1/GL A 1/PT C 2 CT A 1/GL A 1/PT C 2 CT A 1/GL A 1/PT C 2 AC A 1 1

G338 PATIENT ROOM RF B 1, 2 RF B 1 PT A 1 PT A 1 PT A 1 PT A 1 PL A 2 --- PL A 2 SM A 1 AC A 1 2

G339 PATIENT TOILET SC A 1 SC A 1 CT A 1/GL A 1/PT C 2 CT A 1/GL A 1/PT C 2 CT A 1/GL A 1/PT C 2 CT A 1/GL A 1/PT C 2 AC A 1 1

G340 PATIENT ROOM RF B 1, 2 RF B 1 PT A 1 PT A 1 PT A 1 PT A 1 PL A 2 --- PL A 2 SM A 1 AC A 1 2

G341 PATIENT TOILET SC A 1 SC A 1 CT A 1/GL A 1/PT C 2 CT A 1/GL A 1/PT C 2 CT A 1/GL A 1/PT C 2 CT A 1/GL A 1/PT C 2 AC A 1 1

G342 PATIENT ROOM RF B 1, 2 RF B 1 PT A 1 PT A 1 PT A 1 PT A 1 PL A 2 --- PL A 2 SM A 1 AC A 1 2

G343 PATIENT TOILET SC A 1 SC A 1 CT A 1/GL A 1/PT C 2 CT A 1/GL A 1/PT C 2 CT A 1/GL A 1/PT C 2 CT A 1/GL A 1/PT C 2 AC A 1 1

G344 PATIENT ROOM RF B 1, 2 RF B 1 PT A 1 PT A 1 PT A 1 PT A 1 PL A 2 --- PL A 2 SM A 1 AC A 1 2

G345 PATIENT TOILET SC A 1 SC A 1 CT A 1/GL A 1/PT C 2 CT A 1/GL A 1/PT C 2 CT A 1/GL A 1/PT C 2 CT A 1/GL A 1/PT C 2 AC A 1 1

G346 CLEAN HOLDING RF C 1 RF C 1 PT C 1 PT C 1 PT C 1 PT C 1 AC B 1 2

G347 EQUIPMENT STORAGE RF C 1 RF C 1 PT C 1 PT C 1 PT C 1 PT C 1 PL A 1 AC C 2 2

G355 SOILED HOLDING RF C 1 RF C 1 PT C 1 PT C 1 PT C 1 PT C 1 SS A 1 AC C 1 2

G356 EDUCATOR OFFICE RF A 1 RB A 1 PT A 2 PT A 4 PT A 4 PT A 4 AC B 1

G357 HEAD NURSE RF A 1 RB A 1 PT A 4 PT A 3 PT A 4 PT A 4 AC B 1

G358 UNIT SECRETARY RF B 1 RB A 1 PT A 4 SM B 2 PT A 4 PT A 4 PL A 1 SM A 2 WD A 1

G359 NURSE STATION RF B 1 RB A 1 ---- PT A 2 PT A 1 ---- SM B 1 SM B 1/ SM A 2 AC A 1, 2 3

G360 NOURISHMENT RF B 1 RF B 1 ---- PT A 2/GL B 1 PT A 2 PT A 2 PL A 2 SM B 1 PT B 1

G361 MEDS RF B 1 RF B 1 PT A 2/GL C 1/GL D 1 ---- PT A 2 PT A 2 PL A 2 SM B 1 PT B 1

G361A CORRIDOR RF B 1 RB B 1 ---- ---- ---- ---- AC A 1

G362 PTS RF B 1 RF B 1 PT A 2 ---- PT A 2 PT A 2 ---

G363 SWAMP RF D 1 RB A 1 PT A 2, GL C 1 ---- PT A 2/GL C 1/GL D 1 PT A 2/GL C 1/GL D 1 SM A 2 AC A 1, 2

G364 NURSE STATION RF B 1 RB A 1 GL D 1 PT A 1 GL D 1 GL D 1 SM B 1 SM A 2/SM B 1 AC A 1, 2 3

G365 CORRIDOR RF B 1, 2 RF B 1, 2 PT A 1, 2 PT A 1 ---- PT A 1 AC A 1

G368 CORRIDOR CPT A 1 RB B 1 PT A 1 PT A 4 PT A 1 ---- AC A 1

G369 CORRIDOR CPT A 1 RB B 1 PT A 1 PT A 1 PT A 4 PT A 1 AC A 1

G370 CORRIDOR RF B 1, 2 RF B 1, 2 PT A 1 PT A 1 PT A 4 PT A 1 AC A 1

G371 CORRIDOR RF B 1 RF B 1 PT A 4 PT A 1 PT A 1 PT A 1 SM B 2 SM B 1/ SM A 2 AC A 1/PT B 1

G372 CORRIDOR RF B 1, 2 RF B 1, 2 ---- ---- PT A 2/WP A 1 PT A 1 SM B 2 SM B 1/ SM A 2 AC A 1/PT B 1 3

G373 CORRIDOR RF B 1, 2 RF B 1, 2 PT A 1, 2/WP A 1 PT A 1 PT A 1 PT A 1 SM B 1/PL A 1 SM B 1/ SM A 2 AC A 1/PT B 1 3

G374 CORRIDOR RF B 1, 2 RF B 1, 2 ---- ---- PT A 1 PT A 2/WP  A 1 SM B 1/PL A 1 SM B 1/ SM A 2 AC A 1/PT B 1 3

G375 CORRIDOR RF A 1 RB A 1 PT A 1 PT A 1 ---- PT A 1 AC A 1

G376 CORRIDOR ME ME ---- ---- ME PT A 1 P/M
ROOM FINISH SCHEDULE - INTERSTITIAL MECHANICAL LEVEL
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Room Name
Floor
Finish Base Finish

WALL CASEWORK CEILING

Notes Revisions

North South East West

Base Wall Tall Counter Top FinishFinish Finish Finish Finish

1-2 STAIR ME ME ME ME ME ME ME 11

G200 ELEVATOR LOBBY SC B 1 RB A 1 PT C 1 PT C 1 PT C 1 PT C 1 PT E 1

G201 EXIT ACCESS SC B 1 RB A 1 PT C 1 PT C 1 PT C 1 PT C 1 PT E 1

G202 MECHANICAL ROOM SC B 1 RB A 1 PT C 1 PT C 1 PT C 1 PT C 1 PT E 1

G203 MECHANICAL ROOM (EXIST) EX RB A 1 PT C 1 PT C 1 PT C 1 PT C 1 PT E 1

 3" = 1'-0"
F1

RUBBER FLOORING INTEGRAL COVE BASE AXONOMETRIC

1

No. Date Revisions

1 1/14/15 Amendment #4
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G354

COLOR & MATERIAL LEGEND GENERAL NOTES

A.  WHERE FINISHES CHANGE AT DOORWAYS, THE CHANGE FROM ONE FINISH TO ANOTHER SHALL
     TAKE PLACE UNDERNEATH THE DOOR IN THE CLOSED POSITION.
B.  WHERE FINISHES CHANGE AT CASED OPENINGS, THE CHANGE FROM ONE FINISH TO ANOTHER
     SHALL TAKE PLACE AT THE CENTERLINE OF THE CASED OPENING.
C.  PAINT ALL HOLLOW METAL DOOR FRAMES PT D 3.
D.  RA A 1 TO BE USED WHERE CARPET TRANSITIONS TO RESILIENT FLOOR.
E.  RA B 1 TO BE USED WHERE RESILIENT FLOOR TRANSITIONS TO SEALED CONCRETE.
F.  MT A 1 TO BE USED WHERE TILE OR RESIN FLOOR TRANSITIONS TO RESILIENT.
     SUBFLOOR SHOULD BE FEATHERED UP TO BE LEVEL WITH CERAMIC TILE.
G.  SEE ELEVATION SHEETS FOR WINDOW FILM PLACEMENT.
H.  SEE ELEVATIONS FOR GLASS PLACEMENT.

ROOM FINISH SCHEDULE KEYED NOTES

1.  CERAMIC TILE TO 78" AFF.  TILES ON FLOOR TO ALIGN WITH WALL TILE.
2.  6 " HIGH INTEGRAL BASE.
3.  SEE ELEVATIONS AND DETAILS FOR FINISH LOCATIONS.
4.  APPLY 4'-6" BAND OF WF A 1 18" AFF ON SIDELIGHT.
5.  APPLY WF A 1 FROM WINDOW MULLION TO 6' - 0" AFF.
6.  NOT USED
7.  NOT USED
8.  NOT USED
9.  NOT USED
10.  NOT USED
11.  MATCH EXISTING FINISHES FROM STAIR AT 1ST FLOOR.
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3RD FLOOR - FINISH PLAN

ROOM FINISH SCHEDULE - THIRD FLOOR ICU - BASE BID (See AI001 for balance of room finishes)
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Room Name
Floor
Finish Base Finish

WALL CASEWORK CEILING

Notes Revisions

North South East West

Base Wall Tall Counter Top FinishFinish Finish Finish Finish

G348 CARDIAC REHAB RF C 1 RB A 1 PT A 4 PT A 4 PT A 4 PT A 4 AC B 1

G349 OFFICE CPT A 1 RB B 1 PT A 1 PT A 1 PT A1 PT A 1 AC B 1

G350 CHECK-IN/ CHECK-OUT AREA RF C 1 RB A 1 PT A 4 PT A 4 PT A 4 PT A 4 SM A 2 AC B 1

G351 FAMILY LOUNGE CPT A 1 RB B 1 PT A 4 PT A 4 PT A 4 PT A 4 AC B 1

G352 MEN'S TOILET CT A 1 CT A 1 CT A 1/GL A 1/PT A 1 CT A 1/GL A 1/PT A 1 CT A 1/GL A 1/PT A 1 CT A 1/GL A 1/PT A 1 AC B 1

G353 WOMEN'S TOILET CT A 1 CT A 1 CT A 1/GL A 1/PT A 1 CT A 1/GL A 1/PT A 1 CT A 1/GL A 1/PT A 1 CT A 1/GL A 1/PT A 1 AC B 1

G354 STORAGE SC B 1 RB A 1 PT A 1 PT A 1 PT A1 PT A 1 AC C 2

ROOM FINISH SCHEDULE - THIRD FLOOR ICU - DEDUCT ALTERNATE 1 (See AI001 for balance of room finishes)
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Room Name
Floor
Finish Base Finish

WALL CASEWORK CEILING

Notes Revisions

North South East West

Base Wall Tall Counter Top FinishFinish Finish Finish Finish

G348 CARDIAC REHAB RF C 1 RB A 1 PT A 4 PT A 4 PT A 4 PT A 4 AC B 1

G349 OFFICE CPT A 1 RB B 1 PT A 1 PT A 1 PT A 1 PT A 1 AC B 1

G350 CHECK-IN/ CHECK-OUT AREA RF C 1 RB A 1 PT A 4 PT A 4 PT A 4 PT A 4 AC B 1

G351 FAMILY LOUNGE CPT A 1 RB B 1 PT A 4 PT A 4 PT A 4 PT A 4 AC B 1

G352 MEN'S TOILET CT A 1 CT A 1 CT A 1/GL A 1/PT A 1 CT A 1/GL A 1/PT A 1 CT A 1/GL A 1/PT A 1 CT A 1/GL A 1/PT A 1 AC B 1

G353 WOMEN'S TOILET CT A 1 CT A 1 CT A 1/GL A 1/PT A 1 CT A 1/GL A 1/PT A 1 CT A 1/GL A 1/PT A 1 CT A 1/GL A 1/PT A 1 AC B 1

G354 SHELL SC B 1 --- --- --- --- --- ---

ROOM FINISH SCHEDULE - THIRD FLOOR ICU - DEDUCT ALTERNATE 2 (See AI001 for balance of room finishes)
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Room Name
Floor
Finish Base Finish

WALL CASEWORK CEILING

Notes Revisions

North South East West

Base Wall Tall Counter Top FinishFinish Finish Finish Finish

G348 SHELL SC B 1 RB A 1 --- --- --- --- ---

G351 FAMILY LOUNGE CPT A 1 RB B 1 PT A 4 PT A 4 PT A 4 PT A 4 AC B 1

G352 MEN'S TOILET CT A 1 CT A 1 CT A 1/GL A 1/PT A 1 CT A 1/GL A 1/PT A 1 CT A 1/GL A 1/PT A 1 CT A 1/GL A 1/PT A 1 AC B 1

G353 WOMEN'S TOILET CT A 1 CT A 1 CT A 1/GL A 1/PT A 1 CT A 1/GL A 1/PT A 1 CT A 1/GL A 1/PT A 1 CT A 1/GL A 1/PT A 1 AC B 1

G354 SHELL SC B 1 --- --- --- --- --- ---

ROOM FINISH SCHEDULE - THIRD FLOOR ICU - DEDUCT ALTERNATE 3 (See AI001 for balance of room finishes)
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Room Name
Floor
Finish Base Finish

WALL CASEWORK CEILING

Notes Revisions

North South East West

Base Wall Tall Counter Top FinishFinish Finish Finish Finish

G351 SHELL SC B 1 --- --- --- --- --- ---

G354 SHELL SC B 1 --- --- --- --- --- ---

1

No. Date Revisions

1 1/14/15 Amendment #4
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COLOR & MATERIAL LEGEND GENERAL NOTES

A.  WHERE FINISHES CHANGE AT DOORWAYS, THE CHANGE FROM ONE FINISH TO ANOTHER SHALL
     TAKE PLACE UNDERNEATH THE DOOR IN THE CLOSED POSITION.
B.  WHERE FINISHES CHANGE AT CASED OPENINGS, THE CHANGE FROM ONE FINISH TO ANOTHER
     SHALL TAKE PLACE AT THE CENTERLINE OF THE CASED OPENING.
C.  PAINT ALL HOLLOW METAL DOOR FRAMES PT D 3.
D.  RA A 1 TO BE USED WHERE CARPET TRANSITIONS TO RESILIENT FLOOR.
E.  RA B 1 TO BE USED WHERE RESILIENT FLOOR TRANSITIONS TO SEALED CONCRETE.
F.  MT A 1 TO BE USED WHERE TILE OR RESIN FLOOR TRANSITIONS TO RESILIENT.
     SUBFLOOR SHOULD BE FEATHERED UP TO BE LEVEL WITH CERAMIC TILE.
G.  SEE ELEVATION SHEETS FOR WINDOW FILM PLACEMENT.
H.  SEE ELEVATIONS FOR GLASS PLACEMENT.

ROOM FINISH SCHEDULE KEYED NOTES

1.  CERAMIC TILE TO 78" AFF.  TILES ON FLOOR TO ALIGN WITH WALL TILE.
2.  6 " HIGH INTEGRAL BASE.
3.  SEE ELEVATIONS AND DETAILS FOR FINISH LOCATIONS.
4.  APPLY 4'-6" BAND OF WF A 1 18" AFF ON SIDELIGHT.
5.  APPLY WF A 1 FROM WINDOW MULLION TO 6' - 0" AFF.
6.  NOT USED
7.  NOT USED
8.  NOT USED
9.  NOT USED
10.  NOT USED
11.  MATCH EXISTING FINISHES FROM STAIR AT 1ST FLOOR.
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FLOOR FINISH PLAN, ROOM FINISH SCHEDULES
- DEDUCT ALTERNATES 4,5
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3RD FLOOR - FINISH PLAN - ALT #4 (ALT #5 SIMILAR WITH TOILETS OMITTED)

ROOM FINISH SCHEDULE - THIRD FLOOR ICU - DEDUCT ALTERNATE 4 (See AI001 for balance of room finishes)
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Room Name
Floor
Finish Base Finish

WALL CASEWORK CEILING

Notes Revisions

North South East West

Base Wall Tall Counter Top FinishFinish Finish Finish Finish

G307 PATIENT ROOM RF B 1, 2 RF B 1 PT A 1 PT A 1 PT A 1 PT A 1 PL A 2 --- PL A 2 SM A 1 AC A 1 2, 5

G308 PATIENT TOILET SC A 1 SC A 1 CT A 1/GL A 1/PT C 2 CT A 1/GL A 1/PT C 2 CT A 1/GL A 1/PT C 2 CT A 1/GL A 1/PT C 2 AC A 1 1

G309 PATIENT ROOM RF B 1, 2 RF B 1 PT A 1 PT A 1 PT A 1 PT A 1 PL A 2 --- PL A 2 SM A 1 AC A 1 2, 5

G310 PATIENT TOILET SC A 1 SC A 1 CT A 1/GL A 1/PT C 2 CT A 1/GL A 1/PT C 2 CT A 1/GL A 1/PT C 2 CT A 1/GL A 1/PT C 2 AC A 1 1

G311 PATIENT ROOM RF B 1, 2 RF B 1 PT A 1 PT A 1 PT A 1 PT A 1 PL A 2 --- PL A 2 SM A 1 AC A 1 2, 5

G312 PATIENT TOILET SC A 1 SC A 1 CT A 1/GL A 1/PT C 2 CT A 1/GL A 1/PT C 2 CT A 1/GL A 1/PT C 2 CT A 1/GL A 1/PT C 2 AC A 1 1

G314 PATIENT TOILET SC A 1 SC A 1 CT A 1/GL A 1/PT C 2 CT A 1/GL A 1/PT C 2 CT A 1/GL A 1/PT C 2 CT A 1/GL A 1/PT C 2 AC A 1 1

G325 PATIENT ROOM RF B 1, 2 RF B 1 PT A 1 PT A 1 PT A 1 PT A 1 PL A 2 --- PL A 2 SM A 1 AC A 1 2

G326 PATIENT TOILET SC A 1 SC A 1 CT A 1/GL A 1/PT C 2 CT A 1/GL A 1/PT C 2 CT A 1/GL A 1/PT C 2 CT A 1/GL A 1/PT C 2 AC A 1 1

G327 ISOLATION PATIENT ROOM RF B 1, 2 RF B 1 PT A 1 PT A 1 PT A 1 PT A 1 PL A 2 --- PL A 2 SM A 1 AC D 1 2

G328 PATIENT TOILET SC A 1 SC A 1 CT A 1/GL A 1/PT C 2 CT A 1/GL A 1/PT C 2 CT A 1/GL A 1/PT C 2 CT A 1/GL A 1/PT C 2 AC D 1 1

G330 ISOLATION PATIENT ROOM RF B 1, 2 RF B 1 PT A 1 PT A 1 PT A 1 PT A 1 PL A 2 --- PL A 2 SM A 1 AC D 1 2

G331 PATIENT TOILET SC A 1 SC A 1 CT A 1/GL A 1/PT C 2 CT A 1/GL A 1/PT C 2 CT A 1/GL A 1/PT C 2 CT A 1/GL A 1/PT C 2 AC D 1 1

G332 PATIENT ROOM RF B 1, 2 RF B 1 PT A 1 PT A 1 PT A 1 PT A 1 PL A 2 --- PL A 2 SM A 1 AC A 1 2

G333 PATIENT TOILET SC A 1 SC A 1 CT A 1/GL A 1/PT C 2 CT A 1/GL A 1/PT C 2 CT A 1/GL A 1/PT C 2 CT A 1/GL A 1/PT C 2 AC A 1 1

G335 PATIENT TOILET SC A 1 SC A 1 CT A 1/GL A 1/PT C 2 CT A 1/GL A 1/PT C 2 CT A 1/GL A 1/PT C 2 CT A 1/GL A 1/PT C 2 AC A 1 1

G337 PATIENT TOILET SC A 1 SC A 1 CT A 1/GL A 1/PT C 2 CT A 1/GL A 1/PT C 2 CT A 1/GL A 1/PT C 2 CT A 1/GL A 1/PT C 2 AC A 1 1

G339 PATIENT TOILET SC A 1 SC A 1 CT A 1/GL A 1/PT C 2 CT A 1/GL A 1/PT C 2 CT A 1/GL A 1/PT C 2 CT A 1/GL A 1/PT C 2 AC A 1 1

G341 PATIENT TOILET SC A 1 SC A 1 CT A 1/GL A 1/PT C 2 CT A 1/GL A 1/PT C 2 CT A 1/GL A 1/PT C 2 CT A 1/GL A 1/PT C 2 AC A 1 1

G343 PATIENT TOILET SC A 1 SC A 1 CT A 1/GL A 1/PT C 2 CT A 1/GL A 1/PT C 2 CT A 1/GL A 1/PT C 2 CT A 1/GL A 1/PT C 2 AC A 1 1

1

No. Date Revisions

1 1/14/15 Amendment #4
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Equipment Schedule - Base Bid (See AQ406 for balance of equipment)
Name Count ACQ Description Electrical Plumbing Comments

DIAPER CHANGING STATION 2 CC ADA compliant fold-away baby changing station with concave changing surface and safety strap
EKG MONITOR 2 EVV relocated existing EKG monitor
ERGOMETER 1 EVV recloated existing ergometer
EXERCISE BIKE 1 EVV relocated existing exercise bike YES
GLUCOSOMETER 1 EVV relocated existing blood glucose meter
MICRO 1 EVV relocated existing Counter top Microwave YES
MOBILE X-RAY 1 EVV existing relocated Mobile radiographic, rechargeable battery powered x-ray unit.  The unit is 100 mA, 110 kVp.  For use in surgery or patient

treatment areas.
YES

MOUNTING BRACKET 1 CC Wall mounted television bracket with adjustable arm.  Consists of platform movable arm with full 120 degree swivel.  Designed for holding wall
mounted television units.  Bracket must be capable of supporting VA furnished television.

NUSTEP 2 EVV relocated existing nustep YES
PAPER TOWEL DISPENSER 2 VC A surface mounted, satin finish stainless steel, single-fold, paper towel dispenser.  Dispenser features: tumbler lock; front hinged at bottom; and

refill indicator slot.  Minimum capacity 400 single-fold paper towels.  For general purpose use throughout the facility.  (In ICU Patient Rooms:
Mounts to modular footwall system with compatible clip/bracket).

RECUMBENT CYCLE 1 EVV relocated existing recumbent cycle YES
SCALE 1 EVV relocated existing weight scale
SOAP DISPENSER 2 VV VA standard soap dispenser as furnished by housekeeping department.
TREADMILL 2 EVV relocated existing treadmill
TV (RELO) 1 EVC 52" flat panel television monitor
WALL-MOUNTED OSCILLATING FAN 2 EVC Relocated existing wall-mounted oscillating fan, 7'-0" AFF YES
WASTEBASKET 2 VV Round wastepaper basket, approximately 18" high X 16" diameter.  This metal unit is used to collect and temporarily store small quantities of paper

refuse in patient rooms, administrative areas and nursing stations.
WEIGHTS 1 EVV relocated existing rack with free weights
WHEELCHAIR 1 EVV existing relocated Folding patient transport wheelchair.  Constructed of chrome plated steel with detachable armrest and footrests.  Unit has heavy

duty front casters with sealed radial high-precision ball bearing assembly.  Unit is used for patient transport.
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Equipment Schedule - Deduct Alternate 1 (See AQ406 for balance of equipment)
Name Count ACQ Description Electrical Plumbing Comments

CRASH CART 1 EVV Relocated existing mobile emergency cart: 1 Cart body, style-A narrow, w/raised edge top and breakaway lock bar w/tabs; 2 Accessory rails, side; 1
Accessory rail, back; 1 Defibrillator tray; 1 IV pole; 1 Flip-up shelf; 1 Wastebasket and holder
 1   Oxygen; also houses bag-mask resuscitators, pulse oximeter, and aspirator/pressure unit

DIAPER CHANGING STATION 2 CC ADA compliant fold-away baby changing station with concave changing surface and safety strap
EKG MONITOR 2 EVV relocated existing EKG monitor
ERGOMETER 1 EVV recloated existing ergometer
EXERCISE BIKE 1 EVV relocated existing exercise bike
GLUCOSOMETER 1 EVV relocated existing blood glucose meter
MICRO 1 EVV relocated existing Counter top Microwave
MIRROR (MR-1) 2 CC Above-lavatory mirror with built-in light, see electrical YES
MOUNTING BRACKET 2 CC Wall mounted television bracket with adjustable arm.  Consists of platform movable arm with full 120 degree swivel.  Designed for holding wall

mounted television units.  Bracket must be capable of supporting VA furnished television.
NUSTEP 2 EVV relocated existing nustep
PAPER TOWEL DISPENSER 2 VC A surface mounted, satin finish stainless steel, single-fold, paper towel dispenser.  Dispenser features: tumbler lock; front hinged at bottom; and

refill indicator slot.  Minimum capacity 400 single-fold paper towels.  For general purpose use throughout the facility.  (In ICU Patient Rooms:
Mounts to modular footwall system with compatible clip/bracket).

RECUMBENT CYCLE 1 EVV relocated existing recumbent cycle
SCALE 1 EVV relocated existing weight scale
SOAP DISPENSER 2 VV VA standard soap dispenser as furnished by housekeeping department.
TRASH CAN 1 VV VA standard 44 gallon round trash can
TREADMILL 2 EVV relocated existing treadmill
TV 1 VV 52" flat panel television monitor
TV (RELO) 1 EVC 52" flat panel television monitor
UNDER COUNTER REFRIGERATOR 1 EVV Under counter Refrigerator designed to fit under 34"h counter
VENDING MACHINE 2 EVV Relocated existing vending machine
WALL MOUNTED TELEPHONE 1 VV Telephone, wall-mounted, 1-line
WALL-MOUNTED OSCILLATING FAN 2 EVC Relocated existing wall-mounted oscillating fan, 7'-0" AFF YES
WASTEBASKET 3 VV Round wastepaper basket, approximately 18" high X 16" diameter.  This metal unit is used to collect and temporarily store small quantities of paper

refuse in patient rooms, administrative areas and nursing stations.
WEIGHTS 1 EVV relocated existing rack with free weights
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Equipment Schedule - Deduct Alternate 2 (See AQ406 for balance of equipment)
Name Count ACQ Description Electrical Plumbing Comments

DIAPER CHANGING STATION 2 CC ADA compliant fold-away baby changing station with concave changing surface and safety strap
MIRROR (MR-1) 2 CC Above-lavatory mirror with built-in light, see electrical YES
MOUNTING BRACKET 1 CC Wall mounted television bracket with adjustable arm.  Consists of platform movable arm with full 120 degree swivel.  Designed for holding wall

mounted television units.  Bracket must be capable of supporting VA furnished television.
PAPER TOWEL DISPENSER 2 VC A surface mounted, satin finish stainless steel, single-fold, paper towel dispenser.  Dispenser features: tumbler lock; front hinged at bottom; and

refill indicator slot.  Minimum capacity 400 single-fold paper towels.  For general purpose use throughout the facility.  (In ICU Patient Rooms:
Mounts to modular footwall system with compatible clip/bracket).

SOAP DISPENSER 2 VV VA standard soap dispenser as furnished by housekeeping department.
TRASH CAN 1 VV VA standard 44 gallon round trash can
TV 1 VV 52" flat panel television monitor
VENDING MACHINE 2 EVV Relocated existing vending machine
WALL MOUNTED TELEPHONE 1 VV Telephone, wall-mounted, 1-line
WASTEBASKET 2 VV Round wastepaper basket, approximately 18" high X 16" diameter.  This metal unit is used to collect and temporarily store small quantities of paper

refuse in patient rooms, administrative areas and nursing stations.
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NORTH

Equipment Schedule - Deduct Alternate 4 (See AQ406 for balance of equipment)

Name Count ACQ Description Electrical Plumbing Comments

HOOK FOR PATIENT LIFT SLING 14 VC Wall-mounted hook for storing patient lift sling when not in use. To be provided by patient lift manufacturer
concealed wall plate. For general purpose use throughout the facility to hang various items of apparel.

MIRROR (MR-1). 14 CC Above-lavatory mirror with built-in light, see electrical

PAPER TOWEL DISPENSER. 14 VC A surface mounted, satin finish stainless steel, single-fold, paper towel dispenser.  Dispenser features: tumbler lock; front hinged at bottom; and
refill indicator slot.  Minimum capacity 400 single-fold paper towels.  For general purpose use throughout the facility.  (In ICU Patient Rooms:
Mounts to modular footwall system with compatible clip/bracket).

SOAP DISPENSER. 14 VV VA standard soap dispenser as furnished by housekeeping department.

WASTEBASKET. 14 VV Round wastepaper basket, approximately 18" high X 16" diameter.  This metal unit is used to collect and temporarily store small quantities of paper
refuse in patient rooms, administrative areas and nursing stations.
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THIRD FLOOR ICU EQUIPMENT PLAN - AREA 2

NORTH

Equipment Schedule - Deduct Alternate 5 (See AQ406 for balance of equipment)

Name Count ACQ JSN Existing / New Design Option Electrical Plumbing Comments

FLIP-UP GRAB BAR (PAIR) 28 CC deduct alt 5

HOOK FOR PATIENT LIFT SLING 14 VC A5145 deduct alt 5

MIRROR (MR-1). 14 CC deduct alt 5

PAPER TOWEL DISPENSER. 14 VC A5080 deduct alt 5

SOAP DISPENSER. 14 VV A5075 deduct alt 5

WASTEBASKET. 14 VV F2000 deduct alt 5
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Equipment Schedule - Deduct Alternate 5 (See AQ406 for balance of equipment)

Name Count ACQ JSN Existing / New Design Option Electrical Plumbing Comments

FLIP-UP GRAB BAR (PAIR) 28 CC deduct alt 5

HOOK FOR PATIENT LIFT SLING 14 VC A5145 deduct alt 5

MIRROR (MR-1). 14 CC deduct alt 5

PAPER TOWEL DISPENSER. 14 VC A5080 deduct alt 5

SOAP DISPENSER. 14 VV A5075 deduct alt 5

WASTEBASKET. 14 VV F2000 deduct alt 5
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EQUIPMENT LIST
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Equipment Schedule (See Area 1 Equipment Plan Sheet for balance of equipment)

Name Count ACQ Description Electrical Plumbing Comments

SANITARY NAPKIN DISPOSAL 3 CC A surface mounted, satin finish stainless steel, sanitary napkin disposal.  Disposal features a flip-up cover, secured to the container by a heavy duty
stainless steel piano-hinge.  Disposal may be secured to wall or toilet partition.  For general purpose use in female toilet stalls or rooms and uni-sex
toilet rooms.

SHARPS DISPOSAL 2 VV The unit is designed for the disposal of sharps and complies with OSHA guidelines for the handling of sharps.  It shall house a 5 quart container
and be capable of being mounted on a wall. It shall have a glove dispenser attached. The unit shall be secured by a locked enclosure.

SINGLE PYXIS 1 EVV Relocated existing automated medication management system, single column 4-door auxiliary unit YES EMERGENCY
POWER

SINGLE STARSYS 2 EVV Existing single-wide supply locker

SIZE-E TANKS 12 EVV Relocated existing Oxygen cylinder with relocated existing mounting accessories for attachment to wall.  Contractor to coordinate blocking
requirements

CONTRACTOR
TO
COORDINATE
BLOCKING
WHERE
REQUIRED

SLAVE TELEMETRY MONITOR 4 VV Slave telemetry monitor YES

SMART BOARD 1 CC Interactive whiteboard system with videoconferencing: interactive whiteboard basis-of-design SMART 885ix2 with UX80 integral projector, or
approved equal; portable videoconferencing system basis-of-design: Cisco Telepresence SX20 Quick Set, or approved equal

YES

SOAP DISPENSER 40 VV

SOILED LINEN 1 EVV relocated existing cart for soiled linens

SOILED LINEN HAMPER 15 VV Single, mobile hamper with lid and foot pedal. 18.5"W X 119.5" D X 37.5" H.  Frame for a soiled linen collection bag.  Made of heavy tubular
stainless steel with heavy gauge welded steel platform.  Adjust to hold 18" or 25" trash bags. Mounted on ball bearing casters and includes
permanently mounted hinged lid. Provides means of bagging soiled linens at point of waste generation.

SONASITE 1 EVV Relocated Existing cart for portable ultrasound machine

SPD BIN 1 EVV relocated existing bin for items to be sent to Sterile Processing and Distribution

STEREO 1 VV A portable audio system, usually consisting of a radio and mp3 or CD player, with speakers capable of producing sound YES

SUPPLY CART 8 EVV relocated existing supply cart

SUPPLY LOCKER 4 VV 1 Wall Mounted Rail, 1 Locked Storage Container, 2 Tray/Shelves, 1 Drawer, 3"H (76mm), 3 Drawers, 6"H (152mm), 2  Drawers, 9"H (229mm),
1Tray/Shelf Divider, Drawer Organizer Bins

TELEMETRY MONITOR 1 VC telemetry monitor YES

THREE BOX GLOVE DISPENSER 17 VV Glove dispenser with capacity for three boxes of gloves.  Mounts to modular footwall system with compatible clip/bracket.

TOILET TISSUE DISPENSER 6 CC A concealed surface mounted, double roll, satin finish stainless steel, toilet tissue dispenser.  Unit accommodates two standard-core toilet tissue
rolls through 5" in diameter.  Spindles are chrome plated plastic with a heavy-duty internal spring and turn freely for non-controlled delivery.  For
general purpose use in restrooms.

TR. VENT 1 EVV Relocated Existing Total Recovery Ventilator cart

TRANSPORT DEFIBRILATOR 2 EVV relocated existing transport defibrilator YES EMERGENCY
POWER

TRANSPORT MONITOR 6 EVV Relocated existing patient vital signs monitor YES

TRASH BIN 1 VV Open waste basket for collection of non-recyclable trash, RECTANGULAR, 13 GALLON CAPACITY, 14" WIDE MAX IN CABINET WITH TOE KICK
RELEASE LATCH. waste basket inserts into pull out cabinet

TRASH CAN 4 VV VA standard 44 gallon round trash can

TRASH CART 1 EVV relocated existing cart for trash

TRASH DISPOSAL 14 VV Large open wastebasket, rectangular, 13 gallon capacity, 14" wide maximum

TRAY RETURN CART 1 EVV relocated existing cart for dietary trays

TV 2 VV 52" flat panel television monitor

TV/DVD COMBO 14 VC Flat panel Color television with built-in DVD player.  Unit consists of a color receiver/monitor, with remote control, full off-air channel capability,
automatic light sensor, broadcast stereo sound and automatic color balance. No taller than 24"

YES

UNDER COUNTER REFRIGERATOR 2 EVV Under counter Refrigerator designed to fit under 34"h counter

VENDING MACHINE 4 EVV Relocated existing vending machine

VENT 6 EVV Relocated Existing Ventilator cart

VENTILATOR 14 VV Volume ventilator with options for pressure controlled respiration, respiratory mechanics, graphics and display.  Unit allows variable flow according
to the balance between control pressure and the patient resistance.  The respiration unit features adjustable control pressure, cycling rate,
sensitivity and oxygen concentration.  The respiration unit functions as an assistor and controller of the patient's breathing.

VIGILEO 5 EVV Relocated existing hemodynamic monitors YES

WALL MOUNTED TELEPHONE 20 VV Telephone, wall-mounted, 1-line

WALL-MOUNTED COMPUTER 14 VC Consists of flatscreen computer monitor, medium-sized CPU, keyboard and mouse. YES

WASTEBASKET 34 VV Round wastepaper basket, approximately 18" high X 16" diameter.  This metal unit is used to collect and temporarily store small quantities of paper
refuse in patient rooms, administrative areas and nursing stations.

WRIST BAND PRINTER 1 EVV relocated existing

Equipment Schedule (See Area 1 Equipment Plan Sheet for balance of equipment)

Name Count ACQ Description Electrical Plumbing Comments

BALLOON PUMP 1 EVV Relocated existing Intra-aortic balloon pump.  Item is used to treat cardiogenic shock resulting from extensive myocardial injury or damage.  The
pump shall function from line or battery power and is to be a mobile unit.  It contains physiological monitoring, pacing, and pumping capabilities.  It
requires minimal set-up time and has immediate pumping capability.  Adjustments can be accomplished without interruption of pumping.  The
monitor can be mounted remotely for the clinicians convenience and permits viewing of both cardio-pulmonary bypass and intra-aortic balloon pump
simultaneously.  The pump is designed for use in the critical care unit, operating room, cardiac cath lab and during transport.

BARIATRIC COMMODE 2 EVV Relocated Existing bariatric commode. --- ---

BI-PAP 2 EVV Relocated Existing relocated bilevel positive airway pressure breathing apparatus

BLANKET WARMER 1 EVV Existing relocated floor-mounted dual compartment warming cabinet for blankets, IV and irrigation solutions YES

CART 3 VV 1 Cart Body, Style-A Narrow, w/Raised Edge Top, 1 Accessory Rail, Side, 2 Drawers, 3" H (76mm), 4 Drawers, 6" H (152mm), Drawer Organizer
Bins

CEILING MOUNTED PROJECTOR 1 VV The projector shall provide computer and video projections. Minimum features included:
Brightness of not less than  600 ANSI ( American National Standards Institute) Lumens, and a minimum resolution format of 800 X 600 pixels
(SVGA). The projector shall be portable and weigh no more than 10 pounds. It shall include a zoom lens and computer and video input ports.
Mounted to post on ceiling

YES

CEILING RECESSED PROJECTION SCREEN 1 VV Ceiling recessed, roll-up type screen with remote control.  Includes multiple controls to operate the screen from two or more locations, wireless
remote control, adjustable preset limit switches, and black borders on all sides.  Screen is housed in a solid wood or metal case with removable
motor module.  For a classroom, conference room, or large auditorium.

YES ---

CENTRAL TELEMETRY MONITOR 1 VC Central telemetry monitor YES ---

CLOCK 17 VV Clock, 12" diameter.  Round surface, easy to read numbers with sweep second hand.  Wall mounted unit for use when impractical to install a fully
synchronized clock system.  Battery operated, (batteries not included).

COAT HOOK DOUBLE 8 CC A surface mounted, satin finish stainless steel, double garment hook.  Equipped with a concealed mounting bracket that is secured to a concealed
wall plate.  For general purpose use throughout the facility to hang various items of apparel.

COAT HOOK SINGLE 2 CC A surface mounted, satin finish stainless steel, double garment hook. Equipped with a concealed mounting bracket that is secured to a
concealed wall plate. For general purpose use throughout the facility to hang various items of apparel.

--- ---

COFFEE 2 EVV Space saving front to back automatic coffee maker.  This unit includes a heating tank, connection for a cold water supply, decanter service with
three burners, funnel and a water flow controller.  The unit is used for semi-automatic coffee brewing in cafeterias and commercial institutions.  The
unit automatically shuts off the water flow when enough has passed through to fill the pot.  The unit is normally provided plumbed with a hot water
faucet to the side for making other hot drinks (tea, cider, cocoa, etc.).  The database height dimension does not include the clearance for coffee
decanters warming on the upper burners.

YES YES

COMMODE 2 EVV Relocated Existing Commode --- ---

CONTROL PYXIS 1 EVV Relocated existing automated medication management system, x-drawer main unit YES

CRASH CART 4 EVV Relocated existing mobile emergency cart: 1 Cart body, style-A narrow, w/raised edge top and breakaway lock bar w/tabs; 2 Accessory rails, side; 1
Accessory rail, back; 1 Defibrillator tray; 1 IV pole; 1 Flip-up shelf; 1 Wastebasket and holder
 1   Oxygen; also houses bag-mask resuscitators, pulse oximeter, and aspirator/pressure unit

DESK TELEPHONE 1 VV Telephone, desk with Speaker

DIAPER CHANGING STATION 2 CC ADA compliant fold-away baby changing station with concave changing surface and safety strap

DIFFICULT AIRWAY 1 EVV Relocated Existing difficult airway cart

DOUBLE PYXIS 1 EVV Relocated existing automated medication management system, double column auxiliary unit YES

DOUBLE STARSYS 7 EVV Existing double-wide supply locker

DUAL MOUNT MONITOR BRACKET 3 CC Wall mounted computer monitor bracket for dual monitors.

FEC 6 CC Fire Extinguisher Cabinet

FLOOR COPIER 1 EVV relocated existing YES ---

GRAB BAR 36 42 18 4 CC A 1-1/4" diameter, satin finish stainless steel, peened gripping surface, 2 wall horizontal bars of 42" and 36" length with a 3rd vertical bar 18" in
length.Grab bars have concealed mounting flanges.  Snap over flanges are provided to conceal mounting screws.  A selection of mounting kits and
concealed anchor devices are available from the manufacturers for different types of installations.  Grab bar shall comply with barrier-free
accessibility guidelines for structural strength.   For typical water closet applications in toilet stalls and rooms where ADA (American's With
Disabilities Act) requirements must be met.

HAND SANITIZER 28 VV Wall mounted hand sanitizer dispenser

HELIUM 1 EVV Relocated existing Wall-mounted helium tank with relocated existing mounting accessories.  Contractor to coordinate blocking where required CONTRACTOR
TO
COORDINATE
BLOCKING
WHERE
REQUIRED

HOOK 2 CC Stainless steel hook to hang various items above sink in Soiled Utility

HOOK FOR PATIENT LIFT SLING 14 VC Wall-mounted hook for storing patient lift sling when not in use. To be provided by patient lift manufacturer
concealed wall plate. For general purpose use throughout the facility to hang various items of apparel.

ICE/WATER DISPENSER 3 VV Counter top ice and water dispanser. This unit provides flaked ice and cooled water automatically.   Stainless steel storage compartment with water
station.  It is a freestanding, automatic load ice dispenser for food service and healthcare use.

YES

ICU PATIENT BED 14 VV Electric patient bed for special care areas.  Unit features a control panel for the patients operation, IV rod locations and a full range of positions.
Includes safety sides, thermal overload protection in the motors, provisions for chest x-rays and fluoroscopy.  Bed deck is x-ray translucent.

INFECTIOUS WASTE DISPOSAL 16 VV Single, mobile hamper with lid and foot pedal. 18.5"W X 119.5" D X 37.5" H.  Frame for an infectious waste collection bag.  Made of heavy tubular
stainless steel with heavy gauge welded steel platform.  Adjust to hold 18" or 25" trash bags. Mounted on ball bearing casters and includes
permanently mounted hinged lid. Provides means of bagging infectious waste at point of waste generation.

INTRA AORTIC BALLOON PUMP 14 VV Intra-aortic balloon pump.  Item is used to treat cardiogenic shock resulting from extensive myocardial injury or damage.  The pump shall function
from line or battery power and is to be a mobile unit.  It contains physiological monitoring, pacing, and pumping capabilities.  It requires minimal
set-up time and has immediate pumping capability.  Adjustments can be accomplished without interruption of pumping.  The monitor can be
mounted remotely for the clinicians convenience and permits viewing of both cardio-pulmonary bypass and intra-aortic balloon pump
simultaneously.  The pump is designed for use in the critical care unit, operating room, cardiac cath lab and during transport.

INTUB 3 EVV Relocated existing intubation cart

IV POLE 26 EVV Relocated existing Adjustable IV stand with 4-hook arrangement.  Stand has stainless steel construction with heavy weight base.  It adjusts from 66
inches to 100 inches and is mounted on conductive rubber, ball bearing, swivel casters.  Stand is used for administering intravenous solutions.

JANITOR CART 1 VV Janitor's Cart, 38" high X 66" wide X 20" deep with 25 gallon heavy duty collection bag.  Accomodations for locking vault and janitorial support items
(broom, dust pan, chemicals, mop and mop bucket, not included).

KANGAROO PUMPS 2 EVV Relocated existing feeding pump YES

LABEL PRINTER 1 EVV relocated existing

LINEN CART 4 EVV Relocated existing closed linen supply cart.  Equipped with four (4) non-marking rubber tire roller bearing casters and heavy duty cover.  May be
used for the delivery and user storage of clean linen as well as the return of soiled linen.

LOCKER TRANSPORTER 1 VV 1 transporter for large storage containers.  The unit is used to move supply lockers.

MB 3648 2 CC Whiteboard unit, approximately 36" H  x 48" W consisting of a white porcelain enamel writing surface with an attached chalk tray.  Magnetic surface
available.  Image can be easily removed with a  standard chalkboard eraser.  Unit is ready to hang.

--- ---

MEDS REFRIGERATOR 1 EVV Existing Meds refrigerator w/ automated medication management system lock, NARCOTICS LOCK BOX AND TEMP TRAC YES

MICROWAVE 1 VV Counter mounted microwave oven for average duty use.  The exterior cabinet can be metal or heavy duty impact resistant plastic.  The oven
delivers instant energy for rapid heating, defrosting or prime cooking.  The oven has touch pad controls, digital timer, power level selector and
preprogrammed selectors for commonly cooked items.  This oven is commonly found in staff lounges.

YES

MIRROR (MR-1) 20 CC Above-lavatory mirror with built-in light, see electrical YES

MIRROR (MR-3) 1 CC Wall mounted posture mirror.  Consists of a 1/4" plate glass in a sturdy corrosion resistant frame with water proof back.   18" wide x 60" high YES

MOBILE STORAGE CART 14 VV Closed linen supply cart.  Equipped with four (4) non-marking rubber tire roller bearing casters and heavy duty cover.  May be used for the delivery
and user storage of clean linen.  24"w x 23"d max

MODULAR FOOTWALL SYSTEM 14 CC A surface mounted, modular system of interchangeable components that can be configured to create customized wall arrangements.  18"hx54"w
unit with markerboard tile and two decorative tiles.  universal brackets at the bottom of the unit for mounting soap dispenser, glove dispenser and
paper towel dispenser.  Basis of design: RaspberryMed Concert Modular Wall System or approved equal

MONITOR ARM 14 CC Wall-mounted multi-directional pivot/tilt monitor arm, allows movement of monitor upward, downward, forward, backward.  Mounting bracket for
flatscreen computer monitor, medium-sized CPU, keyboard and mouse.

MOP / BROOM HOLDER 1 CC A surface mounted, satin finish stainless steel, utility shelf with a maximum of 6 mop/broom holders and 5 rag hooks.  Utility shelf features: 8" deep
shelf; mounting brackets welded to shelf; spring activated rubber cam holders; and drying rod.  Unit is available in various widths 30" (minimum, 3
holders and 2 hooks) to 48" (maximum, 6 holders and 5 hooks).  For use in janitor closets.

MOP BUCKET 1 VV Mobile mop bucket/wringer combination, approximately 35" high X 17" wide X 22" deep with four 2" casters.  Total capacity is 26 quarts.  Unit used
for general hard surface floor maintenance

MOUNTING BRACKET 17 CC Wall mounted television bracket with adjustable arm.  Consists of platform movable arm with full 120 degree swivel.  Designed for holding wall
mounted television units.  Bracket must be capable of supporting VA furnished television.

NITRIC OXIDE 2 EVV Relocated existing Wall-mounted nitric oxide tank with relocated existing mounting accessories.  Contractor to coordinate blocking where required

NITRIC OXIDE DELIVERY 2 EVV Relocated Existing nitric oxide delivery cart

NURSE CALL DUTY STATION 1 CC Nurse Call Duty Station. The Duty Station is designed to provide visual and audio indication that a call has been placed to the Console. This will
alert nearby staff of the placed call.

NURSE CALL MASTER STATION 2 CC Nurse Call Master Station

OR CLOCK 14 VV Wall-mounted clock synchronized with OR clock YES

OVERBED TABLE 14 EVV Overbed table.  Adjustable height table constructed of heavy gauge steel.  Mounted on 2" diameter twin swivel casters with bumper caps.  Table top
is constructed with a high pressure plastic laminated surface that resists chipping, scratching, and staining.  It includes a vanity tray and a mirror.
Table is designed for use over bed, wheelchair or large chair.

PAPER TOWEL DISPENSER 40 VC A surface mounted, satin finish stainless steel, single-fold, paper towel dispenser.  Dispenser features: tumbler lock; front hinged at bottom; and
refill indicator slot.  Minimum capacity 400 single-fold paper towels.  For general purpose use throughout the facility.  (In ICU Patient Rooms:
Mounts to modular footwall system with compatible clip/bracket).

PATIENT INFO BD 14 CC Markerboard with pre-printed owner-provided information. Whiteboard unit, approximately 24" H  x 18" W consisting of a white porcelain enamel
writing surface with an attached chalk tray.  Magnetic surface available.  Image can be easily removed with a  standard chalkboard eraser.  Unit is
ready to hang.

PATIENT LIFT SYSTEM (O/HD) 14 CC Ceiling-recessed patient lift system with electrified track and docking station, compatible with existing Gouldman lifts. YES

PB 4896 1 CC 4'X8' Stainless steel pegboard with contractor-furnished hooks for hanging IV bags, etc. --- ---

PHYSIOLOGICAL MONITOR 14 VV 4 channel bedside physiological monitor.  The unit consist of a four-channel non-fade monochrome display monitor, an alarm system and
printer-recording capabilities.  The monitor has color coded controls and automatic calibration.  The unit displays up to four waveforms
simultaneously.  The parameters to be monitored are user selectable.  The monitor may be connected to a central monitoring station.  The unit
monitors patients in most acute care areas, step-down units, procedure rooms and emergency rooms.

YES

PNEUMATIC TUBE STATION 1 EVC Relocated existing pneumatic tube station. The basic pneumatic tube system consists of a tube linking two or more different locations, a carrier to
carry the payload and a power source to move the carrier from one location to another.

YES

PORTABLE LOCKER ROOM BENCH 1 VV Portable locker room bench.  Approximately 1-1/2" thick.  Benches shall be laminated hardwood with a moisture resistant sealer or anodized
aluminum   Units are mounted on strong pedestals. Size as required.

PREFABRICATED SERVICE COLUMN 14 CC ICU prefabricated service column, arms and column system.  Floor to ceiling freestanding column with medical gas outlets, lighting, electrical
outlets, nurse call, vacuum regulators and bottle storage, monitor shelf, sphygmomanometer, and lapsed time indicator. To be used in ICU units.

YES

PRINTER 1 VV Desktop printer

PROCEDURE 4 EVV relocated existing procedure cart

RADIOLOGY MONITOR 6 EVV Existing radiology monitors (each monitor ganged with its neighbor in a dual configuration) YES

RECYCLING BIN 1 VV Open waste basket for collection of recyclables, RECTANGULAR, 13 GALLON CAPACITY, 14" WIDE MAX IN CABINET WITH TOE KICK
RELEASE LATCH.  waste basket inserts into pull out cabinet

RED PHONE 1 VV Telephone, desk with Speaker.  Provides a working phone line in strategic locations, even if all other phones in that department are not working.

REFRIGERATOR 2 VV This is a 14 Cubic Foot frostless top mount refrigerator/freezer approximately 64" H x 28" W x 29" D.  Combination unit that is used in households
or other areas where general purpose storage of perishable items is required.

YES

REGULAR PUMPS 2 EVV Relocated existing pump YES

ROLLING SHARPS CONTAINER 15 EVV Relocated existing Rolling Sharps Container. The unit is designed for the disposal of sharps and complies with OSHA guidelines for the handling of
sharps.

RT 2 EVV relocated existing respiratory therapy cart

1

1

1
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